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Attn:  Ms. Julie Banner
P: (5613) 632-3757
E: jbanner@cincinnatiport.org

Re:  Asbestos Survey Report
Community-Wide Assessment Grant
EPA Cooperative Agreement BF-00E02281-0
6010, 6016-6018, & 6024 Montgomery Road
Cincinnati, Ohio 45213
Terracon Project No. N1197037

Dear Ms. Banner:

Terracon Consultants, Inc. (Terracon) is pleased to submit the attached report for the above-
referenced site to Greater Cincinnati Redevelopment Authority (Client). The purpose of this report
is to present the results of an asbestos survey performed on February 26 and 27, 2019, and which
was conducted in general accordance with our proposal number PN1197037, dated February 5,
2019. We understand that this survey was requested for the purpose of the planned demolition
regarding the buildings located at 6010, 6016-6018, 6024 Montgomery Road in Cincinnati, Ohio.
Additionally, Terracon understands that the asbestos survey was funded and conducted under the
through the United States Environmental Protection Agency (USEPA) Brownfields Communitywide
Assessment Grant: BF-00E02281-0.

OH AHES #32388

Terracon Consultants, Inc. 611 Lunken Park Drive Cincinnati, OH 45226-1813
P (513) 321-5816 F (513) 321-0294 terracon.com
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EXECUTIVE SUMMARY

Tlerracon

Terracon Consultants, Inc. (Terracon) conducted an asbestos survey of the three (3) buildings
(plus an ancillary shed and shelter) located at 6010, 6016-6018, and 6024 Montgomery Road in
Cincinnati, Ohio. We understand that this survey was requested to satisfy a pre-demolition
requirement regarding the federal and state-equivalent EPA National Emission Standards for
Hazardous Air Pollutants (NESHAP) regulation 40 Code of Federal Regulations (CFR) Part 61,
Subpart M. Additionally, this asbestos survey was conducted through the United States
Environmental Protection Agency (USEPA) Brownfields Communitywide Assessment Grant. BF-
00E02281-0.

The survey included identifying and sampling suspect asbestos-containing materials (ACM), and
providing information regarding the identity, location, condition, and approximate quantities of
ACM in accessible interior and exterior building components. The survey was performed on
February 26 and 27, 2019 by USEPA-accredited and Ohio Environmental Protection Agency
(OEPA)-certified Asbestos Hazard Evaluation Specialists (AHES) in general accordance with our
proposal dated February 5, 2019, and the sampling protocols established in USEPA 40 CFR Part
763, Subpart E, known as the Asbestos Hazard Emergency Response Act (AHERA). Terracon
collected a total of 429 bulk samples from 125 homogeneous areas (HAs) of suspect ACM.

Based on the results of laboratory analysis regarding the samples collected, the materials listed
below were identified to contain asbestos.

EPA NESHAP
Material
Classification

Estimated
Quantity*

% and Type

ACM Description Asbestos

Material Location

6010 Montgomery Road

Sales Area and Shower

Floor Tile - Not
Floor Tile: 0.5% Regulated by EPA
12°x12" Beige Floor | °010 Montgomery Road | /o e 1 point NESHAP 1,800 Square

Windows

Tile with Black Mastic R Count (PC), Mastic: (<1% asbestos); Feet (SF)
5.7% Chrysotile PC | Mastic - Category |
Non-Friable
Black Mastic Beneath 6010 Montgomery Road Quantity
Non-Asbestos- East Side of Sales Area Category | Included in
Containing 12"x12” (under patch tile 1.3% Chrysotile PC Non-Friable the Square
Cream Floor Tile associated with the field of Footage
Patch dominant tile in line above) Above
: : 6010 Montgomery Road
Blacs Inefor YUindow E O TRAOESIES 1.4% Chrysotile PC eaisgo i 20 SF
Caulking 2 Non-Friable
Windows
. . 6010 Montgomery Road
Exterior Black Window Front Exterior Side 1.1% Chrysotile PC ERtgonl 20 SF
Caulking Non-Friable

Responsive m Resourceful m Reliable




Asbestos Survey

6010, 6016-6018, & 6024 Montgomery Road m Cincinnati, Ohio
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

%and T ECANESHAR Estimated
ACM Description Material Location S B Material !
Asbestos 4 E Quantity*
Classification
Brown Mastic Beneath 6010 Montgomery Road Not Regulated by
Non-Asbestos- Cooler Area, Shower Trace (<1%) EPA NESHAP 150 SF
Containing 4" Black Area, and South Side of Chrysotile PC
(<1% asbestos)
Cove Base Sales Area
Treat as RACM
Unless Additional /
6010 Montgomery Road Aﬁ:fr;:t:ea
Vermiculite™ Inside Concrete Masonry Trace (<1%) Metho{i sucﬁ s 42 Cubic
Unit (CMU) Block — Actinolite PC e Yards
Perimeter Walls Transmission
Electron
Microscopy (TEM)
can Confirm <1%
6010 Montgomery Road o . Category |
Asphalt Roof Storage Room Roof 1.4% Chrysotile PC Non-Friable 275 SF
Black Mastic Beneath 6010 Montgomery Road: -
Non-Asbestos- Exterior North Wall in (;l'r:acseoi;; '/;’(): r\f::fr‘i’zl'e 5 SF
Containing Caulking Storage Room L
6016-6018 Montgomery Road
. Roof: 8.7%
Rt | OGSO MTGonY | coysctope, Ta: | S| 305t
4.2% Chrysotile PC
Flashing: 8.4%
Asphalt Roof Flashing 6016-6018 Montgomery ; g - . Category |
with Black Tar Road Roof ChrysolhatFIC, Tar; Non-Friable SOHSE
1.4% Chrysotile PC
Patch: 9.4%
Black Roof Patch Gc;::;gosfa'\:fgsgg:;'y Chrysotile PC, Tar: I\(l:oal:elgrci,galle 50 SF
1.1% Chrysotile PC
Taﬂﬁiﬁﬁﬁfth S0 1in0f S Mondomeny Category Il
S Road Seams Around 1.3% Chrysotile PC gory 2 SF
Containing Grey : Non-Friable
: Northwest Chimney
Caulking
Black Mastic Beneath
Non-Asbestos- 6016-6018 Montgomery o i Category |
Containing White Roof | Road North Center of Roof 24% Chiyscllle PC Non-Friable L
Patch
Tea BVZ 'r:‘:;: ﬁ::“lk'"g 6016-6018 Montgomery Safacoryi
¥ Road 2 Floor South | 4.6% Chrysotile PC gy 30 SF
Asbestos-Containing Windows Non-Friable
Exterior Grey Caulking
- - 6018 Montgomery Road -
Grey Exterior Window | i Windows at the Front | 3.4% Chrysotile PC gyl YIS oF
Caulking Non-Friable 10 SF
of the Store
: : 6016-6018 Montgomery ’
Grey Ext Wind Cat Il 9 Wind
Yoy, eno.r L Road 2nd Floor North 4.4% Chrysotile PC o egc.>ry kel
Caulking Wik Non-Friable 18 SF

Responsive m Resourceful m Reliable
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Mastic

%and T ECANESHAR Estimated
ACM Description Material Location . ype Material !
Asbestos 4 E Quantity*
Classification
6016-6018 Montgomery
Road Throughout Regulated
- : ; Basement and Hidden in = . Asbestos 650 Linear
Air Cell Pipe Insulation Walls on 1%t and 2™ Floors 60% Chrysotile Containing Feet
(leading to 2 floor Material (RACM)
radiators)
6016-6018 Montgomery bl &
Road Throughout Cell Pipe
Whs:Hard Fipe Basement and Hidden in 60% Chrysotile RACM Insulation
Fitting Insulation Walls on 1% and 2™ Floors "
(leading to 2™ floor sttty
: Listed Above
radiators)
Corrugated 6018 Montgomery Road G ;
Insulation Board Basement Above Boiler HEsChrgscie RAEM 23
Brown Mastic Beneath 6016-6018 Montgomery
Non-Asbestos- Road Northeast Category Il
Containing 2"x4” White 7.7% Chrysotile PC g ‘ry 350 SF
. ) Apartment and Northwest Non-Friable
Ceramic Wall Tile and :
Apartment Kitchens
Grout
6024 Montgomery Road
Asphalt Roof with Non-
Asbestos-Containing 6024 Montgomery Road o . Category |
Tectum Gypsum Roof 30%:Chiyscila Non-Friable 2.600:SE
Board Base
. . 6024 Montgomery Road .
Exterior Grey Window oM Floor South and East 10% Chrysotile Categc?ry 1l 5 Windows or
Caulking : Non-Friable 20 SF
Windows
White Exterior Window 6024 Montgomery Road o - Category Il 5 Windows or
Caulking 2nd Floor Front Windows | |~/ 70 Chrysotile PC Non-Friable 10 SF
Grey Exterior Window 6024 Montgomery Road Category Il
Caulking on Block 1st Floor Northeast 1.8% Chrysotile PC 9 'ry 5 SF
- . Non-Friable
Windows Window
Exterior Grey Door 6024 Montgomery Road o . Category Il
Caulking Front Door Al Cheysetlie PG Non-Friable sk
Black Floor Tile with
Non-Asbestos- 6024 Montgomery Road: o " Category |
Containing Black 2" Floor Northwest Closet 2% Chipsdlie PC Non-Friable sk

*Estimated quantities listed above are based on a cursory field evaluation, and actual quantities may vary significantly,
especially if ACMs are present in hidden and/or inaccessible areas not evaluated as part of this survey. This is not a
bidding document and contractors would be responsible for drawing their own conclusions regarding quantities present.

**Please note that the vermiculite sample results were reported using the polarized light microscopy (PLM) method with
point count. Determining actual asbestos-content in vermiculite can be difficult to determine using traditional PLM with

point count.

The USEPA recommends freating vermiculite as if it contains >1% asbestos unless an additional

alternative method such as transmission electron microscopy (TEM) can confirm <1% asbestos-content or deny

asbestos-content.

Responsive m Resourceful m Reliable
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Asbestos was not identified in the samples and collected and analyzed with respect to the ancillary
shelter and shed located behind the 6016-6018 structure.

A summary of samples collected is included in Appendix B; sample location drawings are included
in Appendix F; the laboratory analytical report is attached in Appendix C; and a log showing
example photos of the identified ACMs is included in appendix E.

Regarding the identified ACMs containing >1%, the owner or operator are responsible for federal
and state EPA NESHAP regulatory compliance. An experienced state-licensed asbestos
abatement contractor should be retained for proper removal, handling, and disposal of ACMs
(>1%) as applicable with federal and state EPA regulations prior to demolition. Also, per federal
and state regulations, please be aware that the owner and/or operator must notify the
regional/local EPA NESHAP authority 10-business days prior to a demolition project and prior to
the abatement of RACM exceeding 50 square feet of 50 linear feet. Please contact the Hamilton
County Air Quality Agency for further information and discussion regarding regulatory requirement
compliance and clarifications (Hamilton County Air Quality Agency — 250 William Howard Taft
Road, Cincinnati, Ohio 45219; telephone [513] 946-7777).

Responsive m Resourceful m Reliable iv
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ASBESTOS SURVEY
Community-Wide Assessment Grant
EPA Cooperative Agreement BF-00E02281-0
6010, 6016-6018, & 6024 Montgomery Road

Cincinnati, Ohio 45213
Terracon Project No. N1197037
March 15, 2019

1.0 INTRODUCTION

Terracon Consultants, Inc. (Terracon) conducted an asbestos survey of the three (3) buildings
(plus an ancillary shed and shelter) located at 6010, 6016-6018, and 6024 Montgomery Road in
Cincinnati, Ohio. The survey was conducted on February 26 and 27, 2019 by United States
Environmental Protection Agency (USEPA)-accredited and Ohio EPA (OEPA)-certified Asbestos
Hazard Evaluation Specialists (AHES) in general accordance with Terracon proposal number
PN1197037, dated February 5, 2019. Accessible interior and exterior building components were
surveyed. Homogeneous areas of suspect asbestos-containing materials (ACM) were visually
identified and documented. Although reasonable effort was made to survey accessible suspect
materials, additional suspect but un-sampled materials could be located in walls, in voids, or in
other concealed areas. Suspect ACM samples were collected in general accordance with the
sampling protocols outlined in 40 Code of Federal Regulations (CFR) Part 763, Subpart E, known
as the Asbestos Hazard Emergency Response Act (AHERA). Samples were delivered to an
accredited laboratory for analysis by Polarized Light Microscopy (PLM).

1.1  Project Objective

We understand that this survey was requested for the purposes of a future planned demolition of
the three (3) structures located at the above-referenced addresses. Please note that asbestos
surveys are required prior to renovation or demolition to satisfy requirements of the USEPA 40
CFR Part 61, Subpart M, the National Emission Standards for Hazardous Air Pollutants
(NESHAP) regulation (as well as the state NESHAP regulatory equivalent).

1.2 Reliance

This report is for the exclusive use of Greater Cincinnati Redevelopment Authority (Client) for the
project being discussed. Reliance by any other party on this report is prohibited without written
authorization of Terracon and Greater Cincinnati Redevelopment Authority. Reliance on this
report by Greater Cincinnati Redevelopment Authority and all authorized parties will be subject to
the terms, conditions, and limitations stated in the proposal, this report, and Terracon’s Agreement
for Services. The limitations of liability defined in Terracon’s Agreement for Services is the
aggregate limit of Terracon’s liability to Greater Cincinnati Redevelopment Authority.

Responsive m Resourceful m Reliable 1
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2.0 BUILDING DESCRIPTION

The survey encompassed three (3) structures (plus an ancillary shed and shelter). The structure
located at 6010 Montgomery Road consists of a single-story former convenience store, which
contains approximately 2,700 square feet of interior floor space and was built in 1976. The
structure located at 6016-6018 Montgomery Road consists of a two-story (with a basement)
former commercial/residential building (Gregory Forrest Lester, Inc. at the 6016 15t floor portion;
a beauty salon at the 6018 15t floor portion); and residential apartments above both spaces), which
contains approximately 6,700 total square feet of interior floor space and was built in 1928. A
small ancillary wooden shelter and shed (both with asphalt shingles) are also located immediately
behind the 6016-6018 structure. The property located at 6024 Montgomery Road consists of a
two-story former detail shop, which contains of approximately 5,000 square feet of interior floor
space and was built in 1948. The three (3) subject structures were vacant at the time of the survey.

3.0 FIELD ACTIVITIES

The survey was conducted by Mr. Joshua Vogel, Mr. Joseph Tussey, and Mr. Lemuel Weyer,
USEPA-accredited asbestos inspectors and OEPA-certified AHESs. A copy of Mr. Vogel’s, Mr.
Tussey’s, and Mr. Weyer's OEPA AHES credential is attached as Appendix D. The survey was
conducted in general accordance with the sample collection protocols established in USEPA 40
CFR Part 763, Subpart E, Section 763.86, AHERA. A summary of survey activities is provided
below.

3.1 Visual Assessment

Survey activities were initiated with visual observation of the accessible interior and exterior areas
of the building to identify homogeneous areas of suspect ACM. A homogeneous area (HA)
consists of building materials that appear similar throughout in terms of color and texture with
consideration given to the date of application.

3.2 Physical Assessment

A physical assessment of each HA of suspect ACM was conducted to assess the friability and
condition of the materials. A friable material is defined by the USEPA as a material which can be
crumbled, pulverized, or reduced to powder by hand pressure when dry. Friability was assessed
by physically touching suspect materials.

3.3 Sample Collection

Based on results of the visual observation, bulk samples of suspect ACM were collected in general

accordance with USEPA AHERA sampling protocols. Samples of suspect materials were
collected from randomly selected locations in each homogeneous area. Bulk samples were

Responsive m Resourceful m Reliable 2
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collected using wet methods as applicable to reduce the potential for fiber release. Samples were
placed in sealable containers and labeled with unique sample numbers using an indelible marker.

The selection of sample locations and frequency of sampling were based on Terracon’s
observations and the assumption that like materials in the same area are homogeneous in
content.

Terracon collected a total of 429 bulk samples from 125 homogeneous areas of suspect ACM. A
summary of suspect ACM samples collected during the survey is included as Appendix B.

3.4 Sample Analysis

Bulk samples were submitted under chain of custody to International Asbestos Testing
Laboratories (IATL) of Mount Laurel, New Jersey for analysis PLM with dispersion staining
techniques per USEPA methodology 600/R-93/116. The percentage of asbestos, where
applicable, was determined by microscopic visual estimation. When applicable for samples
determined by PLM to have a low asbestos content (<10%), the additional point count (PC)
method was utilized. IATL is accredited under the National Voluntary Laboratory Accreditation
Program (NVLAP), accreditation number 101165-0.

Please note that the vermiculite fill material was encountered in the perimeter concrete masonry
unit (CMU) block walls at 6010 Montgomery Road. The vermiculite samples were also analyzed
using the PLM method with point count. Determining actual asbestos-content in vermiculite can
be difficult using traditional PLM with point count. The USEPA recommends treating vermiculite
as if it contains >1% asbestos unless an additional alternative method such as transmission
electron microscopy (TEM) can confirm <1% asbestos-content or deny asbestos-content.

4.0 REGULATORY OVERVIEW

The asbestos NESHAP (40 CFR Part 61, Subpart M) regulates asbestos fiber emissions and
asbestos waste disposal practices. The asbestos NESHAP regulation also requires the
identification and classification of existing ACM according to friability prior to demolition or
renovation activity. Friable ACM is a material containing more than 1% asbestos that, when dry,
can be crumbled, pulverized, or reduced to powder by hand pressure. All friable ACM is
considered regulated asbestos containing material (RACM).

The asbestos NESHAP regulation classifies material subject to demolition or renovation as either
RACM, Category | non-friable ACM, or Category Il non-friable ACM. RACM includes all friable
ACM (pre-disturbance), along with Category | non-friable ACM that becomes friable (during
disturbance), and Category | non-friable ACM subject to sanding, grinding, cutting, or abrading,
or Category Il non-friable ACM with a high probability of becoming crumbled, pulverized, or
reduced to powder by forces expected to act on the material during disturbance. Category | non-
friable ACM are exclusively asbestos-containing packings, gaskets, resilient floor coverings, and

Responsive m Resourceful m Reliable 3
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asphalt roofing products that contain more than 1% asbestos. Category Il non-friable ACM are all
other non-friable materials (other than Category | non-friable ACM) that contain more than 1%
asbestos. Category Il non-friable ACM generally includes (but is not limited to) cementitious

material such as: cement pipes, cement siding (Transite ™), cement panels, glazing, mortar, and
grouts.

The Ohio Environmental Protection Agency (OEPA) adopted Chapter 3745-20 of the Ohio
Administrative Code and implements the Asbestos NESAHP. The owner or operator must provide
the OEPA district office or local air agency with written notification at least 10 business days prior
to the commencement of abatement projects exceeding certain quantity thresholds and
demolition projects. The OEPA also regulates friable asbestos abatement activities, asbestos
personnel training, and issuance of asbestos professional certifications under OAC 3745-22.
OEPA audits asbestos abatement projects and responds to public health emergencies where
friable ACMs has been released; licensed contractors must submit a 10-business day notification
prior to an abatement project where RACM in quantities greater than 50 linear or 50 square feet
are being removed. Please note that per OEPA regulations, non-friable Category | floor tile if
broken into pieces four (4) square inches or smaller are considered friable, and thus as a RACM.

The United States Occupational Safety and Health Administration (USOSHA) asbestos standard
for construction (29 CFR 1926.1101) regulates workplace exposure to asbestos. The USOSHA
standard requires that employee exposure to airborne asbestos must not exceed 0.1 fibers per
cubic centimeter of air (0.1 f/cc) as an eight-hour time weighted average (TWA) and not exceed
1.0fibers per cubic centimeter of air (1.0 f/cc) over a 30-minute time period known as an excursion
limit (EL). The TWA and EL are known as USOSHA’s asbestos permissible exposure limits
(PELs). The USOSHA standard classifies construction and maintenance activities which could
disturb ACM and specifies work practices and precautions which employers must follow when
engaging in each class of regulated work.

5.0 FINDINGS AND RECOMMENDATIONS

Based on the results of laboratory analysis regarding the samples collected, the materials listed
below were identified to contain asbestos.

% and Type EEA NESHAP Estimated
Asbestos Maorial Quantity*
Classification

ACM Description Material Location

6010 Montgomery Road

Floor Tile - Not
Floor Tile: 0.5% Regulated by EPA
6010 Montgomery Road
12’x12" Beige Floor Sales Areagan de;yhower Chrysotile by Point NESHAP 1,800 Square
Tile with Black Mastic Room Count (PC), Mastic: (<1% asbestos); Feet (SF)
5.7% Chrysotile PC | Mastic - Category |
Non-Friable

Responsive m Resourceful m Reliable 4
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EPA NESHAP
G :
ACM Description Material Location % and Type Material Est|ma.ted
Asbestos - . Quantity*
Classification
Black Mastic Beneath 6010 Montgomery Road Quantity
Non-Asbestos- East Side of Sales Area pa— Included in
Containing 12"x12” (under patch tile 1.3% Chrysotile PC Non-Fgriarz)Ie the Square
Cream Floor Tile associated with the field of Footage
Patch dominant tile in line above) Above
. : 6010 Montgomery Road
Black Interior Window Front Interior Side 1.4% Chrysotile PC Category Il 20 SF
Caulking : Non-Friable
Windows
. 2 6010 Montgomery Road
Exterior Black Window Front Exterior Side 1.1% Chrysotile PC Category |l 20 SF
Caulking . Non-Friable
Windows
S Nowsssei. | Conatatea, St Not Roguisted by
- i ' . Trace Chrysotile PC EPA NESHAP 150 SF
Containing 4" Black Area, and South Side of
(<1% asbestos)
Cove Base Sales Area
Treat as RACM
Unless Additional /
6010 Montgomery Road Altem'atlve
Inside Concrete Mason Alstyus by a 42 Cubic
Vermiculite™ . & Trace Actinolite PC Method such as
Unit (CMU) Block — o Yards
Perimeter Walls Tipamason
Electron
Microscopy (TEM)
can Confirm <1%
6010 Montgomery Road ] Category |
Asphalt Roof 1.4% Chrysotile PC 275 SF
phall Koo Storage Room Roof o CAySORIe Non-Friable
Black Mastic Beneath 6010 Montgomery Road: CalsaaR
Non-Asbestos- Exterior North Wall in Trace Chrysotile PC g' i 5 SF
- . Non-Friable
Containing Caulking Storage Room
6016-6018 Montgomery Road
Roof: 8.7%
Asphalt Roof with 6016-6018 Montgomery : . Category |
Black Tar Road Roof Chrysotie PG, e Non-Friable 220096

4.2% Chrysotile PC

Flashing: 8.4%

Asphalt Roof Flashing 6016-6018 Montgomery Chrysotile PC, Tar: Category | 500 SF

with Black Tar Road Roof 1.4% Chrysotile PC Non-Friable
Patch: 9.4%
Black Roof Patch 6‘2:;";:::?2?;’:;” Chrysotile PC, Tar: l\f::jf:zl'e 50 SF
1.1% Chrysotile PC

Taﬁfﬂﬁi@iﬁ'ﬁm 601E-6015:Monipomey Category II

eentemaires Road Seams Around 1.3% Chrysotile PC Non_gﬁ;{)le 2 SF
,g y Northwest Chimney
Caulking
Black Mastic Beneath

Non-Asbestos- 6016-6018 Montgomery o . Category |

Containing White Roof | Road North Center of Roof | 2170 Chrysotile PC Non-Friable Bar
Patch

Responsive m Resourceful m Reliable 5
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% and T EEA NESHAE Estimated
ACM Description Material Location 2 ype Material 3
Asbestos - . Quantity*
Classification
L BV\; 'r:’::tvr‘: :jg:{k'"g 6016-6018 Montgomery T—
- Road 2™ Floor South | 4.6% Chrysotile PC gory 30 SF
Asbestos-Containing Wikidowe Non-Friable
Exterior Grey Caulking
c . 6018 Montgomery Road :
Grey Exterior Window |y \in Windows at the Front | 3.4% Chrysotile PC Category Il 4 Windows or
Caulking Non-Friable 10 SF
of the Store
. : 6016-6018 Montgomery -
Grey Exteno.r Window Road 2nd Floor North 4.4% Chrysotile PC Categgry 1] 9 Windows or
Caulking 3 Non-Friable 18 SF
Windows
6016-6018 Montgomery
Road Throughout Regulated
Basement and Hidden in Asbestos 650 Linear
Air Cell Pipe Insulati 60% Chrysotil
ir el Fipe Insuiation | \alls on 1%t and 2 Fioors PR Containing Feet
(leading to 2 fioor Material (RACM)
radiators)
6016-6018 Montgomery bl &
Road Throughout Cell Pipe
YAIS Al Fipo Easomantang adon B 60% Chrysotile RACM Insulation
Fitting Insulation Walls on 15 and 2™ Floors L
(leading to 2™ floor sttty
: Listed Above
radiators)
Corrugated 6018 Montgomery Road G ;
Insulation Board Basement Above Boiler HEsChrgscie RAEM 23
Brown Mastic Beneath 6016-6018 Montgomery
Non-Asbestos- Road Northeast Category Il
Containing 2"x4” White 7.7% Chrysotile PC 9 ‘ry 350 SF
: : Apartment and Northwest Non-Friable
Ceramic Wall Tile and :
Apartment Kitchens
Grout
6024 Montgomery Road
Asphalt Roof with Non-
Asbestos-Containing 6024 Montgomery Road o . Category |
Tectum Gypsum Roof 30%:Chiyscila Non-Friable 2.600:SE
Board Base
. . 6024 Montgomery Road .
Exterior Grey Window ond Floor South and East 10% Chrysotile Categc?ry 1l 5 Windows or
Caulking : Non-Friable 20 SF
Windows
White Exterior Window 6024 Montgomery Road 6 . Category Il 5 Windows or
Caulking 2nd Floor Front Windows v Chysdlie RC Non-Friable 10 SF
Grey Exterior Window 6024 Montgomery Road Category Il
Caulking on Block 1st Floor Northeast 1.8% Chrysotile PC 9 -ry 5 SF
: : Non-Friable
Windows Window
Exterior Grey Door 6024 Montgomery Road 5 z Category Il
Caulking Front Door fdl Chaysctlie PG Non-Friable i

Responsive m Resourceful m Reliable
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EPA NESHAP
S . : % and Type 3 Estimated
ACM Description Material Location Atbantos Material Quantity*

Classification

Black Floor Tile with

Non-Asbestos- 6024 Montgomery Road: o i Category |
Containing Black 2" Floor Northwest Closet 2a% Chiyscllle PC Non-Friable L
Mastic

*Estimated quantities listed above are based on a cursory field evaluation, and actual quantities may vary significantly,
especially if ACMs are present in hidden and/or inaccessible areas not evaluated as part of this survey. This is not a
bidding document and contractors would be responsible for drawing their own conclusions regarding quantities present.

**Please note that the vermiculite sample results were reported using the polarized light microscopy (PLM) method with
point count. Determining actual asbestos-content in vermiculite can be difficult to determine using traditional PLM with
point count. The USEPA recommends freating vermiculite as if it contains >1% asbestos unless an additional
alternative method such as transmission electron microscopy (TEM) can confirm <1% asbestos-content or deny
ashestos-content.

Asbestos was not identified in the samples and collected and analyzed with respect to the ancillary
shelter and shed located behind the 6016-6018 structure.

A summary of samples collected is included in Appendix B; sample location drawings are included
in Appendix F; the laboratory analytical report is attached in Appendix C; and a log showing
example photos of the identified ACMs is included in appendix E.

Regarding the identified ACMs containing >1%, the owner or operator are responsible for federal
and state EPA NESHAP regulatory compliance. An experienced state-licensed asbestos
abatement contractor should be retained for proper removal, handling, and disposal of ACMs
(>1%) as applicable with federal and state EPA regulations prior to demolition. Also, per federal
and state regulations, please be aware that the owner and/or operator must notify the
regional/local EPA NESHAP authority 10-business days prior to a demolition project and prior to
the abatement of RACM exceeding 50 square feet of 50 linear feet. Please contact the Hamilton
County Air Quality Agency for further information and discussion regarding regulatory requirement
compliance and clarifications (Hamilton County Air Quality Agency — 250 William Howard Taft
Road, Cincinnati, Ohio 45219; telephone [513] 946-7777).

6.0 LIMITATIONS/GENERAL COMMENTS

In addition to limitations, if any, indicated in other sections of this report, please note that Terracon
did not perform sampling which required extensive demolition or destructive activities such as
dismantling of equipment or removal of protective coverings. Reasonable efforts to access
suspect materials within known areas of restricted access (e.g., crawl spaces) were made;
however, confined spaces or areas which may pose a health or safety risk to Terracon personnel
were not sampled. Sampling did not include suspect materials which could not be safely reached
with available ladders/man-lifts.

Responsive m Resourceful m Reliable 7



Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH

March 15, 2019 m Terracon Project No. N1197037 1rerracon

This asbestos survey was conducted in a manner consistent with the level of care and skill
ordinarily exercised by members of the profession currently practicing under similar conditions in
the same locale. The results, findings, conclusions, and recommendations expressed in this
report are based on conditions observed during our survey of the building. The information
contained in this report is relevant to the date on which this survey was performed and should not
be relied upon to represent conditions at a later date. This report has been prepared on behalf of
and exclusively for use by Greater Cincinnati Redevelopment Authority for specific application to
their project as discussed. This report is not a bidding document. Contractors or consultants
reviewing this report must draw their own conclusions regarding quantities and any
further investigation or remediation deemed necessary. Terracon does not warrant the work
of regulatory agencies, laboratories, or other third-parties supplying information which may have
been used in the preparation of this report. No warranty, express or implied is made.

Additionally, as part of this scope of service relative to the grant program, Terracon developed a
sampling and analysis plan (SAP) and a Health and Safety Plan (HASP) which was reviewed and

approved by the USEPA prior to commencing with the asbestos survey.

A copy of the approved SAP, which includes quality assurance (QA) procedures, and the project
HASP are attached as Appendix G for reference.

Responsive m Resourceful m Reliable 8
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APPENDIX B

Tlerracon

6010, 6016-6018, & 6024 Montgomery Road
Cincinnati, Ohio 45213

ASBESTOS SURVEY SAMPLE SUMMARY

Sample # i
P Sample M a.terlal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
6010 Montgomery Road — Former Convenience Store
Main Sales Area at Floor Tile: Trace Chrysotile by
001 Entry Door on North Point Count (PC), Mastic: 5.1%
Wall Chrysotile PC
1 12°x12" Beige Floor | Main Sales Areain | Sales Area and Floor Tile: Trace Chrysotile by
002 | Tile with Black Masti - Shower R : :
lie wi ack Mastc Middle of Room ower room PC, Mastic: 5.7% Chrysotile PC
003 At Shower Room Floor Tile: 0.5% Chrysotile PC,
Entry Mastic: 5.3% Chrysotile PC
004 WamSelesiies None Detected (ND)
Near Center
5 005 2'x4 .B.Il'd T.rack Stock Area Along Thro.ug.hout ND
Ceiling Tile South Wall Building
Shower Room -
foe Above Shower HD
Northwest Corner of . ”
007 Salel Aies 1.4% Chrysotile PC
) ) Front Interior Side
3 008 Black Inteno_r Window of West Doors at Nor.th Front ND
Caulking Bottom Windows
Front Interior Just
009 Inside East Doors 1.2% Chrysotile PC
at Top
Patch Area of Sales
010 Floor Towards the Floor Tile: ND, Mastic: 1.3%
= s Northeast Side of Chrysotile PC
127x12” Cream Floor -
4 Tile Patch with Black Sales Area East Side of
Mastic Patch Area of Sales Sales Area
011 Floor Towards the Floor Tile: ND, Mastic: 1.3%
Northeast Side of Chrysotile PC
Sales Area

Responsive m Resourceful m Reliable




Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
Patch Area of Sales
012 Floor Towards the Floor Tile: ND, Mastic: 1.3%
Northeast Side of Chrysotile PC
Sales Area
013 Above Sink Board: ND, Mastic: ND
White Faux Tile Fiber
5 014 et Above Sink Around Slop Sink Board: ND, Mastic: ND
Plastic Board with
Yellow Mastic
015 Above Sink Board: ND, Mastic: ND
016 Exit of Sales Area Drywall: ND, Joint Compound: ND
017 West of Cooler Drywall: ND, Joint Compound: ND
Above Drain in ) . )
018 Hallway Drywall: ND, Joint Compound: ND
Drywall System: o
6 019 Drywall and Joint hiesihv onini=in Throughout Drywall: ND, Joint Compound: ND
Hallway
Compound
020 Eniry'o Castier Drywall: ND, Joint Compound: ND
Area
Northwest Corner of - .
021 ——— Drywall: ND, Joint Compound: ND
Northeast Corner of . i
022 o Drywall: ND, Joint Compound: ND
2 Cove Base: ND, Mastic: Trace
023 West Side of Cooler Chrysotile PC
Southwest Corner Cooteplea,
7 024 4” Black Cove Base of Coolers in Sales Shower Room, Cove Base: ND, Mastic: Trace
with Brown Mastic and South Side Chrysotile PC
Area
of Sales Area
. Cove Base: ND, Mastic: Trace
025 Inside Cooler Entry Chrysotile PC
8 026 Grey Interpr Door West Side of Door to Storage ND
Caulking Doorway Room

Responsive m Resourceful m Reliable




Asbestos Survey

6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
027 West Side of ND
Doorway
028 East Side of ND
Doorway
029 At Doorway Cove Base: ND, Mastic: ND
9 030 4 .Wh|te Gaye Ba§e Southwest Corner Storage Room Cove Base: ND, Mastic: ND
with Yellow Mastic
031 Northeast Corner Cove Base: ND, Mastic: ND
032 Entry of Restroom Flooring: ND, Mastic: ND
Grey Vinyl Sheet Floor
10 033 Tile with Cream Southeast Corner Restroom Flooring: ND, Mastic: ND
Mastic
034 Southwest Corner Flooring: ND, Mastic: ND
035 Southwest Corner ND
of Shower
. Southwest Corner Around Shower
11 036 Yellow Caulking of Shower Wall Panels ND
037 Southwest Corner ND
of Shower
038 S°“thef‘;taﬁ°mer - Drywall: ND, Joint Compound: ND
Drywall System: .
- Middle of South Storage Room p - ;
12 039 Drywall and Joint Wall on Ceiling Walls and Ceiling Drywall: ND, Joint Compound: ND
Compound
040 S°”thw‘x;|f°mer g Drywall: ND, Joint Compound: ND
041 South Side Carpet: ND, Mastic: ND
13 Yellow Carpet Mastic Cashier Area
042 At Entry Carpet: ND, Mastic: ND

Responsive m Resourceful m Reliable




Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
043 North Side Carpet: ND, Mastic: ND
044 Doufwest Cormer Trace Actinolite PC
of Hallway
14 045 Vermiculite Norisest S ormens Exterior Walls Trace Actinolite PC
Hallway
046 Micdleiof Eastylal Trace Actinolite PC
in Sales Area
047 Ak Entryfrom. Sales Floor Tile: ND, Mastic: ND
Area Hallway
15 048 1 . X.1 2 Vi Floor- Northeast Corner Storage Room Floor Tile: ND, Mastic: ND
Tile with Yellow Mastic
049 Southeast Corner Floor Tile: ND, Mastic: ND
West Side of » :
050 Window 1.1% Chrysotile PC
Exterior Black Window Center Above Front Exterior o :
16 . Caulking Window Windows S G
East Side of o .
052 Window 1.1% Chrysotile PC
053 Northeasf (?orner of ND
Building
Exterior Grey
17 | o054 ExpansionWall | NNortheast Comerof | e o walls ND
: Building
Caulking
055 Center of Wgst Side ND
of Building
056 Southeast Corner Roof Material: ND, Fiber Board: ND
18 | os7 |Asphalt ggg:;v'th PUP | Northeast Comer Main Roof Roof Material: ND, Fiber Board: ND
058 Southwest Corner Roof Material: ND, Fiber Board: ND
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Asbestos Survey

6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH 1r
March 15, 2019 m Terracon Project No. N1197037 erracon
Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
059 Southeast Corner Tar: ND, Shingle: ND
19 | oo | BlackTarandAsphalt | oo W ect Comer Main Roof Tar: ND, Shingle: ND
Flashing
Center of Roof at ) . )
061 HVAC Entry Tar: ND, Shingle: ND
. Roof: 1.3% Chrysotile PC, Roof:
e Yiastoide ND, Fiberglass: ND
i g ROOf.WIth nes . Storage Room Roof: 1.1% Chrysotile PC, Roof:
20 063 Seams and Fiberglass East Side .
Roof ND, Fiberglass: ND
Panels
Roof: 1.4% Chrysotile PC, Roof:
064 Center of Roof ND, Fiberglass: ND
065 Middle White: ND
. Between Main
21 | 066 White and Blue East and Storage White: ND, Blue: ND
Caulking Caulking
Room Roof
067 West White: ND, Blue: ND
Grey: ND White: ND, Tan: ND,
068 Cente\;vc;f”North Mastic: Trace Chrysotile PC,
Grey, White and Tan Black: ND
Expansion Caulking Center of North North Wall in _ ) _
2 069 with Black Caulking Wall Storage Room Grey: ND, Grey: ND, Black: ND
Beneath
. Grey: ND, Tan: ND, White: ND,
070 East Side of Wall Grey: ND, Black: ND
6016-6018 & 6024 Montgomery Road Exterior Areas
071 Southwest Corner Shingle: ND, Felt Paper: ND
Shelter Roof
Tan Asphalt Shingles Center of South Behind 6018 : . .
23 072 with Black Felt Paper Side Montgomery Shingle-ND..Feit Faper-D
Road
073 Southeast Corner Shingle: ND, Felt Paper: ND
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Asbestos Survey

6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH 1r
March 15, 2019 m Terracon Project No. N1197037 erfacon
Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
074 Southwest Corner Shingle: ND, Felt Paper: ND
Shed in Back of
Grey Asphalt Shingles . 6016 . . )
24 075 with Black Felt Paper Center of West Side fonigonery Shingle: ND, Felt Paper: ND
Road
076 Northwest Corner Shingle: ND, Felt Paper: ND
Black Roof: 8.7% Chrysotile PC,
Tar: 3.6% Chrysotile PC, Roof:
077 Northeast corner ND, Tar: 4.2% Chrysotile PC,
White Roof: ND, Tar: ND, Tar: 2.1%
Chrysotile PC
4 z 0, i
Asphalt Roof with 6016-6018 Black Roof: 8.4% C_hrysotlle PC,
25 078 Black Tar Northwest Corner Montgomery Tar: 2.3% Chrysotile PC, Black
Road Roof Roof: ND, Tar: ND, White Roof: ND,
Tar: ND, Tar: 1.4% Chrysotile PC
Black Roof: 8.6% Chrysotile PC,
Tar: 2.6% Chrysotile PC, Black
079 Southeast Comer Roof: ND, Tar: ND, White Roof: ND,
Tar: ND, Tar: 2.4% Chrysotile PC
White Roof: ND, Tar: ND, Black
080 Middle of East Wall Flashing: 8.4% Chrysotile PC,
Tar: 1.4% Chrysotile PC
Asphalt Flashing with 6016-6018 White Roof: ND, Tar: ND, Black
26 081 P Black Targ Center of Roof Montgomery Flashing: 8.2% Chrysotile PC,
Road Roof Tar: 1.2% Chrysotile PC
White Roof: ND, Tar: ND, Black
082 Middle of West Wall Flashing: 8.4% Chrysotile PC,
Tar: 1.3% Chrysotile PC
. Roof: 9.4% Chrysotile PC, Tar:
083 At Skylight 1.1% Chrysotile PC, Tar: ND
6016-6018
. Montgomery Roof: 8.8% Chrysotile PC, Tar:
2 | %% | BlackRoof Faictilg ST OEter Road Roof: On |  0.75% Chrysotile PC, Tar: ND
Rl ERed Roof: 9.1% Ch tile PC, T
' . oof: 9.1% Chrysotile PC, Tar:
0o NigdEor=tade 0.75% Chrysotile PC, Tar: ND
086 West Side 6016-6018 ND
8 Exterior White Montgomery
Caulking Road Seams on
087 Center Skylight ND
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Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
088 East Side ND
089 Northwest Corner of Caulk: ND, Mastic: 0.5%
Chimney cldo Chrysotile PC
Montgomery
29 090 Exterior Grey Caulking | Northwest Corner of | Road — Seams Caulk: ND, Mastic: 1.3%
with Black Tar/Mastic Chimney Around Chrysotile PC
Northwest
091 Northwest Corner of Chimney Caulk: ND, Mastic: 1.1%
Chimney Chrysotile PC
092 Center of North Roof: ND, Mastic: 2.1% Chrysotile
Side of Roof PC
6016-6018
30 093 White Roof Patching Center of North Montgomery Roof: ND, Mastic: Trace
with Black Mastic Side of Roof Road North Chrysotile PC
Center of Roof
094 Center of North Roof: ND, Mastic: Trace
Side of Roof Chrysotile PC
095 Southwest Corner ND
of Roof
6016-6018
31 096 White Caulking Southwest Comer | o taomery ND
of Roof
Road on Gutters
097 Southwest Corner ND
of Roof
098 Genter of Norih Roof: ND, Mastic: ND
Side
BUEEECERDM Center of North Mone'stolﬁ*le
32 | 099 | Roofing with Brown ey Roof: ND
: Roof Road Lower
Mastic
Roof
100 Centerof:Souih Roof: ND, Mastic: ND
Roof
" Grey Caulk: ND, Tan Caulk: Trace
101 Southeast Window Chrysotile PC
Exterior Grey and Tan . eais-aala Grey Caulk: ND, Tan Caulk: 4.6%
33 102 Window Cailkin Northeast Window Montgomery Chrvsotile PC
g Road Windows y
2™ Floor East Patio )
103 Window Grey: ND
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Tlerracon

Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
104 Northwest Corner Roof: ND, Roof: ND, Tectum: ND
Roof Material: ND, Roof Material:
105 Asphalt Roof with Northeast Corner 6024 ND.’ RoofoMatenaI: N.D’ Boof .
34 Tectum Gypsum Montgomery Material: 25% Chrysotlle, Tectum:
Board Road — Roof ND
Roof Material: ND, Tar: 10%
Chrysotile, Roof Material: 30%
108 Centenab Eastal Chrysotile, Roof Material: 20%
Chrysotile
107 Southwest Corner ND
of Roof 6024
Montgomery
35 | 108 Grey Caulking Boutinvest Comer Road — ND
of Roof
Southwest
Corner Chimney
109 Southwest Corner ND
of Roof
Southwest Corner =
110 of Roof Flashing: ND
6024
36 111 Asphalt Flashing i Montgomery Flashing: ND
Roof
Road — Roof
112 Northwest Corner of Flashing: ND
Roof
113 Southwest Corner ND
of Roof 6024
- - Montgomery
37 114 White Tape with Black | Northwest Corner of REad _Varics ND
Tar Roof ;
Locations on
Parapet Wall
115 Northeast Corner of ND
Roof
116 Northeast Corner ND
6024
Montgomery
38 117 White Caulking North Middle Wall Road — On ND
Northeast
Parapet Wall
118 North Middle Wall ND

Responsive m Resourceful m Reliable




Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037
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Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
119 Base of Vent Pipe ND
6024
Montgomery
39 120 Black Caulking Base of Vent Pipe Road — Base of ND
Vent Pipe on
Roof
121 Base of Vent Pipe ND
122 Northeast Corner ND
6024
Montgomery
40 123 Black Caulking Northeast Corner Road - ND
Northeast
Parapet Wall
124 Northeast Corner ND
125 Southeast Corner Tar: ND, Roof: ND
6024
Asphalt Roof with Montgomery . :
41 126 Black Tar Paper Southwest Corner Road — South Tar: ND, Roof: ND
Lower Roof
127 Northeast Corner Tar: ND, Roof: ND
128 East Side ND
6024
. . Montgomery
42 129 Asphalt Flashing Middle of Roof Read— South ND
Lower Roof
130 West Side ND
131 East Side ND
6024
White Flashing . Montgomery
43 132 Caulking Middle of Roof s S6ith ND
Lower Roof
133 West Side ND
: . 2" Floor — South
44 | 134 EXte"°é$i?nW'”d°w Wall - Southwest Monioi:;e ND
g Window ey
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Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
2" Floor — South | Road - 2" Floor
135 Wall — Southeast South Windows 10% Chrysotile
Window
2" Floor — East
136 Wall — Southeast 8.3% Chrysotile PC
Window
nd
137 Rear 2. Floor of ND
Building
East Side Middle of
120 1st Floor hiD
East Side Near
1a8 Southeast Corner LE
White Exterior Texture Sonth Slasiof Monetocznae
45 140 Southeast Corner of 9 ry ND
on CMU Block Addition Road — Exterior
Walls of Building
141 Middle .of South ND
Side
West Side Near
142 Southwest Corner ND
143 Middle of West Side ND
Rear Entry Door of
144 6018 Montgomery Paint: ND, Concrete: ND
Road
Rear Entry Door of
145 6016 Montgomery Paint: ND, Concrete: ND
Road
146 : Southwest Corner 6016-6016 Paint: ND, Concrete: ND
46 Textured Paint on Montgomery
Concrete Walls S— Road — Exterior
147 outh side orTies Walls Paint: ND, Concrete: ND
Wall
148 Nomtysice ofiiest Paint: ND, Concrete: ND
Wall
149 Northwest Corner Paint: ND, Concrete: ND
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Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
2" Floor Door Way
150 at Rearel Bullding Paint: ND, Concrete: ND
Near Southwest
Apartment
6016 Montgomery
151 Road Rear Entry ND
Door
Exterior Grey Door SOIEMOnIcTENy N?c?r:ts-:ﬁls
47 | 152 = Road Rear Entry gomery ND
Caulking Road Rear Entry
Door Door
6018 Montgomery
153 Road Rear Entry ND
Door
154 East Window 1.7% Chrysotile PC
6024
White Exterior . . Montgomery " x
48 155 Window Caulking Middle Window Road — 2" Floor 1.2% Chrysotile PC
Front Windows
156 West Window 1.3% Chrysotile PC
157 East Window ND
6024
White Exterior = . Montgomery
2 128 Window Glazing WiddieW¥indavw Road — 2" Floor WD
Front Windows
159 West Window ND
160 East Side Roof: ND, Tar: ND: Glue: ND
White Roofing with Monezocz;rte
50 161 Yellow Glue and Black Middle of Roof g Y Roof: ND, Tar: ND: Glue: ND
Tar Road - Front
Awning Roof
162 West Side Roof: ND, Tar: ND: Glue: ND
163 East Side 6024 ND
: : Montgomery
51 Grey Exterior Caulking Road — On Front
164 Middle Awning ND
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Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
165 West Side ND
166 East Side 1.8% Chrysotile PC
6024
: ’ Montgomery
5z | 1er | GENEXenoriindow West Side Road — 1%t Floor 1.6% Chrysotile PC
Caulking
Northeast
Window
168 West Side 1.6% Chrysotile PC
169 East Side of Door 4.4% Chrysotile PC
6024
Exterior Grey Door y Montgomery i ;
53 170 P West Side of Door Road— Fiont 4.2% Chrysotile PC
Door
171 West Side of Door 3.9% Chrysotile PC
172 East Side ND
6024
. . Montgomery
54 | 173 | Black EC’:‘te':lz:‘W'“dW West Side Road — ND
Ay Northwest Front
Store Window
174 West Side ND
175 Above East Window 6018 ND
Montgomery
g5 | q7e. | 'CreNEMenorWIndoW | e Forwingey| RoadTop ND
Glazing Windows at the
Aiitied Front of the
ove vves Store
i Window HD
East Side of i ;
178 S— 6018 3.4% Chrysotile PC
Montgomery
56 179 Grey ExterlorWIndow East Side Near Boad Main ND
Caulking Doorway Windows at the
- Front of the
180 West Side of Store ND
Windows
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HA# | SEQ. # Description
Window Above
181 Entry to 6018 4.2% Chrysotile PC
Montgomery Road 2 Floor
. . Window Above Windows of
57 | ggp, | CEREXSUSIWIRNON | ol enis 6016-6018 4.4% Chrysotile PC
Caulking
Montgomery Road Montgomery
Window Above Road
183 Entry to 6018 4.1% Chrysotile PC
Montgomery Road
184 East Side of Door ND
At Entry to 6016-
. 6018
58 185 oy g Xtiﬁor i West Side of Door Montgomery ND
g Road 2" Floor
Apartments
186 West Side of Door ND
187 East Side ND
6016
Grey Exterior Window . Montgomery
59 188 Caulking West Side Road Front Store ND
Window
189 West Side ND
6016 Montgomery Road 15t Floor — Former Gregory Forrest Lester, Inc. Office Space
- Vinyl Sheet Flooring: ND, Paper
A0 Micdezofirea Backer: ND, Mastic: ND
12x12” Black Vinyl
Sheet Floor Tile with : Vinyl Sheet Flooring: ND, Paper
60 L White Squall and Eastiide Loty Backer: ND, Mastic: ND
Yellow Mastic S —
: inyl Sheet Flooring: ND, Paper
192 WiEstde Backer: ND, Mastic: ND
Southeast Corner of
193 licibliy ND
2'x2’ Small Fissure South Middle of
- aae Ceiling Tile Lobby | i
Along North Wall in
195 the Middle ND
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Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
196 Middle of Room ND
62 197 Unfinished Gypsum North End of Room Above tCellmgs ND
Board on 1% Floor
198 South End of Room ND
Lobby Area on ) . )
199 West Wall Drywall: ND, Joint Compound: ND
Drywall System:
. Lobby Area on : . ]
63 200 Drywall and Joint South Bulk Head Lobby Drywall: ND, Joint Compound: ND
Compound
Lobby Area in the ; ; :
201 Middle of East Wall Drywall: ND, Joint Compound: ND
West Wall Above
202 Ceiling Tile on Base Coat: ND, Finished Coat: ND
South End
203 Middle of West Wall Base Coat: ND, Finished Coat: ND
Plaster: Finished Coat | North Wall Above | Throughout First ) o _
64 204 S —— Windows Flior Base Coat: ND, Finished Coat: ND
205 Yies ol Heas Base Coat: ND, Finished Coat: ND
Basement Stairwell
West Wall Towards . - .
206 the North End Base Coat: ND, Finished Coat: ND
207 Northeast Corner ND
65 208 Yellow Carpet Mastic Nostiwes: Near Throughout Area ND
Basement Steps
Southeast Corner
2 Near Exit Door bl
210 Rock Pattern Vinyl At Entry to North Vinyl Sheet Flooring:' ND, Mastic:
Sheet Flooring with Restroom ND, Leveler: ND
66 Yellow Masti d Restroom Floors
211 it At Entry to North Vinyl Sheet Flooring: ND, Mastic:
Grey Floor Leveler Restroom ND, Leveler: ND
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Sample #

Sample Material

HA #

SEQ. #

Description

212

Sample Location

HA Location(s)

At Entry to South
Restroom

Results (% / Type of Asbestos)

Vinyl Sheet Flooring: ND, Mastic:
ND

6016-6018 Montgomery Road Basement

67

213

214

Aerocell Pipe
Insulation

215

Northwest Room in
6016 Montgomery
Road Basement

South End of South
Room in 6016
Montgomery Road
Basement

Throughout
Basement and
Hidden in Walls

South End and
Near Restroom of
6018 Montgomery

Road Basement

60% Chrysotile

60% Chrysotile

60% Chrysotile

68

216

217

218

White Hard Pipe
Fittings

Northwest Room in
6016 Montgomery
Road Basement

South End of South
Room in 6016
Montgomery Road
Basement

Throughout
Basement and
Hidden in Walls

South End and
Near Restroom of
6018 Montgomery

Road Basement

60% Chrysotile

60% Chrysotile

60% Chrysotile

69

219

220

221

Black Tar Paper

Middle of Northeast
Room of Basement
of 6016
Montgomery Road

South Room on
North Side of
Basement of 6016
Montgomery Road

Underneath Hard
Wood Floors of
6016-6018
Montgomery

Middle of Northwest
Room of Basement
of 6018
Montgomery Road

Road

ND

ND

ND

70

222

White Waterproofing

Northwest Stairwell

ND
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Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
223 Northwest Stairwell NorthiestEna ND
Northeast
224 Northeast Stairwell Stairwells ND
Doorway Between
6018 Montgomery
s Road and 6018 N
Montgomery Road
Southeast Corner of
&0 North Room 6018 ND
Plaster Finished Coat [ Doorway Between Montgomery
71
227 on Gypsum Board North and South Road Basement ND
Rooms Ceiling
228 Center of South ND
Room
Exit to Rear of
= Building he
230 Above Boiler 45% Chrysotile
6018
2 Montgomery
72 231 Gorugated Insciation Above Boiler Road — 45% Chrysotile
Board
Basement Above
Boiler
232 Above Boiler 45% Chrysotile
233 Above Boiler — Drywall: ND, Joint Compound: ND
Drywall System: Montgomery
73 234 Drywall and Joint Above Boiler Road - Drywall: ND, Joint Compound: ND
Compound Basement Near
Boiler
235 Near Exit Door Drywall: ND, Joint Compound: ND
6018 Montgomery Road 15! Floor - Former Beauty Salon
12"x12” Black White .
74 236 Checkered Floor Tile Near Rear Exit Throughout ND
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Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
237 Near Front ND
Entrance
Doorway to Large
B Middle Room e
239 Above Rear Exit ND
Door
75 | o240 | 2x4'SmallFissure | \viie ofHallway | South Room ND
Ceiling Tile
241 North End of ND
Hallway
242 e Base Coat: ND, Finished Coat: ND
Salon Area
243 West Wall of Salon Base Coat: ND, Finished Coat: ND
244 Center of Lobby Base Coat: ND, Finished Coat: ND
Plaster Ceilings: Base -
76 | 245 Coatand Finished | “cuthwestComer | Throughout 1% | g . o~ ot ND, Finished Coat: ND
of Lobby Floor Ceilings
Coat
246 HesiNya G¥iesl Base Coat: ND, Finished Coat: ND
Room
247 Seulinyest Comer Base Coat: ND, Finished Coat: ND
of West Room
248 motiiinies: Comes Base Coat: ND, Finished Coat: ND
of Salon Area
249 Center of Restroom Base Coat: ND, Finished Coat: ND
Southwest Corner : G52 ;
250 Plaster Walls: Base SFWBSERBOF t Base Coat: ND, Finished Coat: ND
. Throughout 1°
Tt Coat and Finished Floor Walls
251 Coat i Base Coat: ND, Finished Coat: ND
Restroom
252 Closet Next to Base Coat: ND, Finished Coat: ND
Restroom
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Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
253 South Rear Wall Base Coat: ND, Finished Coat: ND
254 East Lobby Wall Base Coat: ND, Finished Coat: ND
255 East Restroom Wall Base Coat: ND, Finished Coat: ND
256 Northeast Corner of ND
Salon Room
Middle of East Wall
o of Salon Room L
58 Southeast Corner of ND
Salon Room
st
78 | 259 | Textured Wall Coating | West of Rear Exit | rvoughout ND
Floor Walls
260 East of Rear Exit ND
261 East of Rear Exit ND
Middle of Salon
262 Above East Wall ND
North Wall in . . .
263 Kitchen Drywall: ND, Joint Compound: ND
Salon Room Under
264 Texture in Drywall: ND, Joint Compound: ND
Southwest Corner
Laundry Room in g - .
265 Drywall System: Soithesst Comii Drywall: ND, Joint Compound: ND
79 Drywall and Joint Theoaghout
rygom P Hall Outside Space
266 P Kitchen in Drywall: ND, Joint Compound: ND
Southwest Corner
267 Front Room on Drywall: ND, Joint C d: ND
South Middle Wall fywall: NL Jomi-ompotinc:
Front Room on . .
268 South Wall Drywall: ND, Joint Compound: ND
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Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
Northeast Corner of g : y
269 Salon Area Drywall: ND, Joint Compound: ND
Center of North
270 Wall ND
271 Center'of North ND
Side
80 272 Textured Ceiling Center of Room Salon Area ND
273 Center pf South ND
Side
Center of South
274 Wall ND
275 North End Board: ND, Mastic: ND
Blue Wood Board with : Salon Room : s
81 276 Yellow Mastic Middle Along East Wall Board: ND, Mastic: ND
277 South End Board: ND, Mastic: ND
West Room on . .
278 South Side Carpet: ND, Mastic: ND
82 | 279 Carpet Mastic Miadieofiest WestSlde of Carpet: ND, Mastic: ND
Room Space
280 herth:Enc of¥¥est Carpet: ND, Mastic: ND
Room
281 At Entry Ceramic: ND, Grout: ND, Mortar:
ND
12’x12” Green ¢ ] .
83 282 Ceramic Floor Tile, At Entry Restroom Floor Sammic: By Grauk:ND, Meitar:
ND
Mortar and Grout
283 At Entry Ceramic: ND, Grout: ND, Mortar:
ND
84 284 2'x4 Te)'(t.ured .Pattern Hallway Outside Hallway Outside ND
Ceiling Tile Restroom Restroom
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Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
285 Hallway Outside ND
Restroom
286 Hallway Outside ND
Restroom
287 Neithisast Coriier Ceramic: ND, (.;r;ut: ND, Mortar:
Multi-Sized Green : . .
85 288 Ceramic Floor Tile East of Entry Door ALO:)tby tot CexmmiziD; ?\lrgut. i, Ml
with Mortar and Grout partments
289 st SEERIy Deor Ceramic: ND, (;rgut: ND, Mortar:
290 Southwest Corner Ceramic: ND, C;rgut: ND, Mortar:
47x4” Green Ceramic - . .
86 | 291 | Wall Tile with Mortar | Northwest Corner tnhta SELas enaniey s
Apartments ND
and Grout
292 Nofheast Comner Ceramic: ND, Grout: ND, Mortar:
ND
6016-6018 Montgomery Road — 2™ Floor Residential Apartments
293 ghEks: Floor Yellow Mastic: ND
Landing
Yellow and Brown At First Landing i a.n d Yellow Mastic: ND, Carpet: ND,
87 294 ; Steps Outside :
Carpet Mastic Between Floors Brown Mastic: ND
Apartments
295 At Top of Steps on Yellow Mastic: ND, Carpet: ND,
the North Side Brown Mastic: ND
Northeast
296 Apartment - Base Coat: ND, Finished Coat: ND
Northeast Corner of ’ ’ ’
Plaster Ceilings: Base Living Room Throuahout
88 Coat and Finished Northeast 9
297 Coat Apartment — Above Apartments Finished Coat: ND
Doorway to Kitchen
298 Hofibalvay - Base Coat: ND, Finished Coat: ND
Northeast Corner
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Sample #

HA# | SEQ. #

299

300

301

302

Sample Material
Description

Sample Location

Northwest
Apartment — Above
Entry

Northwest
Apartment — At
Entry to Bedroom

Southeast
Apartment —
Northeast Corner of
Kitchen

Southeast
Apartment —
Southwest Corner
of Living Room

HA Location(s)

Results (% / Type of Asbestos)

Base Coat: ND, Finished Coat:

ND

Base Coat: ND, Finished Coat:

ND

Base Coat: ND, Finished Coat:

ND

Base Coat: ND, Finished Coat:

ND

303

304

305

306
89

307

308

309

Plaster Walls: Base
Coat and Finish Coat

Northeast
Apartment —
Southwest Corner
of Living Room

Northeast
Apartment — Above
Kitchen Doorway

North Hallway —
Northeast Corner

Northwest
Apartment — At
Entry

Northwest
Apartment —
Northwest Corner of
Bedroom

Southeast
Apartment — North
Wall of Bedroom

Southeast
Apartment —
Southwest Corner
of Living Room

Throughout
Apartments

Base Coat: ND, Finished Coat:

ND

Finished Coat: ND

Base Coat: ND, Finished Coat:

ND

Base Coat: ND, Finished Coat:

ND

Base Coat: ND, Finished Coat:

ND

Base Coat: ND, Finished Coat:

ND

Base Coat: ND, Finished Coat:

ND

310
90

311

Textured Ceilings

Northwest Corner of
Dining Room in
Northwest
Apartment

Northeast corner of
Bedroom in

Throughout
Apartments

ND

ND
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Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
Northwest
Apartment
North End of Living
312 Room in Southwest ND
Apartment
Middle of Southeast
313 Apartment ND
Restroom
Southeast Corner of
Dining Room in
i Northeast L
Apartment
Southwest Corner
of Living Room of
2 Northeast L
Apartments
Northeast Corner of
Dining Room of
e Northeast e
Apartment
North of Entry to
317 Northeast ND
Apartment
91 Wayne's Coatin South Ena o iy VysHisiof
318 Y/ Jd Hallway on East Apartments ND
Wall
319 At Landing on West ND
Wall
320 At Entry to Kitchen Floor Tile: ND, I\'fllgstlc: ND, Paper:
12"x12” Peel and Stick Northeast
92 301 Green Floor Tlle with At Entry to Pantry Apartment Floor Tile: ND, Mastic: ND, Paper:
Yellow Mastic and . ND
Kitchen
Brown Felt Paper - -
322 At Entry to Panty Floor Tile: ND, I\'\/ll;stlc. ND, Paper:
323 Bize rtr:mlﬁaﬁea;;st oF Northeast Ceramic: ND, Grout: ND, Mastic:
4’x4” White Ceramic P Ent Apartment and ND
93 Wall Tile with Brown No rther:;st Northwest
Mastic and Grout Apartment Ceramic: ND, Grout: ND, Mastic:
324 Apartment — : .
Kitchen 6.9% Chrysotile PC
Northwest Corner
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Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
Y Ceramic: ND, Grout: ND, Mastic:
923 Fpanment= 7.7% Chrysotile PC
Southwest Corner gl
Northeadt Fiber Glass Reinforced Plastic: ND,
326 Apartment — East of e )
. Mastic: ND, Plaster: ND
; Entry to Kitchen :
Faux Ceramic Wall Northeast Backsplash in
Tile Fiber Glass Northeast Fiber Glass Reinforced Plastic: ND,
94 327 : X Apartment — East of :
Reinforced Plastic . Apartment Mastic: ND, Plaster: ND
. . Entry to Kitchen .
with Yellow Mastic Norheast Kitchen
ke Fiber Glass Reinforced Plastic: ND,
328 Apartment — East of - .
- Mastic: ND, Plaster: ND
Entry to Kitchen
329 At Entry to Pantry Vinyl Sheet Flo'\c;gng: ND, Paper:
Yellow Vinyl Sheet Pantry of . . ]
95 330 Flooring with Black At Entry to Pantry Northeast Wi SheeFioarnd; NB; kaper
ND
Tar Paper Apartment
331 At Entry to Pantry Vinyl Sheet Flo'\c;gng: ND, Paper:
Middle of Northeast
332 Apartment Floor Tile: ND, Mastic: ND
Restroom Northeast and
12°x12” Grev Floor Middle of Southeast Southeast
96 333 S Y ; Apartment Apartments Floor Tile: ND, Mastic: ND
Tile with Yellow Mastic
Restroom Restroom Floors
Middle of Southeast | Under Floor Tile
334 Apartment Floor Tile: ND, Mastic: ND
Restroom
335 M'ddf caafrt?;):rt‘:\east Ceramic: ND, Grout: ND, Mortar:
P Northeast and ND, Mastic: ND
Restroom
1”x1: Hexagon Middle of Northeast Boutheast
: g Apartments Ceramic: ND, Grout: ND, Mortar:
97 336 Shaped Ceramic Floor Apartment .
. Restroom Floors ND, Mastic: ND
Tile, Mortar and Grout Restroom Under Eloor Tile
Middle of Northeast (HA 96) Ceramic: ND, Grout: ND, Mortar:
337 Apartment .
ND, Mastic: ND
Restroom
Southeast
338 Apartment in Northeast and Ceramic: ND
98 3"x6” White Ceramic Southwest Corner Southeast
Wall Tile and Grout Northeast Apartment
339 Apartment — East of Restrooms Ceramic: ND, Grout: ND
Sink
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6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
Northeast
340 Apartment — East of Ceramic: ND, Grout: ND
Sink
Northeast
Apartment — South
a4l Room in Middle of L
South Wall
Northwest
99 342 Yellow Mastic Behind Apartment - Throughout ND
Wood Panels Northwest Room in Apartments
Middle of West Wall
Southeast
Apartment in
43 Bedroom — Middle il
of North Wall
344 Northeast Corner Floor Tile: ND, Mastic: ND
il
100 345 : P i ) Southwest Corner Apartment Floor Tile: ND, Mastic: ND
Stick Floor Tile with .
. Kitchen Floor
Yellow Mastic
346 Southeast Corner Floor Tile: ND, Mastic: ND
347 West Side of Sink ND
Around Sink in
101 348 White Caulking West Side of Sink Northwest ND
Apartment
349 East Side of Sink ND
350 At Doorway Ceramic: ND, Mortar: ND, Grout:
ND
White Multi-Sized Northwest
102 351 Floor Tile with Mortar At Doorway Apartment Ceramic: ND, Grout: ND
and Grout Restroom
359 Middle of North Ceramic: ND, Mortar: ND, Grout:
Wall ND
. Ceramic: ND, Mastic: ND, Grout:
353 47x4” Ceramic Wall Above Sink Northwest ND
103 Tile with Mortar and Apartment
354 Grout ALGVE Sk Restroom Ceramic: ND, h'/\ll%stlc: ND, Grout:

Responsive m Resourceful m Reliable




Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
355 Above Sink Ceramic: ND, Mastic: ND
356 e ExiC Boogof Floor Tile: ND, Mastic: ND
Kitchen
Kitchen and
12"x12” Beige Peel ..
104 357 and Stick Floor Tile NearEntnplo Dining Room of Floor Tile: ND, Mastic: ND
) ) Bedroom Southeast
with Yellow Mastic
Near Entry to Apartment
358 Dining Room From Floor Tile: ND, Mastic: ND
Living Room
359 Southwest Corner ND
s .. . Living Room of
105 360 2'x4 Textu.red Ceiling Mlddle'of North Southeast ND
Tile Side
Apartment
361 Southeast Corner ND
362 Northeast Corner ND
n—_— . Kitchen of
106 363 2t S.".‘a" F!ssure Southeast Corner Southeast ND
Ceiling Tile
Apartment
364 Southwest Corner ND
365 In Attic Closet Flooring: ND, Mastic: ND
Southwest
Tan Vinyl Sheet Apartment
107 366 Flooring with Yellow In Attic Closet Kitchen Floor Flooring: ND, Mastic: ND
Mastic and Hallway
Entry Attic Closet
367 In Attic Closet Flooring: ND, Mastic: ND
368 At Attic Hatch ND
108 369 Brown Insulation At Attic Hatch Attic ND
370 At Attic Hatch ND

Responsive m Resourceful m Reliable




Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # ;
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
371 At Attic Hatch ND
372 At Attic Hatch ND
373 At Attic Hatch ND
374 At Attic Hatch ND
6024 Montgomery Road — Interior
375 Boimestsiciof Base Coat: ND, Finished Coat: ND
West Wall
Plaster Walls: Base
109 376 Coat and Finished Northeast Corner 1st Floor Base Coat: ND, Finished Coat: ND
Coat
377 Near Entry to South Base Coat: ND, Finished Coat: ND
Stairwell
Near Northeast i : §
378 Eniry Door Drywall: ND, Joint Compound: ND
Drywall System: -
. Northeast Side of North End of 1st ] . )
110 379 Drywall and Joint Store Window Floor Drywall: ND, Joint Compound: ND
Compound
Northeast Side of . . .
380 Space Drywall: ND, Joint Compound: ND
381 Northwest Corner Cove Base: ND, Mastic: ND
#1 | gsp | £ SownCoveBase | Nearhorheas! 1t Floor Cove Base: ND, Mastic: ND
with Brown Mastic Entry
383 hEsr REstraom Cove Base: ND, Mastic: ND
Entry
384 BRHESIECRNESE > Cove Base: ND, Mastic: ND
. Wall Various
4" Brown Cove Base : "
112 : g Locations on 1°
with Brown Mastic
385 Northwest Corner Floor Cove Base: ND, Mastic: ND

Responsive m Resourceful m Reliable




Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
386 Northeast Corner Cove Base: ND, Mastic: ND
387 South Exit Door ND
st
113 | 388 White Mastic South Exit Door | BackDooron ND
Floor
389 South Exit Door ND
390 North Center of ND
Room
114 391 PrapeL: Benestl Center of Room 1t Floor Ceiling ND
Concrete Slab
392 South Center of ND
Room
393 Top of North Steps Black Mastic: ND, Floor Leveler: ND
Black Floor Mastic Noithasst Cornar of Office Area on
115 394 and White Floor ; 2" Floor and 2™ | Black Mastic: ND, Floor Leveler: ND
Office Area
Leveler Floor Hallway
395 Hofigest Sorncron Black Mastic: ND, Floor Leveler: ND
Office Area
396 Middle of West Wall Mastic: ND, Panel: ND
: : 2" Floor
116 | a3gy | BrownMasticBehind |\ o fWestwall [ Restroom on Mastic: ND, Panel: ND
Black Panels
West Wall
398 Middle of West Wall Mastic: ND, Panel: ND
399 Southeast Cormer Base Coat: ND, Finished Coat: ND,
Textured: ND
Plaster Ceilings: Base nd - ) - )
117 | 400 Coatand Finished | Northeast Comer | 2. | 10or Ceilings | Base Coat: ND, Finished Coat: ND,
in Office Area Textured: ND
Coat
Base Coat: ND, Finished Coat: ND,
401 Northwest Corner Textured: ND

Responsive m Resourceful m Reliable




Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
402 Soiiirwest Comat Base Coat: ND, Finished Coat: ND,
Textured: ND
403 Center of Room Base Coat: ND, Finished Coat: ND
404 Saulinyest Cormer Base Coat: ND, Finished Coat: ND
of Office
405 noutheast:Cornero) Base Coat: ND, Finished Coat: ND
Office
Plaster Walls: Base Hallway Outside
118 406 Coat and Finished Restroom on East 2M Floor Walls Base Coat: ND, Finished Coat: ND
Coat Wall
407 i Base Coat: ND, Finished Coat: ND
Stairwell
408 Northwest Corner of Base Coat: ND, Finished Coat: ND
South Room
409 Northeast Corner ND
nd
119 410 4” Black Cove Base Northwest Corner 2 F|K:)era0fﬁce ND
411 Southwest Corner ND
412 West Side Drywall: ND, Joint Compound: ND
nd
Drywall System: Z '2?:; afﬁce
120 413 Drywall and Joint West Side Drywall: ND, Joint Compound: ND
Northwest
Compound
Corner
414 East Side Drywall: ND, Joint Compound: ND
415 Northvia/allin Texture: ND, Finished Coat: ND
Center
nd
121 416 White Textured Wall Southwest Corner 2 FI::aOfﬂce Texture: ND, Finished Coat: ND
417 East Wall of Office Texture: ND, Finished Coat: ND

Responsive m Resourceful m Reliable




Asbestos Survey
6010, 6016-6018, & 6024 Montgomery Rd. m Cincinnati, OH
March 15, 2019 m Terracon Project No. N1197037

Tlerracon

Sample # i
P Sample M a-tenal Sample Location HA Location(s) Results (% / Type of Asbestos)
HA# | SEQ. # Description
Floor Tile: 2.8% Chrysotile PC,
414 ALEDiy Mastic: ND
Black Floor Tile with 2" Floor Floor Tile: 2.5% Chrysotile PC,
s e Black Mastic AEERY Northwest Closet Mastic: ND
Floor Tile: 2.5% Chrysotile PC,
420 At Entry Mastic: ND
421 Southeast Corner ND
. . nd
123 | a2 | CreylinteriorWindow | o i east Comner <" Floor ND
Glazing Windows
423 Southwest Corner ND
424 South Door ND
nd
124 | 425 Fire Doors North Door 2" Floor ND
Stairwell Doors
426 North Door ND
6016-6018 Montgomery Road — 2™ Floor Residential Apartments
427 Northeast Corner ND
Brown Mastic Kitchen Ceiling
125 428 Underneath Metal Southeast Corner of Southeast ND
Ceiling Panels Apartment
429 Northwest Corner ND

Responsive m Resourceful m Reliable




Asbestos Survey
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APPENDIX C

ASBESTOS ANALYTICAL LABORATORY DATA
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1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728419
Client No.: 1-001

Percent Asbestos:

PC Trace Chrysotile

Analyst Observation: Lt Tan Floor Tile
Client Description: 12"x12" Beige Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Sample/Layers analyzed by Ellen Smith, 3/08/19.

Lab No.: 6728419(L2)
Client No.: 1-001

Percent Asbestos:

PC 5.1 Chrysotile

Analyst Observation: Black Mastic
Client Description: 12"x12" Beige Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Main Sales Area At Entry Door
On N. Wall; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: Main Sales Area At Entry Door
On N. Wall; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

94.9

Lab No.: 6728420
Client No.: 1-002

Percent Asbestos:
PC Trace Chrysotile

Lab No.: 6728420(L2)
Client No.: 1-002

Percent Asbestos:

PC 5.7 Chrysotile

Analyst Observation: Tan Floor Tile
Client Description: 12"x12" Beige Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Black Mastic
Client Description: 12"x12" Beige Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Main Sales Area In Middle Rm;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: Main Sales Area In Middle Rm;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

94.3

Lab No.: 6728421
Client No.: 1-003

Percent Asbestos:

PC 0.5 Chrysotile

Analyst Observation: Tan Floor Tile
Client Description: 12"x12" Beige Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: At Shower Rm Entry; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

99.5

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/06/2019
[ i g
Signature: o \,ﬂs»:ﬂ-ﬁc\_, ‘C@ ,/(,f/\
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 1 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226
Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728421(L2)
Client No.: 1-003

Percent Asbestos:

Analyst Observation: Black Mastic
Client Description: 12"x12" Beige Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:

PC 5.3 Chrysotile None Detected

Location: At Shower Rm Entry; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

94.7

Lab No.: 6728422
Client No.: 2-004

Percent Asbestos:
None Detected 30 Fibrous Glass

30 Cellulose

Analyst Observation: Tan Ceiling Tile
Client Description: 2"x4" Bird Track Ceiling Tile

Percent Non-Asbestos Fibrous Material:

Location: Main Sales Area Near Center;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

40

Lab No.: 6728423
Client No.: 2-005

Percent Asbestos:
None Detected 30 Fibrous Glass

30 Cellulose

Analyst Observation: Tan Ceiling Tile
Client Description: 2"x4" Bird Track Ceiling Tile

Percent Non-Asbestos Fibrous Material:

Location: Stock Area Along S. Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

40

Lab No.: 6728424
Client No.: 2-006

Percent Asbestos:

Analyst Observation: Tan Ceiling Tile
Client Description: 2"x4" Bird Track Ceiling Tile

Percent Non=-Asbestos Fibrous Material:

30 Fibrous Glass
30 Cellulose

None Detected

Location: Shower Rm-Above Shower; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

40

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019

i 4 7
Signature: o \,v:ﬂ-_ﬁc\_, .C@ //(/-"'(_
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 2 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728425
Client No.: 3-007

Percent Asbestos:

PC 1.4 Chrysotile

Analyst Observation: Black/Grey Caulk
Client Description: Black Interior Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NW Corner Of Sales Area; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98.6

Lab No.: 6728426
Client No.: 3-008

Percent Asbestos:
None Detected

Analyst Observation: Black Caulk
Client Description: Black Interior Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Front Interior Side Of W Doors
At Bottom; 6010 Montgomery Road=Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728427
Client No.: 3-009

Percent Asbestos:

PC 1.2 Chrysotile

Analyst Observation: Black/Grey Caulk
Client Description: Black Interior Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Front Interior Just Inside E Doors
At Top; 6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

98.8

Lab No.: 6728428
Client No.: 4-010

Percent Asbestos:
None Detected
Lab No.: 6728428(L2)

Client No.: 4-010

Percent Asbestos:

PC 1.3 Chrysotile

Analyst Observation: Tan Floor Tile
Client Description: 12"x12" Cream FI Tile Patch w/Black
Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Black Mastic
Client Description: 12"x12" Cream FI Tile Patch w/Black
Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Patch Area Of Sales Fl Towards
NE Side Of Sales Area; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: Patch Area Of Sales Fl Towards
NE Side Of Sales Area; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

98.7

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/06/2019
[ i g
Signature: o \,ﬂs»:ﬂ-ﬁc\_, ‘C@ ,/(,f/\
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 3 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728429
Client No.: 4-011

Percent Asbestos:
None Detected
Lab No.: 6728429(L2)

Client No.: 4-011

Percent Asbestos:

PC 1.1 Chrysotile

Analyst Observation: Tan Floor Tile
Client Description: 12"x12" Cream FI Tile Patch w/Black
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Mastic
Client Description: 12"x12" Cream FI Tile Patch w/Black
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Patch Area Of Sales Fl Towards
NE Side Of Sales Area; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: Patch Area Of Sales Fl Towards
NE Side Of Sales Area; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

98.9

Lab No.: 6728430
Client No.: 4-012

Percent Asbestos:
None Detected
Lab No.: 6728430(L2)

Client No.: 4-012

Percent Asbestos:

PC 1.2 Chrysotile

Analyst Observation: Tan Floor Tile
Client Description: 12"x12" Cream FI Tile Patch w/Black
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Mastic
Client Description: 12"x12" Cream FI Tile Patch w/Black
Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Patch Area Of Sales Fl Towards
NE Side Of Sales Area; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: Patch Area Of Sales Fl Towards
NE Side Of Sales Area; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

98.8

Lab No.: 6728431
Client No.: 5-013

Percent Asbestos:
None Detected

Analyst Observation: White Wallboard

Client Description: White Faux Tile Fiberglass Reinforced
Plastic Board w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above Sink; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/06/2019
[ i g
Signature: o \,ﬂs»:ﬂ-ﬁc\_, ‘C@ ,/(,f/\
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 4 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728431(L2)
Client No.: 5-013

Percent Asbestos:
None Detected

Lab No.: 6728431(L3)
Client No.: 5-013

Percent Asbestos:
None Detected

Analyst Observation: Yellow Mastic

Client Description: White Faux Tile Fiberglass Reinforced
Plastic Board w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Caulk
Client Description: White Faux Tile Fiberglass Reinforced
Plastic Board w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above Sink; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: Above Sink; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728432
Client No.: 5-014

Percent Asbestos:
None Detected

Lab No.: 6728432(L2)
Client No.: 5-014

Percent Asbestos:

None Detected

Analyst Observation: White Wallboard

Client Description: White Faux Tile Fiberglass Reinforced
Plastic Board w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Mastic
Client Description: White Faux Tile Fiberglass Reinforced
Plastic Board w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above Sink; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: Above Sink; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728433
Client No.: 5-015

Percent Asbestos:
None Detected

Lab No.: 6728433(L2)
Client No.: 5-015

Percent Asbestos:

None Detected

Analyst Observation: White Wallboard
Client Description: White Faux Tile Fiberglass Reinforced
Plastic Board w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Mastic

Client Description: White Faux Tile Fiberglass Reinforced
Plastic Board w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above Sink; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Location: Above Sink; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/06/2019
[ i g
Signature: o \,ﬂs»:ﬂ-ﬁc\_, ‘C@ ,/(,f/\
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 5 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728434
Client No.: 6-016

Percent Asbestos:
None Detected
Lab No.: 6728434(L2)

Client No.: 6-016

Percent Asbestos:
None Detected

Analyst Observation: Off-White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:
2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Exit Of Sales Area; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98

Location: Exit Of Sales Area; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728435
Client No.: 6-017

Percent Asbestos:
None Detected
Lab No.: 6728435(L2)

Client No.: 6-017

Percent Asbestos:
None Detected

Analyst Observation: Off-White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:
2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Of Cooler; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98

Location: West Of Cooler; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728436
Client No.: 6-018

Percent Asbestos:
None Detected

Analyst Observation: Off-White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Location: Above Drain In Hallway; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019

v % 7
Signature: o \,ﬂs»:ﬂ-ﬁc\_, ‘C@ ,/(,f/\
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 6 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728436(L2)
Client No.: 6-018

Percent Asbestos:
None Detected

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Above Drain In Hallway; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728437
Client No.: 6-019

Percent Asbestos:
None Detected

Lab No.: 6728437(L2)
Client No.: 6-019

Percent Asbestos:
None Detected

Analyst Observation: Off-White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:
None Detected

Location: North Of Sinks In Hallway; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Location: North Of Sinks In Hallway; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728438
Client No.: 6-020

Percent Asbestos:
None Detected
Lab No.: 6728438(L2)

Client No.: 6-020

Percent Asbestos:
None Detected

Analyst Observation: Off-White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:
2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Entry To Cashier Area; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98

Location: Entry To Cashier Area; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019

v % 7
Signature: W \,v:ﬂ-_ﬁc\_, .C@ ,/(/-"(_/\
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 7 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728439
Client No.: 6-021

Percent Asbestos:
None Detected
Lab No.: 6728439(L2)

Client No.: 6-021

Percent Asbestos:
None Detected

Analyst Observation: Off-White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NW Corner Of Restrm; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98

Location: NW Corner Of Restrm; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728440
Client No.: 6-022

Percent Asbestos:
None Detected
Lab No.: 6728440(L2)

Client No.: 6-022

Percent Asbestos:
None Detected

Analyst Observation: Off-White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner Of Shower; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98

Location: NE Corner Of Shower; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728441
Client No.: 7-023

Percent Asbestos:
None Detected

Analyst Observation: Black Cove Base
Client Description: 4" Black Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: W Side Of Cooler; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/06/2019
[ i g
Signature: o \,ﬂs»:ﬂ-ﬁc\_, ‘C@ ,/(,f/\
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 8 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:  3/7/2019

Report No.: 584587 - PLM

Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728441(L2)
Client No.: 7-023

Percent Asbestos:

PC Trace Chrysotile

Analyst Observation: Brown Mastic
Client Description: 4" Black Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: W Side Of Cooler; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728442
Client No.: 7-024

Percent Asbestos:
None Detected

Lab No.: 6728442(L2)
Client No.: 7-024

Percent Asbestos:

PC Trace Chrysotile

Analyst Observation: Black Cove Base
Client Description: 4" Black Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Brown Mastic
Client Description: 4" Black Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: SW Corner Of Coolers In Sales
Area; 6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner Of Coolers In Sales
Area; 6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728443
Client No.: 7-025

Percent Asbestos:
None Detected
Lab No.: 6728443(L2)

Client No.: 7-025

Percent Asbestos:

PC Trace Chrysotile

Analyst Observation: Black Cove Base
Client Description: 4" Black Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Brown Mastic
Client Description: 4" Black Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Inside Cooler Entry; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Location: Inside Cooler Entry; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/06/2019

11

Signature: g i \—'vlﬂ:ﬁc\_, C@ //(/.--(_,\

Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 9 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




1ATL

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728443(L3) Analyst Observation: Yellow Caulk Location: Inside Cooler Entry; 6010

Client No.: 7-025 Client Description: 4" Black Cove Base w/Brown Mastic Montgomery Road-Former Convenience
Store
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728444
Client No.: 8-026

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Interior Door Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: W Side Of Doorway; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728445
Client No.: 8-027

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Interior Door Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: W Side Of Doorway; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728446
Client No.: 8-028

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Interior Door Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: E Side Of Doorway; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728447
Client No.: 9-029

Percent Asbestos:
None Detected

Analyst Observation: White Cove Base

Client Description: 4" White Cove Base w/Yellow Mastic

Percent Non=-Asbestos Fibrous Material:
None Detected

Location: At Doorway; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g

Date Analyzed: 03/06/2019 e é:"#
R % /‘ / 7 Frank E. Ehrenfeld, 111

Signature: W vvl*-ﬁcx_, (oo ,/‘"'(—f\ Laboratory Director

Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12 Page 10 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Report Date:  3/7/2019
Report No.: 584587 - PLM
Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728447(L2)
Client No.: 9-029

Percent Asbestos:
None Detected

Analyst Observation: Yellow Mastic
Client Description: 4" White Cove Base w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: At Doorway; 6010 Montgomery
Road-Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728448
Client No.: 9-030

Percent Asbestos:
None Detected

Lab No.: 6728448(L2)
Client No.: 9-030

Percent Asbestos:
None Detected

Analyst Observation: White Cove Base
Client Description: 4" White Cove Base w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Mastic
Client Description: 4" White Cove Base w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728449
Client No.: 9-031

Percent Asbestos:

None Detected

Lab No.: 6728449(L2)
Client No.: 9-031

Percent Asbestos:
None Detected

Analyst Observation: White Cove Base
Client Description: 4" White Cove Base w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Mastic
Client Description: 4" White Cove Base w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Location: NE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/06/2019
v h 3 7
Signature: W \,v:ﬂ-_ﬁc\_, .C@ ,/(/-"(_/\
Analyst: Kristen Goedde

Dated : 3/8/2019 3:58:12

Page 11 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Report Date:  3/7/2019
Report No.: 584587 - PLM
Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728450
Client No.: 10-032

Percent Asbestos:
None Detected

Lab No.: 6728450(L2)
Client No.: 10-032

Percent Asbestos:
None Detected

Analyst Observation: Grey Vinyl Sheet Flooring
Client Description: Grey Vinyl Sheet Floor Tile w/Cream
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Mastic
Client Description: Grey Vinyl Sheet Floor Tile w/Cream
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Entry Of Restrm; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Location: Entry Of Restrm; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728451
Client No.: 10-033

Percent Asbestos:
None Detected

Lab No.: 6728451(L2)
Client No.: 10-033

Percent Asbestos:
None Detected

Analyst Observation: Grey Vinyl Sheet Flooring

Client Description: Grey Vinyl Sheet Floor Tile w/Cream
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Mastic

Client Description: Grey Vinyl Sheet Floor Tile w/Cream
Mastic

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

98

Lab No.: 6728452
Client No.: 10-034

Percent Asbestos:

None Detected

Analyst Observation: Grey Vinyl Sheet Flooring

Client Description: Grey Vinyl Sheet Floor Tile w/Cream
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/06/2019
S . . R -
Signature: ‘ <
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:12

Page 12 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728452(L2) Analyst Observation: Clear Mastic Location: SW Corner; 6010 Montgomery

Client No.: 10-034

Percent Asbestos:
None Detected

Client Description: Grey Vinyl Sheet Floor Tile w/Cream
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Road-Former Convenience Store
Facility:
Percent Non-Fibrous Material:

100

Lab No.: 6728453
Client No.: 11-035

Percent Asbestos:
None Detected

Analyst Observation: Yellow Caulk
Client Description: Yellow Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of Shower; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728454
Client No.: 11-036

Percent Asbestos:
None Detected

Analyst Observation: Yellow Caulk
Client Description: Yellow Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of Shower; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728455
Client No.: 11-037

Percent Asbestos:
None Detected

Analyst Observation: Yellow Caulk
Client Description: Yellow Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of Shower; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728456
Client No.: 12-038

Percent Asbestos:
None Detected

Analyst Observation: White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

3 Cellulose
2 Fibrous Glass

Location: SE Corner-Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

95

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/06/2019 —
sty - - Frank E. Ehrenfeld, 111
Signature: S - e Laboratory Director
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:12 Page 13 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728456(L2)
Client No.: 12-038

Percent Asbestos:
None Detected

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SE Corner-Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728457
Client No.: 12-039

Percent Asbestos:
None Detected

Lab No.: 6728457(L2)
Client No.: 12-039

Percent Asbestos:
None Detected

Analyst Observation: White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

4 Cellulose
1 Fibrous Glass

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Middle Of S Wall On Ceiling;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

95

Location: Middle Of S Wall On Ceiling;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728458
Client No.: 12-040

Percent Asbestos:
None Detected

Lab No.: 6728458(L2)
Client No.: 12-040

Percent Asbestos:
None Detected

Analyst Observation: White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non=-Asbestos Fibrous Material:

4 Cellulose
1 Fibrous Glass

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner-Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

95

Location: SW Corner-Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019

g . s
Signature: %
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:12

Page 14 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728459
Client No.: 13-041

Analyst Observation: Blue Carpet
Client Description: Yellow Carpet Mastic

Location: S Side; 6010 Montgomery Road-
Former Convenience Store

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 95 Synthetic 5

Lab No.: 6728459(L2)
Client No.: 13-041

Percent Asbestos:
None Detected

Analyst Observation: Off-White Mastic
Client Description: Yellow Carpet Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: S Side; 6010 Montgomery Road-
Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728460
Client No.: 13-042

Analyst Observation: Blue Carpet
Client Description: Yellow Carpet Mastic

Location: At Entry; 6010 Montgomery
Road-Former Convenience Store

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 97 Synthetic 3

Lab No.: 6728460(L2)
Client No.: 13-042

Analyst Observation: Tan Mastic
Client Description: Yellow Carpet Mastic

Location: At Entry; 6010 Montgomery
Road-Former Convenience Store

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728461
Client No.: 13-043

Analyst Observation: Blue Carpet
Client Description: Yellow Carpet Mastic

Location: N Side; 6010 Montgomery Road-
Former Convenience Store

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 97 Synthetic 3

Lab No.: 6728461(L2)
Client No.: 13-043

Analyst Observation: Tan Mastic
Client Description: Yellow Carpet Mastic

Location: N Side; 6010 Montgomery Road-
Former Convenience Store

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/06/2019 —
sty - - Frank E. Ehrenfeld, 111
Signature: - e Laboratory Director
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:13

Page 15 of 153



\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728462 Analyst Observation: Gold Vermiculite Location: SW Corner Of Hallway; 6010
Client No.: 14-044 Client Description: Vermiculite Montgomery Road-Former Convenience
Store
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC Trace Actinolite None Detected 100

This sample contains vermiculite mineral and may be a candidate for additional analytical procedures. Please see the sections following your report titled
Recommendations for Vermiculite Analysis.

Lab No.: 6728462(L2) Analyst Observation: Grey Cementitious Location: SW Corner Of Hallway; 6010
Client No.: 14-044 Client Description: Vermiculite Montgomery Road-Former Convenience
Store
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728463 Analyst Observation: Gold Vermiculite Location: NW Corner Of Hallway; 6010
Client No.: 14-045 Client Description: Vermiculite Montgomery Road-Former Convenience
Store
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC Trace Actinolite None Detected 100

This sample contains vermiculite mineral and may be a candidate for additional analytical procedures, Please see the sections following your report titled
Recommendations for Vermiculite Analysis.

Lab No.: 6728463(L2) Analyst Observation: Grey Cementitious Location: NW Corner Of Hallway; 6010
Client No.: 14-045 Client Description: Vermiculite Montgomery Road-Former Convenience
Store
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/06/2019

. T‘}}:_'kﬁavm :;.:(:(VL,‘)..?_ Frank E. Ehre.nfeld, 11
Signature: < Laboratory Director
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13 Page 16 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Report Date:  3/7/2019

Report No.: 584587 - PLM

Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728464
Client No.: 14-046

Percent Asbestos:
PC Trace Actinolite

Analyst Observation: Gold Vermiculite
Client Description: Vermiculite

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Middle Of E Wall In Sales Area;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

This sample contains vermiculite mineral and may be a candidate for additional analytical procedures. Please see the sections following your report titled
Recommendations for Vermiculite Analysis.

Lab No.: 6728464(L2)
Client No.: 14-046

Percent Asbestos:
None Detected

Analyst Observation: Grey Cementitious
Client Description: Vermiculite

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Middle Of E Wall In Sales Area;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728465
Client No.: 15-047

Percent Asbestos:
None Detected

Lab No.: 6728465(L2)
Client No.: 15-047

Percent Asbestos:
None Detected

Analyst Observation: White Floor Tile
Client Description: 12"x12" White Floor Tile w/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Yellow Mastic
Client Description: 12"x12" White Floor Tile w/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: At Entry From Sales Area
Hallway; 6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: At Entry From Sales Area
Hallway; 6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728466
Client No.: 15-048

Percent Asbestos:

Analyst Observation: White Floor Tile

Client Description: 12"x12" White Floor Tile w/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

Location: NE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

None Detected None Detected 100
Please refer to the Appendix of this report for further information regarding your analysis.
Date Received: 2/28/2019 Approved By: g 2 = Lo
DiSAmnZed S Sl Frank E. Ehrenfeld, 111

: ﬁ;kﬁam v r . e.n eld,
Signature: S Laboratory Director
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728466(L2)
Client No.: 15-048

Percent Asbestos:
None Detected

Analyst Observation: Yellow Mastic

Client Description: 12"x12" White Floor Tile w/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728467
Client No.: 15-049

Percent Asbestos:
None Detected

Lab No.: 6728467(L2)
Client No.: 15-049

Percent Asbestos:
None Detected

Lab No.: 6728467(L3)
Client No.: 15-049

Percent Asbestos:

None Detected

Analyst Observation: White Floor Tile
Client Description: 12"x12" White Floor Tile w/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Mastic

Client Description: 12"x12" White Floor Tile w/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Cementitious
Client Description: 12"x12" White Floor Tile w/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728468
Client No.: 16-050

Percent Asbestos:

PC 1.1 Chrysotile

Analyst Observation: Black Caulk
Client Description: Exterior Black Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side Of Window; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98.9

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019
‘-',‘3:—' LA TINAA, '}':{x““u-)"?-
Signature: kﬁ fat
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13
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Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728469
Client No.: 16-051

Percent Asbestos:

PC 1.1 Chrysotile

Analyst Observation: Black Caulk
Client Description: Exterior Black Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Center Above Window; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98.9

Lab No.: 6728470
Client No.: 16-052

Percent Asbestos:
PC 1.2 Chrysotile

Lab No.: 6728470(L2)
Client No.: 16-052

Percent Asbestos:
None Detected

Analyst Observation: Black Caulk
Client Description: Exterior Black Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Dk Brown Caulk
Client Description: Exterior Black Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: East Side Of Window; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

98.8

Location: East Side Of Window; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728471
Client No.: 17-053

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Exterior Grey Expansion Wall Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NE Corner Of Bldg; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728472
Client No.: 17-054

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Exterior Grey Expansion Wall Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner Of Bldg; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/06/2019
‘-',‘3:—' A TINAA, ::v:(:x“’u-)"?—
Signature: kﬁ e
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13

Page 19 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director



L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

611 Lunken Park Drive

Client: Terracon
Cincinnati
Client: TER940

OH 45226

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728473
Client No.: 17-055

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk

Client Description: Exterior Grey Expansion Wall Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of W Side Of Bldg; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728474
Client No.: 18-056

Percent Asbestos:

None Detected

Lab No.: 6728474(L2)
Client No.: 18-056

Percent Asbestos:
None Detected

Lab No.: 6728474(L3)
Client No.: 18-056

Percent Asbestos:
None Detected

Lab No.: 6728474(L4)
Client No.: 18-056

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Pulp Board

Percent Non=-Asbestos Fibrous Material:

20 Synthetic
10 Fibrous Glass

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Pulp Board

Percent Non-Asbestos Fibrous Material:

20 Cellulose

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Pulp Board

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Fiberboard
Client Description: Asphalt Roof w/Pulp Board

Percent Non=-Asbestos Fibrous Material:

80 Cellulose

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

70

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

80

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

20

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019
‘-',‘3:—' LA TINAA, '}':{x““u-)"?-
Signature: kﬁ fat
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13
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Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

611 Lunken Park Drive

Client: Terracon
Cincinnati
Client: TER940

OH 45226

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728475
Client No.: 18-057

Percent Asbestos:

None Detected

Lab No.: 6728475(L2)
Client No.: 18-057

Percent Asbestos:
None Detected

Lab No.: 6728475(L3)
Client No.: 18-057

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Pulp Board

Percent Non-Asbestos Fibrous Material:

20 Synthetic
10 Fibrous Glass

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Pulp Board

Percent Non=-Asbestos Fibrous Material:

20 Cellulose

Analyst Observation: Brown Fiberboard
Client Description: Asphalt Roof w/Pulp Board

Percent Non-Asbestos Fibrous Material:
80 Cellulose

Location: NE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

70

Location: NE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

80

Location: NE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

20

Lab No.: 6728476
Client No.: 18-058

Percent Asbestos:

None Detected

Lab No.: 6728476(L2)
Client No.: 18-058

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Pulp Board

Percent Non-Asbestos Fibrous Material:
20 Synthetic
10 Fibrous Glass

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Pulp Board

Percent Non-Asbestos Fibrous Material:
20 Cellulose

Location: SW Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non=Fibrous Material:

70

Location: SW Corner; 6010 Montgomery
Road=-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

80

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019
‘-',‘3:—' LA TINAA, '}':{x““u-)"?-
Signature: kﬁ fat
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13

Page 21 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728476(L3)
Client No.: 18-058

Percent Asbestos:
None Detected

Analyst Observation: Brown Fiberboard
Client Description: Asphalt Roof w/Pulp Board

Percent Non-Asbestos Fibrous Material:
80 Cellulose

Location: SW Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

20

Lab No.: 6728477
Client No.: 19-059

Percent Asbestos:
None Detected

Lab No.: 6728477(L2)
Client No.: 19-059

Percent Asbestos:
None Detected

Analyst Observation: Black/White Roof Material
Client Description: Black Tar And Asphalt Flashing

Percent Non-Asbestos Fibrous Material:
40 Synthetic

Analyst Observation: Black Shingle
Client Description: Black Tar And Asphalt Flashing

Percent Non-Asbestos Fibrous Material:
40 Cellulose

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

60

Location: SE Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728478
Client No.: 19-060

Percent Asbestos:

None Detected

Lab No.: 6728478(L2)
Client No.: 19-060

Percent Asbestos:
None Detected

Analyst Observation: Black/White Roof Material
Client Description: Black Tar And Asphalt Flashing

Percent Non-Asbestos Fibrous Material:
40 Synthetic

Analyst Observation: Black Shingle
Client Description: Black Tar And Asphalt Flashing

Percent Non-Asbestos Fibrous Material:
40 Cellulose

Location: SW Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

60

Location: SW Corner; 6010 Montgomery
Road-Former Convenience Store
Facility:

Percent Non-Fibrous Material:

60

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019
‘-',‘3:—' LA TINAA, '}':{x““u-)"?-
Signature: kﬁ fat
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13

Page 22 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728479
Client No.: 19-061

Percent Asbestos:
None Detected

Lab No.: 6728479(L2)
Client No.: 19-061

Percent Asbestos:
None Detected

Lab No.: 6728479(L3)
Client No.: 19-061

Percent Asbestos:
None Detected

Analyst Observation: Black/White Roof Material
Client Description: Black Tar And Asphalt Flashing

Percent Non-Asbestos Fibrous Material:

40 Synthetic

Analyst Observation: Black Roof Material
Client Description: Black Tar And Asphalt Flashing

Percent Non-Asbestos Fibrous Material:

60 Cellulose

Analyst Observation: Black Shingle
Client Description: Black Tar And Asphalt Flashing

Percent Non-Asbestos Fibrous Material:
40 Cellulose

Location: Center Of Roof At HVAC Entry;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

60

Location: Center Of Roof At HVAC Entry;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

40

Location: Center Of Roof At HVAC Entry;
6010 Montgomery Road-Former
Convenience Store

Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728480
Client No.: 20-062

Percent Asbestos:

PC 1.3 Chrysotile

Lab No.: 6728480(L2)
Client No.: 20-062

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/FIberglass Panels

Percent Non-Asbestos Fibrous Material:
30 Fibrous Glass

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/FIberglass Panels

Percent Non-Asbestos Fibrous Material:
10 Cellulose

Location: W Side; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

68.7

Location: W Side; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

90

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019
‘-',‘3:—' A TINAA, ::v:(:x“’u-)"?—
Signature: kﬁ fat
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13

Page 23 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728480(L3)
Client No.: 20-062

Percent Asbestos:
None Detected

Analyst Observation: Yellow Fibrous
Client Description: Asphalt Roof w/FIberglass Panels

Percent Non-Asbestos Fibrous Material:
99 Fibrous Glass

Location: W Side; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

1

Lab No.: 6728481
Client No.: 20-063

Percent Asbestos:

PC 1.1 Chrysotile

Lab No.: 6728481(L2)
Client No.: 20-063

Percent Asbestos:
None Detected

Lab No.: 6728481(L3)
Client No.: 20-063

Percent Asbestos:

None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/FIberglass Panels

Percent Non-Asbestos Fibrous Material:
30 Fibrous Glass

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Flberglass Panels

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Yellow Fibrous
Client Description: Asphalt Roof w/FIberglass Panels

Percent Non-Asbestos Fibrous Material:

99 Fibrous Glass

Location: E Side; 6010 Montgomery Road-
Former Convenience Store
Facility:

Percent Non-Fibrous Material:

68.9

Location: E Side; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: E Side; 6010 Montgomery Road-
Former Convenience Store
Facility:

Percent Non-Fibrous Material:

1

Lab No.: 6728482
Client No.: 20-064

Percent Asbestos:

PC 1.4 Chrysotile

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/FIberglass Panels

Percent Non-Asbestos Fibrous Material:

40 Fibrous Glass

Location: Center Of Roof; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

58.6

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/06/2019
‘-',‘3:—' A TINAA, ::v:(:x“’u-)"?—
Signature: kﬁ fat
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13

Page 24 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




R
B 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449
Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728482(L2) Analyst Observation: Black Roof Material Location: Center Of Roof; 6010

Client No.: 20-064 Client Description: Asphalt Roof w/FIberglass Panels Montgomery Road-Former Convenience
Store
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected 50 Cellulose 50

Lab No.: 6728482(L3) Analyst Observation: Yellow Fibrous Location: Center Of Roof; 6010

Client No.: 20-064 Client Description: Asphalt Roof w/FIberglass Panels Montgomery Road-Former Convenience
Store
Facility:

Percent Asbestos: Percent Non=Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected 99 Fibrous Glass 1

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/06/2019

. T}s;'k{ja,m :;.:{ YIS Frank E. Ehre.nfeld, I11
Signature: [ Laboratory Director
Analyst: Tiffany Lowe

Dated : 3/8/2019 3:58:13 Page 25 of 153



1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728483
Client No.: 21-065

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: White Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Middle; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728484
Client No.: 21-066

Percent Asbestos:
None Detected

Lab No.: 6728484(L2)
Client No.: 21-066

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: White Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Lt Blue Caulk
Client Description: White Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: East; 6010 Montgomery Road-
Former Convenience Store
Facility:

Percent Non-Fibrous Material:

100

Location: East; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728485
Client No.: 21-067

Percent Asbestos:
None Detected

Lab No.: 6728485(L2)
Client No.: 21-067

Percent Asbestos:
None Detected

Analyst Observation: Lt Blue Caulk
Client Description: White Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: White/Grey Cementitious
Client Description: White Caulking

Percent Non=-Asbestos Fibrous Material:

1 Cellulose

Location: West; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

100

Location: West; 6010 Montgomery Road-
Former Convenience Store

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728486
Client No.: 22-068

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Non-Asbestos Fibrous Material:

Trace Cellulose

Location: Center Of N Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13

Page 26 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728486(L2)
Client No.: 22-068

Analyst Observation: White Caulk
Client Description: Grey Expansion Caulking w/Black

Caulking Beneath
Percent Asbestos: Percent Non-Asbestos Fibrous Material:
None Detected None Detected

Lab No.: 6728486(L3)
Client No.: 22-068

Analyst Observation: Tan Caulk
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Non-Asbestos Fibrous Material:
None Detected

Percent Asbestos:
None Detected

Lab No.: 6728486(L4)
Client No.: 22-068

Analyst Observation: Black Mastic
Client Description: Grey Expansion Caulking w/Black

Caulking Beneath
Percent Asbestos: Percent Non=Asbestos Fibrous Material:
PC Trace Chrysotile None Detected

Lab No.: 6728486(L5)
Client No.: 22-068

Analyst Observation: Black Caulk
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Non-Asbestos Fibrous Material:
1 Cellulose

Percent Asbestos:
None Detected

Location: Center Of N Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Location: Center Of N Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Location: Center Of N Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Location: Center Of N Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728487
Client No.: 22-069

Analyst Observation: Grey Caulk
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Asbestos:
None Detected

Percent Non-Asbestos Fibrous Material:
1 Fibrous Glass
Trace Cellulose

Location: Center Of N Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
oz = " e
Signature: Sl il
Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13 Page 27 of 153
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Frank E. Ehrenfeld, III
Laboratory Director




L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728487(L2)
Client No.: 22-069

Percent Asbestos:
None Detected

Lab No.: 6728487(L3)
Client No.: 22-069

Percent Asbestos:
None Detected

Analyst Observation: Grey Cementitious
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Non-Asbestos Fibrous Material:
1 Cellulose

Analyst Observation: Black Caulk
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Non-Asbestos Fibrous Material:
1 Cellulose

Location: Center Of N Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

99

Location: Center Of N Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728488
Client No.: 22-070

Percent Asbestos:
None Detected

Lab No.: 6728488(L2)
Client No.: 22-070

Percent Asbestos:
None Detected

Lab No.: 6728488(L3)
Client No.: 22-070

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Non-Asbestos Fibrous Material:
1 Fibrous Glass
Trace Cellulose

Analyst Observation: Tan Caulk
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Non=-Asbestos Fibrous Material:
None Detected

Analyst Observation: White Caulk
Client Description: Grey Expansion Caulking w/Black
Caulking Beneath

Percent Non-Asbestos Fibrous Material:

None Detected

Location: E Side Of Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

99

Location: E Side Of Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Location: E Side Of Wall; 6010
Montgomery Road-Former Convenience
Store

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: i e il

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Frank E. Ehrenfeld, III
Laboratory Director




\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728488(L4) Analyst Observation: Grey Cementitious Location: E Side Of Wall; 6010
Client No.: 22-070 Client Description: Grey Expansion Caulking w/Black Montgomery Road-Former Convenience
Caulking Beneath Store
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728488(L5) Analyst Observation: Black Caulk Location: E Side Of Wall; 6010
Client No.: 22-070 Client Description: Grey Expansion Caulking w/Black Montgomery Road-Former Convenience
Caulking Beneath Store
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 99
Lab No.: 6728489 Analyst Observation: Black/Brown Shingle Location: SW Corner; 6016-6018, 6024
Client No.: 23-071 Client Description: Tan Asphalt Shingles w/Black Felt Paper Montgomery Road- Exterior
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 10 Fibrous Glass 89
1 Cellulose
Lab No.: 6728489(L2) Analyst Observation: Black Felt Location: SW Corner; 6016-6018, 6024
Client No.: 23-071 Client Description: Tan Asphalt Shingles w/Black Felt Paper Montgomery Road- Exterior
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 65 Cellulose 35
Lab No.: 6728490 Analyst Observation: Black/Brown Shingle Location: Center Of S Side; 6016-6018,
Client No.: 23-072 Client Description: Tan Asphalt Shingles w/Black Felt Paper 6024 Montgomery Road- Exterior
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 10 Fibrous Glass 89

1 Cellulose

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

e o = P e Frank E. Ehrenfeld, I1I
Signature: ST aii Laboratory Director
Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13 Page 29 of 153



\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728490(L2) Analyst Observation: Black Felt Location: Center Of S Side; 6016-6018,
Client No.: 23-072 Client Description: Tan Asphalt Shingles w/Black Felt Paper 6024 Montgomery Road- Exterior
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 65 Cellulose 35
Lab No.: 6728491 Analyst Observation: Black/Brown Shingle Location: SE Corner; 6016-6018, 6024
Client No.: 23-073 Client Description: Tan Asphalt Shingles w/Black Felt Paper Montgomery Road- Exterior
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 10 Fibrous Glass 89
1 Cellulose
Lab No.: 6728491(L2) Analyst Observation: Black Felt Location: SE Corner; 6016-6018, 6024
Client No.: 23-073 Client Description: Tan Asphalt Shingles w/Black Felt Paper Montgomery Road- Exterior
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 65 Cellulose 35
Lab No.: 6728492 Analyst Observation: Black/Grey Shingle Location: SW Corner; 6016-6018, 6024
Client No.: 24-074 Client Description: Grey Asphalt Shingles w/Black Felt Paper Montgomery Road- Exterior
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 10 Fibrous Glass 89
1 Cellulose
Lab No.: 6728492(L2) Analyst Observation: Black Felt Location: SW Corner; 6016-6018, 6024
Client No.: 24-074 Client Description: Grey Asphalt Shingles w/Black Felt Paper Montgomery Road- Exterior
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 65 Cellulose 35

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

e o = P e Frank E. Ehrenfeld, I1I
Signature: ST aii Laboratory Director
Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13 Page 30 of 153



1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728493
Client No.: 24-075

Percent Asbestos:
None Detected

Lab No.: 6728493(L2)
Client No.: 24-075

Percent Asbestos:
None Detected

Analyst Observation: Black/Grey Shingle
Client Description: Grey Asphalt Shingles w/Black Felt Paper

Percent Non-Asbestos Fibrous Material:

10 Fibrous Glass
1 Cellulose

Analyst Observation: Black Felt
Client Description: Grey Asphalt Shingles w/Black Felt Paper

Percent Non-Asbestos Fibrous Material:
65 Cellulose

Location: Center Of W Side; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

89

Location: Center Of W Side; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

35

Lab No.: 6728494
Client No.: 24-076

Percent Asbestos:

None Detected

Lab No.: 6728494(1L2)
Client No.: 24-076

Percent Asbestos:
None Detected

Analyst Observation: Black/Grey Shingle
Client Description: Grey Asphalt Shingles w/Black Felt Paper

Percent Non-Asbestos Fibrous Material:
10 Fibrous Glass
1 Cellulose

Analyst Observation: Black Felt
Client Description: Grey Asphalt Shingles w/Black Felt Paper

Percent Non-Asbestos Fibrous Material:
65 Cellulose

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

89

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

35

Lab No.: 6728495
Client No.: 25-077

Percent Asbestos:

PC 8.7 Chrysotile

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

91.3

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Frank E. Ehrenfeld, III
Laboratory Director




1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728495(L2)
Client No.: 25-077

Percent Asbestos:

PC 3.6 Chrysotile

Lab No.: 6728495(L3)
Client No.: 25-077

Percent Asbestos:
None Detected

Lab No.: 6728495(L4)
Client No.: 25-077

Percent Asbestos:

PC 4.2 Chrysotile

Lab No.: 6728495(L5)
Client No.: 25-077

Percent Asbestos:
None Detected

Lab No.: 6728495(L6)
Client No.: 25-077

Percent Asbestos:
None Detected

Lab No.: 6728495(L7)
Client No.: 25-077

Percent Asbestos:

PC 2.1 Chrysotile

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

2 Fibrous Glass
1 Cellulose

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

65 Fibrous Glass

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

1 Fibrous Glass

Analyst Observation: Black/White Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

10 Synthetic

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black/Brown Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: NE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

93.4

Location: NE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

35

Location: NE Corner; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

94.8

Location: NE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

90

Location: NE Corner; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: NE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

96.9

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Frank E. Ehrenfeld, III
Laboratory Director




1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728496
Client No.: 25-078

Percent Asbestos:

PC 8.4 Chrysotile

Lab No.: 6728496(L2)
Client No.: 25-078

Percent Asbestos:

PC 2.3 Chrysotile

Lab No.: 6728496(L3)
Client No.: 25-078

Percent Asbestos:
None Detected

Lab No.: 6728496(L4)
Client No.: 25-078

Percent Asbestos:
None Detected

Lab No.: 6728496(L5)
Client No.: 25-078

Percent Asbestos:
None Detected

Lab No.: 6728496(L6)
Client No.: 25-078

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

10 Fibrous Glass

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non=-Asbestos Fibrous Material:
None Detected

Analyst Observation: Black/White Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non=-Asbestos Fibrous Material:
10 Synthetic

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non=-Asbestos Fibrous Material:
1 Cellulose

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

81.6

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

96.7

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

90

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

90

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13

Page 33 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728496(L7)
Client No.: 25-078

Percent Asbestos:

PC 1.4 Chrysotile

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NW Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

98.6

Lab No.: 6728497
Client No.: 25-079

Percent Asbestos:

PC 8.6 Chrysotile

Lab No.: 6728497(L2)
Client No.: 25-079

Percent Asbestos:

PC 2.6 Chrysotile

Lab No.: 6728497(L3)
Client No.: 25-079

Percent Asbestos:
None Detected

Lab No.: 6728497(L4)
Client No.: 25-079

Percent Asbestos:
None Detected

Lab No.: 6728497(L5)
Client No.: 25-079

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non=-Asbestos Fibrous Material:

10 Fibrous Glass

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black/White Roof Material
Client Description: Asphalt Roof w/Black Tar

Percent Non=-Asbestos Fibrous Material:

10 Synthetic

Location: SE Corner; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

814

Location: SE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

97.4

Location: SE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

90

Location: SE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

100

Location: SE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

90

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728497(L6)
Client No.: 25-079

Percent Asbestos:
None Detected

Lab No.: 6728497(L7)
Client No.: 25-079

Percent Asbestos:

PC 2.4 Chrysotile

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Black Tar
Client Description: Asphalt Roof w/Black Tar

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Location: SE Corner; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

99

Location: SE Corner; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

95.6

Lab No.: 6728498
Client No.: 26-080

Percent Asbestos:
None Detected

Lab No.: 6728498(L2)
Client No.: 26-080

Percent Asbestos:
None Detected

Lab No.: 6728498(L3)
Client No.: 26-080

Percent Asbestos:

PC 8.4 Chrysotile

Lab No.: 6728498(L4)
Client No.: 26-080

Percent Asbestos:

PC 1.4 Chrysotile

Analyst Observation: Black/White Roof Material
Client Description: Asphalt Flashing w/Black Tar

Percent Non-Asbestos Fibrous Material:

10 Synthetic

Analyst Observation: Black Tar
Client Description: Asphalt Flashing w/Black Tar

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing w/Black Tar

Percent Non=-Asbestos Fibrous Material:

7 Cellulose

Analyst Observation: Black Tar
Client Description: Asphalt Flashing w/Black Tar

Percent Non=-Asbestos Fibrous Material:

1 Cellulose

Location: Middle Of East Wall; 6016-6018,
6024 Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

90

Location: Middle Of East Wall; 6016-6018,
6024 Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of East Wall; 6016-6018,
6024 Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

84.6

Location: Middle Of East Wall; 6016-6018,
6024 Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

97.6

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728499
Client No.: 26-081

Percent Asbestos:
None Detected

Lab No.: 6728499(L2)
Client No.: 26-081

Percent Asbestos:
None Detected

Lab No.: 6728499(L3)
Client No.: 26-081

Percent Asbestos:

PC 8.2 Chrysotile

Lab No.: 6728499(L4)
Client No.: 26-081

Percent Asbestos:

PC 1.2 Chrysotile

Analyst Observation: Black/White Roof Material
Client Description: Asphalt Flashing w/Black Tar

Percent Non-Asbestos Fibrous Material:
10 Synthetic

Analyst Observation: Black Tar
Client Description: Asphalt Flashing w/Black Tar

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing w/Black Tar

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Analyst Observation: Black Tar
Client Description: Asphalt Flashing w/Black Tar

Percent Non=-Asbestos Fibrous Material:

1 Cellulose

Location: Center Of Roof; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

90

Location: Center Of Roof; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of Roof; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

86.8

Location: Center Of Roof; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

97.8

Lab No.: 6728500
Client No.: 26-082

Percent Asbestos:
None Detected

Lab No.: 6728500(L2)
Client No.: 26-082

Percent Asbestos:
None Detected

Analyst Observation: Black/White Roof Material
Client Description: Asphalt Flashing w/Black Tar

Percent Non=-Asbestos Fibrous Material:

10 Synthetic

Analyst Observation: Black Tar
Client Description: Asphalt Flashing w/Black Tar

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Middle Of W Wall; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

90

Location: Middle Of W Wall; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Frank E. Ehrenfeld, III
Laboratory Director




1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728500(L3)
Client No.: 26-082

Percent Asbestos:

PC 8.4 Chrysotile

Lab No.: 6728500(L4)
Client No.: 26-082

Percent Asbestos:

PC 1.3 Chrysotile

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing w/Black Tar

Percent Non-Asbestos Fibrous Material:

7 Cellulose

Analyst Observation: Black Tar
Client Description: Asphalt Flashing w/Black Tar

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Middle Of W Wall; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

84.6

Location: Middle Of W Wall; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

97.7

Lab No.: 6728501
Client No.: 27-083

Percent Asbestos:

PC 9.4 Chrysotile

Lab No.: 6728501(L2)
Client No.: 27-083

Percent Asbestos:

PC 1.1 Chrysotile

Lab No.: 6728501(L3)
Client No.: 27-083

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Black Roof Patching

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Tar
Client Description: Black Roof Patching

Percent Non=-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Black Tar
Client Description: Black Roof Patching

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: At Skylight; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

90.6

Location: At Skylight; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

97.9

Location: At Skylight; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728502
Client No.: 27-084

Percent Asbestos:

PC 8.8 Chrysotile

Analyst Observation: Black Roof Material
Client Description: Black Roof Patching

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: South Center; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

91.2

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
5 Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728502(L2)
Client No.: 27-084

Analyst Observation: Black Tar
Client Description: Black Roof Patching

Location: South Center; 6016-6018, 6024
Montgomery Road- Exterior

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC 0.75 Chrysotile None Detected 99.25

Lab No.: 6728502(L3)
Client No.: 27-084

Percent Asbestos:
None Detected

Analyst Observation: Black Tar
Client Description: Black Roof Patching

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: South Center; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728503
Client No.: 27-085

Analyst Observation: Black Roof Material
Client Description: Black Roof Patching

Location: Middle Of W Side; 6016-6018,
6024 Montgomery Road- Exterior

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC 9.1 Chrysotile None Detected 90.9

Lab No.: 6728503(L2)
Client No.: 27-085

Analyst Observation: Black Tar
Client Description: Black Roof Patching

Location: Middle Of W Side; 6016-6018,
6024 Montgomery Road- Exterior

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC 0.75 Chrysotile None Detected 99.25

Lab No.: 6728503(L3)
Client No.: 27-085

Analyst Observation: Black Tar
Client Description: Black Roof Patching

Location: Middle Of W Side; 6016-6018,
6024 Montgomery Road- Exterior

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 99

Lab No.: 6728504
Client No.: 28-086

Analyst Observation: White Caulk
Client Description: Exterior White Caulking

Location: W Side; 6016-6018, 6024
Montgomery Road- Exterior

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g

Date Analyzed: 03/07/2019 — é:ﬁ’-é“!
ate Analyze — — Frank E. Ehrenfeld, III

Signature: - e il Laboratory Director

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

611 Lunken Park Drive

Client: Terracon
Cincinnati
Client: TER940

OH 45226

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728505
Client No.: 28-087

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: Exterior White Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728506
Client No.: 28-088

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: Exterior White Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: E Side; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728507
Client No.: 29-089

Percent Asbestos:
None Detected

Lab No.: 6728507(L2)
Client No.: 29-089

Percent Asbestos:

PC 0.5 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Exterior Grey Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Mastic
Client Description: Exterior Grey Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: NW Corner Of Chimney; 6016-
6018, 6024 Montgomery Road=- Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner Of Chimney; 6016-
6018, 6024 Montgomery Road=- Exterior
Facility:

Percent Non-Fibrous Material:

99.5

Lab No.: 6728508
Client No.: 29-090

Percent Asbestos:
None Detected

Lab No.: 6728508(L2)
Client No.: 29-090

Percent Asbestos:

PC 1.3 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Exterior Grey Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Mastic
Client Description: Exterior Grey Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: NW Corner Of Chimney; 6016-
6018, 6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner Of Chimney; 6016-
6018, 6024 Montgomery Road=- Exterior
Facility:

Percent Non-Fibrous Material:

98.7

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: R =
Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Frank E. Ehrenfeld, III
Laboratory Director




1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive

Cincinnati OH 45226

Report Date:
Report No.:
Project:

Client: TER940

Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728509
Client No.: 29-091

Percent Asbestos:
None Detected

Lab No.: 6728509(L2)
Client No.: 29-091

Percent Asbestos:

PC 1.1 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Exterior Grey Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Black Mastic
Client Description: Exterior Grey Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NW Corner Of Chimney; 6016-
6018, 6024 Montgomery Road=- Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner Of Chimney; 6016-
6018, 6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

98.9

Lab No.: 6728510
Client No.: 30-092

Percent Asbestos:
None Detected

Lab No.: 6728510(L2)
Client No.: 30-092

Percent Asbestos:

PC 2.1 Chrysotile

Analyst Observation: White Roof Material
Client Description: White Roof Patching

Percent Non-Asbestos Fibrous Material:
3 Talc
1 Fibrous Glass

Analyst Observation: Black Mastic
Client Description: White Roof Patching

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of N Side Of Roof; 6016-
6018, 6024 Montgomery Road=- Exterior
Facility:

Percent Non-Fibrous Material:

96

Location: Center Of N Side Of Roof; 6016~
6018, 6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

97.9

Lab No.: 6728511
Client No.: 30-093

Percent Asbestos:
None Detected

Analyst Observation: White Roof Material
Client Description: White Roof Patching

Percent Non-Asbestos Fibrous Material:

3 Talc
1 Fibrous Glass

Location: Center Of N Side Of Roof; 6016~
6018, 6024 Montgomery Road=- Exterior
Facility:

Percent Non-Fibrous Material:

96

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
5 Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728511(L2)
Client No.: 30-093

Analyst Observation: Black Mastic
Client Description: White Roof Patching

Location: Center Of N Side Of Roof; 6016~
6018, 6024 Montgomery Road=- Exterior

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC Trace Chrysotile None Detected 100

Lab No.: 6728512
Client No.: 30-094

Percent Asbestos:

None Detected

Lab No.: 6728512(L2)
Client No.: 30-094

Percent Asbestos:

PC Trace Chrysotile

Analyst Observation: White Roof Material
Client Description: White Roof Patching

Percent Non-Asbestos Fibrous Material:

3 Talc
1 Fibrous Glass

Analyst Observation: Black Mastic
Client Description: White Roof Patching

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of N Side Of Roof; 6016~
6018, 6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

96

Location: Center Of N Side Of Roof; 6016~
6018, 6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728513
Client No.: 31-095

Analyst Observation: Off~White/Tan Caulk
Client Description: White Caulking

Location: SW Corner Of Roof; 6016-6018,
6024 Montgomery Road- Exterior

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected Trace Talc 100

Lab No.: 6728514
Client No.: 31-096

Percent Asbestos:
None Detected

Analyst Observation: Off-White/Tan Caulk
Client Description: White Caulking

Percent Non-Asbestos Fibrous Material:

Trace Talc

Location: SW Corner Of Roof; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728515
Client No.: 31-097

Analyst Observation: Off~White/Tan Caulk
Client Description: White Caulking

Location: SW Corner Of Roof; 6016-6018,
6024 Montgomery Road- Exterior

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected Trace Talc 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g

Date Analyzed: 03/07/2019 — é:ﬁ’-é“!
ate Analyze — — Frank E. Ehrenfeld, III

Signature: - e il Laboratory Director

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728516
Client No.: 32-098

Percent Asbestos:
None Detected

Lab No.: 6728516(L2)
Client No.: 32-098

Percent Asbestos:
None Detected

Analyst Observation: Black Rubber
Client Description: Rubber EPDM Roofing w/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Mastic
Client Description: Rubber EPDM Roofing w/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of N Side; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of N Side; 60166018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728517
Client No.: 32-098

Percent Asbestos:
None Detected

Analyst Observation: Black Rubber
Client Description: Rubber EPDM Roofing w/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of N Roof; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728518
Client No.: 32-100

Percent Asbestos:
None Detected

Lab No.: 6728518(L2)
Client No.: 32-100

Percent Asbestos:
None Detected

Analyst Observation: Black Rubber
Client Description: Rubber EPDM Roofing w/Brown Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Mastic
Client Description: Rubber EPDM Roofing w/Brown Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Center Of S Roof; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of S Roof; 6016-6018,
6024 Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728519
Client No.: 33-101

Percent Asbestos:
None Detected

Analyst Observation: Off-White/Grey Caulk
Client Description: Exterior Grey Window Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: SE Window; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: s S = s

Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Laboratory Director



1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:  3/7/2019

Report No.: 584587 - PLM

Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728519(L2)
Client No.: 33-101

Percent Asbestos:

PC Trace Chrysotile

Analyst Observation: Grey/Tan Cementitious
Client Description: Exterior Grey Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SE Window; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728520
Client No.: 33-102

Percent Asbestos:
None Detected

Lab No.: 6728520(L2)
Client No.: 33-102

Percent Asbestos:

PC 4.6 Chrysotile

Analyst Observation: Off-White/Grey Caulk
Client Description: Exterior Grey Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Glazing
Client Description: Exterior Grey Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Window; 6016-6018, 6024
Montgomery Road- Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: NE Window; 6016-6018, 6024
Montgomery Road- Exterior

Facility:

Percent Non-Fibrous Material:

95.4

Lab No.: 6728521
Client No.: 33-103

Percent Asbestos:
None Detected

Analyst Observation: Off-White/Grey Caulk
Client Description: Exterior Grey Window Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: 2nd Floor E Patio Window; 6016-
6018, 6024 Montgomery Road=- Exterior
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: R =
Analyst: Michael Lagarde

Dated : 3/8/2019 3:58:13
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Approved By:
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728522
Client No.: 34-104

Percent Asbestos:
None Detected

Lab No.: 6728522(L2)
Client No.: 34-104

Percent Asbestos:
None Detected

Lab No.: 6728522(L3)
Client No.: 34-104

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non-Asbestos Fibrous Material:

25 Cellulose

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non-Asbestos Fibrous Material:

30 Synthetic

Analyst Observation: Grey Plaster
Client Description: Asphalt Roof With Tectum Board

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Location: NW Corner; 6024 Montgomery
Rd

Facility:

Percent Non-Fibrous Material:

75

Location: NW Corner; 6024 Montgomery
Rd
Facility:

Percent Non-Fibrous Material:

70

Location: NW Corner; 6024 Montgomery
Rd

Facility:

Percent Non-Fibrous Material:

90

Lab No.: 6728523
Client No.: 34-105

Percent Asbestos:
None Detected

Lab No.: 6728523(L2)
Client No.: 34-105

Percent Asbestos:
None Detected

Lab No.: 6728523(L3)
Client No.: 34-105

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non=-Asbestos Fibrous Material:

15 Synthetic

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non=-Asbestos Fibrous Material:

30 Cellulose

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non=-Asbestos Fibrous Material:

30 Cellulose

Location: NE Corner; 6024 Montgomery
Rd

Facility:

Percent Non-Fibrous Material:

85

Location: NE Corner; 6024 Montgomery
Rd

Facility:

Percent Non-Fibrous Material:

70

Location: NE Corner; 6024 Montgomery
Rd

Facility:

Percent Non-Fibrous Material:

70

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019
rfj;i 2 oty [‘*: s — o 2
Signature: ' ! 3
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14

Page 44 of 153

Approved By:
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728523(L4)
Client No.: 34-105

Percent Asbestos:

25 Chrysotile

Lab No.: 6728523(L5)
Client No.: 34-105

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Asphalt Roof With Tectum Board

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Location: NE Corner; 6024 Montgomery
Rd

Facility:

Percent Non-Fibrous Material:

75

Location: NE Corner; 6024 Montgomery
Rd
Facility:

Percent Non-Fibrous Material:

90

Lab No.: 6728524
Client No.: 34-106

Percent Asbestos:
None Detected

Lab No.: 6728524(L2)
Client No.: 34-106

Percent Asbestos:

10 Chrysotile

Lab No.: 6728524(L3)
Client No.: 34-106

Percent Asbestos:

30 Chrysotile

Lab No.: 6728524(L4)
Client No.: 34-106

Percent Asbestos:

20 Chrysotile

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non-Asbestos Fibrous Material:

20 Synthetic

Analyst Observation: Black Tar
Client Description: Asphalt Roof With Tectum Board

Percent Non=-Asbestos Fibrous Material:

10 Cellulose

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non=-Asbestos Fibrous Material:

10 Cellulose

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Tectum Board

Percent Non=-Asbestos Fibrous Material:

20 Cellulose

Location: Center Of East Wall; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

80

Location: Center Of East Wall; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

80

Location: Center Of East Wall; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

60

Location: Center Of East Wall; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

60

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019
rfj;i 2 oty [‘*: s — o 2
Signature: ' ! 3
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14
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Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728525
Client No.: 35-107

Analyst Observation: Grey Caulk
Client Description: Grey Caulking

Location: SW Corner Of Roof, SW Corner
Chimney; 6024 Montgomery Rd

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728526
Client No.: 35-108

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of Roof, SW Corner
Chimney; 6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728527
Client No.: 35-109

Analyst Observation: Grey Caulk
Client Description: Grey Caulking

Location: SW Corner Of Roof, SW Corner
Chimney; 6024 Montgomery Rd

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728528
Client No.: 36-110

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing

Location: SW Corner Of Roof; 6024
Montgomery Rd

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 25 Synthetic 70

Lab No.: 6728528(L2)

Client No.: 36-110

Percent Asbestos:
None Detected

5 Cellulose

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing

Percent Non-Asbestos Fibrous Material:
30 Synthetic

Location: SW Corner Of Roof; 6024
Montgomery Rd
Facility:

Percent Non-Fibrous Material:

70

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = .
Date Analyzed: 03/07/2019
ate Analyze IR & S Frank E. Ehrenfeld, III
Signature: e | Sl ‘J Laboratory Director
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14
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1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

611 Lunken Park Drive

Client: Terracon
Cincinnati
Client: TER940

OH 45226

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728529
Client No.: 36-111

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing

Percent Non-Asbestos Fibrous Material:
25 Synthetic
5 Cellulose

Location: SE Corner Of Roof; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

70

Lab No.: 6728530
Client No.: 36-112

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing

Percent Non-Asbestos Fibrous Material:
25 Synthetic
5 Cellulose

Location: NW Corner Of Roof; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

70

Lab No.: 6728531
Client No.: 37-113

Percent Asbestos:
None Detected

Analyst Observation: Silver/Black Tar
Client Description: White Tape With Black Tar

Percent Non-Asbestos Fibrous Material:
None Detected

Location: SW Corner Of Roof, Parapet
Wall; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728532
Client No.: 37-114

Percent Asbestos:
None Detected

Analyst Observation: Silver/Black Tar
Client Description: White Tape With Black Tar

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NW Corner Of Roof], Parapet
Wall; 6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728533
Client No.: 37-115

Percent Asbestos:
None Detected

Analyst Observation: Silver/Black Tar
Client Description: White Tape With Black Tar

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner Of Roof, NE Parapet
Wall; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Approved By:

Date Received: 2/28/2019
Date Analyzed: 03/07/2019
rfj;i 2 oty [‘*: s — o 2
Signature: ' ! 9
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Report Date:  3/7/2019
Report No.: 584587 - PLM
Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728534

Analyst Observation: White Caulk

Location: NE Corner, NE Parapet Wall;

Client No.: 38-116 Client Description: White Caulking 6024 Montgomery Rd
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728535
Client No.: 38-117

Percent Asbestos:
None Detected

Analyst Observation: Grey/Black Caulk
Client Description: White Caulking

Percent Non-Asbestos Fibrous Material:

10 Wollastonite

Location: North Middle Wall, NE Parapet
Wall; 6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

90

Lab No.: 6728536

Analyst Observation: White Caulk

Location: North Middle Wall, NE Parapet

Client No.: 38-118 Client Description: White Caulking Wall; 6024 Montgomery Rd
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728537
Client No.: 39-119

Analyst Observation: Black Caulk
Client Description: Black Caulking

Location: Base Of Vent Pipe, Roof; 6024
Montgomery Rd

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728538
Client No.: 39-120

Analyst Observation: Black Caulk
Client Description: Black Caulking

Location: Base Of Vent Pipe, Roof; 6024
Montgomery Rd

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non=-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728539
Client No.: 39-121

Analyst Observation: Black Caulk
Client Description: Black Caulking

Location: Base Of Vent Pipe, Roof; 6024
Montgomery Rd

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g

Date Analyzed: 03/07/2019 — é:b’-é“!
ate Analyze - " — Frank E. Ehrenfeld, III

Signature: ' 9 Laboratory Director

Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14

Page 48 of 153



1ATL

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728540
Client No.: 40-122

Percent Asbestos:
None Detected

Analyst Observation: Black Caulk
Client Description: Black Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner, NE Parapet Wall;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728541
Client No.: 40-123

Percent Asbestos:
None Detected

Analyst Observation: Black Caulk
Client Description: Black Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner, NE Parapet Wall;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728542
Client No.: 40-124

Percent Asbestos:
None Detected

Analyst Observation: Black Caulk
Client Description: Black Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner, NE Parapet Wall;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728543
Client No.: 41-125

Percent Asbestos:
None Detected

Lab No.: 6728543(L2)

Client No.: 41-125

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Black Tar Paper

Percent Non=-Asbestos Fibrous Material:

25 Synthetic

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Black Tar Paper

Percent Non=-Asbestos Fibrous Material:

25 Cellulose

Location: SE Corner, South Lower Roof;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

75

Location: SE Corner, South Lower Roof;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

75

Lab No.: 6728544
Client No.: 41-126

Percent Asbestos:
None Detected

Analyst Observation: Black Tar
Client Description: Asphalt Roof With Black Tar Paper

Percent Non=-Asbestos Fibrous Material:

15 Cellulose

Location: SW Corner,South Lower Roof;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

85

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received:
Date Analyzed:

Signature:
Analyst:

Dated : 3/8/2019 3:58:14

2/28/2019

03/07/2019
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Rebecca Hargrove
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Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728544(L2)
Client No.: 41-126

Percent Asbestos:
None Detected

Lab No.: 6728544(L3)
Client No.: 41-126

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Black Tar Paper

Percent Non-Asbestos Fibrous Material:

20 Synthetic

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Black Tar Paper

Percent Non-Asbestos Fibrous Material:

20 Cellulose

Location: SW Corner,South Lower Roof’;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

80

Location: SW Corner,South Lower Roof’,
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

80

Lab No.: 6728545
Client No.: 41-127

Percent Asbestos:
None Detected

Lab No.: 6728545(L2)
Client No.: 41-127

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Black Tar Paper

Percent Non-Asbestos Fibrous Material:

15 Synthetic
10 Fibrous Glass

Analyst Observation: Black Roof Material
Client Description: Asphalt Roof With Black Tar Paper

Percent Non-Asbestos Fibrous Material:

20 Cellulose

Location: NE Corner, South Lower Roof;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

75

Location: NE Corner, South Lower Roof;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

80

Lab No.: 6728546
Client No.: 42-128

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing With Tar Paper

Percent Non-Asbestos Fibrous Material:

35 Synthetic

Location: East Side, South Lower Roof;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

65

Lab No.: 6728547
Client No.: 42-129

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material
Client Description: Asphalt Flashing With Tar Paper

Percent Non-Asbestos Fibrous Material:

35 Synthetic

Location: Middle Of Roof, South Lower
Roof; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

65

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019
rfj;i 2 oty [‘*: s — o 2
Signature: ' ! 3
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728547(L2)

Analyst Observation: Black Roof Material

Location: Middle Of Roof, South Lower

Client No.: 42-129 Client Description: Asphalt Flashing With Tar Paper Roof; 6024 Montgomery Rd
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected 20 Fibrous Glass 80

Lab No.: 6728548
Client No.: 42-130

Percent Asbestos:
None Detected

Analyst Observation: Black Roof Material

Client Description: Asphalt Flashing With Tar Paper

Percent Non-Asbestos Fibrous Material:
35 Synthetic
5 Fibrous Glass

Location: West Side, South Lower Roof;,
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728549
Client No.: 43-131

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: White Flashing Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: East Side, South Lower Roof;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728550
Client No.: 43-132

Analyst Observation: White Caulk
Client Description: White Flashing Caulking

Location: Middle Of Roof, South Lower
Roof; 6024 Montgomery Rd

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728551
Client No.: 43-133

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: White Flashing Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side, South Lower Roof;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728552

Analyst Observation: White Caulk

Location: 2nd F1, South Wall, SW Window;

Client No.: 44-134 Client Description: Exterior Grey Window Caulking 6024 Montgomery Rd
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Reciivec(li: (2)/32/3/72/2(1)?9 Approved By: g , = .
Date An :
ate Analyze R = T Frank E. Ehrenfeld, III
Signature: SRR 9 Laboratory Director
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14 Page 51 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728553
Client No.: 44-135

Percent Asbestos:

10 Chrysotile

Analyst Observation: Grey Glazing
Client Description: Exterior Grey Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: 2nd Fl, South Wall, SE Window;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

90

Lab No.: 6728554
Client No.: 44-136

Percent Asbestos:

PC 8.3 Chrysotile

Lab No.: 6728554(L2)
Client No.: 44-136

Percent Asbestos:
None Detected

Analyst Observation: Grey Glazing
Client Description: Exterior Grey Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Cementitious
Client Description: Exterior Grey Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: 2nd Fl, East Wall, SE Window;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

91.7

Location: 2nd Fl, East Wall, SE Window;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728555
Client No.: 45-137

Percent Asbestos:
None Detected

Analyst Observation: White Texture
Client Description: White Exterior Texture On CMU Block

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Rear 2nd Fl Of Bldg, Ext Walls;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728556
Client No.: 45-138

Percent Asbestos:
None Detected

Analyst Observation: White Texture
Client Description: White Exterior Texture On CMU Block

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: East Side Middle Of 1st FI, Ext
Walls; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728557
Client No.: 45-139

Percent Asbestos:
None Detected

Analyst Observation: White Texture
Client Description: White Exterior Texture On CMU Block

Percent Non=-Asbestos Fibrous Material:

2 Cellulose

Location: East Side Near SE Corner, Ext
Walls; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

98

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
rfj;i 2 oty [‘*: s — o 2
Signature: ' ! 3
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Report Date:  3/7/2019
Report No.: 584587 - PLM
Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728558
Client No.: 45-140

Percent Asbestos:
None Detected

Analyst Observation: White Texture
Client Description: White Exterior Texture On CMU Block

Percent Non-Asbestos Fibrous Material:

None Detected

Location: South Side Of SE Corner Of
Addition, Ext Walls; 6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728559
Client No.: 45-141

Percent Asbestos:
None Detected

Analyst Observation: White Texture
Client Description: White Exterior Texture On CMU Block

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Middle Of South Side, Ext Walls;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728560
Client No.: 45-142

Percent Asbestos:
None Detected

Analyst Observation: White/Grey Texture
Client Description: White Exterior Texture On CMU Block

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side Near SW Corner, Ext
Walls; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728561
Client No.: 45-143

Analyst Observation: White/Grey Texture
Client Description: White Exterior Texture On CMU Block

Location: Middle Of West Side, Ext Walls;
6024 Montgomery Rd

Facility:
Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 100

Percent Asbestos:
None Detected

Please refer to the Appendix of this report for further information regarding your analysis.

Date Reciivec(li: (2)/32/3/72/2(1)?9 Approved By: g , = .
Date An :
ate Analyze R = T Frank E. Ehrenfeld, III
Signature: SRR 9 Laboratory Director
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:14 Page 53 of 153



1ATL

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728562
Client No.: 46-144

Percent Asbestos:
None Detected

Lab No.: 6728562(L2)
Client No.: 46-144

Percent Asbestos:
None Detected

Analyst Observation: Grey Paint
Client Description: Textured Paint On Concrete Walls

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Concrete
Client Description: Textured Paint On Concrete Walls

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Rear Entry Door Of 6018
Montgomery Rd, Exterior

Facility:

Percent Non-Fibrous Material:

100

Location: Rear Entry Door Of 6018
Montgomery Rd, Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728563
Client No.: 46-145

Percent Asbestos:
None Detected

Lab No.: 6728563(L2)
Client No.: 46-145

Percent Asbestos:
None Detected

Analyst Observation: Grey Paint
Client Description: Textured Paint On Concrete Walls

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Concrete
Client Description: Textured Paint On Concrete Walls

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Rear Entry Door Of 6018
Montgomery Rd, Exterior

Facility:

Percent Non-Fibrous Material:

100

Location: Rear Entry Door Of 6018
Montgomery Rd, Exterior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728564
Client No.: 46-146

Percent Asbestos:
None Detected

Lab No.: 6728564(L2)
Client No.: 46-146

Percent Asbestos:
None Detected

Analyst Observation: Grey Paint
Client Description: Textured Paint On Concrete Walls

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Concrete
Client Description: Textured Paint On Concrete Walls

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: SW Corner; 6016-6018
Montgomery Rd, Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner; 6016-6018
Montgomery Rd, Exterior
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14
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Approved By:
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Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728565
Client No.: 46-147

Percent Asbestos:
None Detected

Lab No.: 6728565(L2)
Client No.: 46-147

Percent Asbestos:
None Detected

Analyst Observation: Grey Paint
Client Description: Textured Paint On Concrete Walls

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Concrete
Client Description: Textured Paint On Concrete Walls

Percent Non-Asbestos Fibrous Material:

None Detected

Location: South Side Of West Wall; 6016-
6018 Montgomery Rd, Exterior

Facility:

Percent Non-Fibrous Material:

100

Location: South Side Of West Wall; 6016-
6018 Montgomery Rd, Exterior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728566
Client No.: 46-148

Percent Asbestos:
None Detected

Lab No.: 6728566(L2)
Client No.: 46-148

Percent Asbestos:
None Detected

Analyst Observation: Grey Paint
Client Description: Textured Paint On Concrete Walls

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Concrete
Client Description: Textured Paint On Concrete Walls

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: North Side Of West Wall; 6016-
6018 Montgomery Rd, Exterior

Facility:

Percent Non-Fibrous Material:

100

Location: North Side Of West Wall; 6016-
6018 Montgomery Rd, Exterior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728567
Client No.: 46-149

Percent Asbestos:
None Detected

Lab No.: 6728567(L2)
Client No.: 46-149

Percent Asbestos:
None Detected

Analyst Observation: Grey Paint
Client Description: Textured Paint On Concrete Walls

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Concrete
Client Description: Textured Paint On Concrete Walls

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: NW Corner; 6016-6018
Montgomery Rd, Exterior
Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner; 6016-6018
Montgomery Rd, Exterior
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14

Page 55 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226
Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728568
Client No.: 46-150

Percent Asbestos:

Analyst Observation: Grey Paint
Client Description: Textured Paint On Concrete Walls

Percent Non-Asbestos Fibrous Material:

None Detected None Detected

Lab No.: 6728568(L2)
Client No.: 46-150

Percent Asbestos:

Analyst Observation: Grey Concrete
Client Description: Textured Paint On Concrete Walls

Percent Non-Asbestos Fibrous Material:

None Detected None Detected

Location: 2nd Fl Doorway At Rear Of Bldg
Near SW Apmt; 6016-6018 Montgomery
Rd, Exterior

Facility:

Percent Non-Fibrous Material:

100

Location: 2nd Fl Doorway At Rear Of Bldg
Near SW Apmt; 6016-6018 Montgomery
Rd, Exterior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728569
Client No.: 47-151

Percent Asbestos:

Analyst Observation: Grey/Red Caulk
Client Description: Exterior Grey Door Caulking

Percent Non-Asbestos Fibrous Material:

None Detected None Detected

Location: 6016 Montgomery Rd Rear Entry
Door

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728570
Client No.: 47-152

Percent Asbestos:

Analyst Observation: Grey/Red Caulk
Client Description: Exterior Grey Door Caulking

Percent Non-Asbestos Fibrous Material:

None Detected None Detected

Location: 6016 Montgomery Rd Rear Entry
Door

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728571
Client No.: 47-153

Percent Asbestos:

Analyst Observation: Grey/Red Caulk
Client Description: Exterior Grey Door Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected None Detected

Location: 6018 Montgomery Rd Rear Entry
Door

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14

Page 56 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728572
Client No.: 48-154

Percent Asbestos:

PC 1.7 Chrysotile

Analyst Observation: Off-White Caulk
Client Description: White Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: East Front Window; 6024
Montgomery Rd 2nd Fl

Facility:

Percent Non-Fibrous Material:

98.3

Lab No.: 6728573
Client No.: 48-155

Percent Asbestos:

PC 1.2 Chrysotile

Analyst Observation: Off-White Caulk
Client Description: White Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

3 Talc

Location: Middle Front Window; 6024
Montgomery Rd 2nd Fl
Facility:

Percent Non-Fibrous Material:

95.8

Lab No.: 6728574
Client No.: 48-156

Percent Asbestos:

PC 1.3 Chrysotile

Analyst Observation: Off-White Caulk
Client Description: White Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

3 Talc

Location: West Front Window; 6024
Montgomery Rd 2nd Fl

Facility:

Percent Non-Fibrous Material:

95.7

Lab No.: 6728575
Client No.: 49-157

Percent Asbestos:
None Detected

Analyst Observation: White Glazing
Client Description: White Exterior Window Glazing

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: East Front Window; 6024
Montgomery Rd 2nd Fl

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728576
Client No.: 49-158

Percent Asbestos:
None Detected

Analyst Observation: White Glazing
Client Description: White Exterior Window Glazing

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Middle Front Window; 6024
Montgomery Rd 2nd Fl

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728577
Client No.: 49-159

Percent Asbestos:
None Detected

Analyst Observation: White Glazing
Client Description: White Exterior Window Glazing

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: West Front Window; 6024
Montgomery Rd 2nd Fl

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
I — Frank E. Ehrenfeld, I1I
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14 Page 57 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728578
Client No.: 50-160

Percent Asbestos:
None Detected

Lab No.: 6728578(L2)
Client No.: 50-160

Percent Asbestos:
None Detected

Lab No.: 6728578(L3)
Client No.: 50-160

Percent Asbestos:
None Detected

Analyst Observation: Black/White Rubber
Client Description: White Roofing With Yellow Glue

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Tar
Client Description: White Roofing With Yellow Glue

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Glue
Client Description: White Roofing With Yellow Glue

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Location: East Side Front Awning Roof;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Location: East Side Front Awning Roof;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Location: East Side Front Awning Roof;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

90

Lab No.: 6728579
Client No.: 50-161

Percent Asbestos:
None Detected

Lab No.: 6728579(L2)
Client No.: 50-161

Percent Asbestos:
None Detected

Lab No.: 6728579(L3)
Client No.: 50-161

Percent Asbestos:
None Detected

Analyst Observation: Black/White Rubber
Client Description: White Roofing With Yellow Glue

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Tar
Client Description: White Roofing With Yellow Glue

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Glue
Client Description: White Roofing With Yellow Glue

Percent Non=-Asbestos Fibrous Material:

10 Cellulose

Location: Middle Of Roof, Front Awning
Roof; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of Roof, Front Awning
Roof; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of Roof, Front Awning
Roof; 6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

90

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14

Page 58 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728580

Analyst Observation: Black/White Rubber

Location: West Side Front Awning Roof;

Client No.: 50-162 Client Description: White Roofing With Yellow Glue 6024 Montgomery Rd
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728580(L2)
Client No.: 50-162

Percent Asbestos:
None Detected

Lab No.: 6728580(L3)

Analyst Observation: Black Tar

Client Description: White Roofing With Yellow Glue

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Glue

Location: West Side Front Awning Roof;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Location: West Side Front Awning Roof;

Client No.: 50-162 Client Description: White Roofing With Yellow Glue 6024 Montgomery Rd
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected 10 Cellulose 90

Lab No.: 6728581

Analyst Observation: Grey Caulk

Location: East Side, On Front Awning;

Client No.: 51-163 Client Description: Grey Exterior Caulking 6024 Montgomery Rd
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728582
Client No.: 51-164

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Caulking

Location: Middle, On Front Awning; 6024
Montgomery Rd

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non=-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728583
Client No.: 51-165

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Caulking

Location: West Side, On Front Awning;
6024 Montgomery Rd

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
I — Frank E. Ehrenfeld, I1I
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14

Page 59 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728584
Client No.: 52-166

Percent Asbestos:

PC 1.8 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: East Side, 1st Floor NE Window;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

98.2

Lab No.: 6728585
Client No.: 52-167

Percent Asbestos:

PC 1.6 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side, 1st Floor NE Window;
6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

98.4

Lab No.: 6728586
Client No.: 52-168

Percent Asbestos:

PC 1.6 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side, 1st Floor NE Window;
6024 Montgomery Rd

Facility:

Percent Non-Fibrous Material:

98.4

Lab No.: 6728587
Client No.: 53-169

Percent Asbestos:

PC 4.4 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Exterior Grey Door Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: East Side Of Door, Front; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

95.6

Lab No.: 6728588
Client No.: 53-170

Percent Asbestos:

PC 4.2 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Exterior Grey Door Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: West Side Of Door, Front; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

95.8

Lab No.: 6728589
Client No.: 53-171

Percent Asbestos:

PC 3.9 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Exterior Grey Door Caulking

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: West Side Of Door, Front; 6024
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

96.1

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
I — Frank E. Ehrenfeld, I1I
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14 Page 60 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728590
Client No.: 54-172

Percent Asbestos:
None Detected

Analyst Observation: Black Caulk
Client Description: Black Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: East Side, NW Front Store
Window; 6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728591
Client No.: 54-173

Percent Asbestos:
None Detected

Analyst Observation: Black Caulk
Client Description: Black Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side, NW Front Store
Window; 6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728592
Client No.: 54-174

Percent Asbestos:
None Detected

Analyst Observation: Black Caulk
Client Description: Black Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side, NW Front Store
Window; 6024 Montgomery Rd
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728593
Client No.: 55-175

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Window Glazing

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above East Window, Top
Windows At The Front Of Store; 6018
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728594
Client No.: 55-176

Percent Asbestos:

None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Window Glazing

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Above East Window, Top
Windows At The Front Of Store; 6018
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
I — Frank E. Ehrenfeld, I1I
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14 Page 61 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728595
Client No.: 55-177

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Window Glazing

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above West Window, Top
Windows At The Front Of Store; 6018
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728596
Client No.: 56-178

Percent Asbestos:

PC 3.4 Chrysotile

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: East Side Of Window, Main
Windows At The Front Of Store; 6018
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

96.6

Lab No.: 6728597
Client No.: 56-179

Percent Asbestos:
None Detected

Analyst Observation: Tan Caulk
Client Description: Grey Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: East Side Near Doorway, Main
Windows At The Front Of Store; 6018
Montgomery Rd

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728598
Client No.: 56-180

Analyst Observation: White Caulk
Client Description: Grey Exterior Window Caulking

Location: West Side Of Windows, Main
Windows At The Front Of Store; 6018

Montgomery Rd
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728599 Analyst Observation: Grey Caulk Location: Window Above Entry To 6018
Client No.: 57-181 Client Description: Grey Exterior Window Caulking Montgomery Rd, 2nd Floor
Facility:
Percent Asbestos: Percent Non=Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC 4.2 Chrysotile None Detected 95.8
Please refer to the Appendix of this report for further information regarding your analysis.
ived: 2/28/2019 :
Date Received: Approved By: g 2 = Lo
Date Analyzed: 03/07/2019
yo Frank E. Ehrenfeld, III
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14 Page 62 of 153



\,> 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728600 Analyst Observation: Grey Caulk Location: Window Above Entry To 6018
Client No.: 57-182 Client Description: Grey Exterior Window Caulking Montgomery Rd, 2nd Floor
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC 4.4 Chrysotile None Detected 95.6
Lab No.: 6728601 Analyst Observation: Grey Caulk Location: Window Above Entry To 6018
Client No.: 57-183 Client Description: Grey Exterior Window Caulking Montgomery Rd, 2nd Floor
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
PC 4.1 Chrysotile None Detected 95.9

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

e o Frank E. Ehrenfeld, III
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:14 Page 63 of 153



L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728602
Client No.: 58-184

Percent Asbestos:

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Door Caulking

Percent Non-Asbestos Fibrous Material:

None Detected 5 Cellulose

Location: East Side Of Door At Entry To
Entry To 6016-6018 Montgomery Rd, 2nd
Floor

Facility:

Percent Non-Fibrous Material:

95

Lab No.: 6728603
Client No.: 58-185

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Door Caulking

Percent Asbestos:
None Detected

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Location: West Side Of Door At Entry To
Entry To 6016-6018 Montgomery Rd, 2nd
Floor

Facility:

Percent Non-Fibrous Material:

95

Lab No.: 6728604
Client No.: 58-186

Percent Asbestos:
None Detected

Analyst Observation: Grey Caulk
Client Description: Grey Exterior Door Caulking

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Location: West Side Of Door At Entry To
Entry To 60166018 Montgomery Rd, 2nd
Floor

Facility:

Percent Non-Fibrous Material:

95

Lab No.: 6728605

Analyst Observation: Grey Ceiling Tile

Client No.: 59-187

Percent Asbestos:

None Detected 5 Cellulose

Client Description: Grey Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

Location: East Side; 6016 Montgomery Rd,
Front Store Window

Facility:

Percent Non-Fibrous Material:

95

Lab No.: 6728606
Client No.: 59-188

Percent Asbestos:

None Detected 5 Cellulose

Analyst Observation: Grey Ceiling Tile
Client Description: Grey Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

Location: West Side; 6016 Montgomery Rd,
Front Store Window
Facility:

Percent Non-Fibrous Material:

95

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: i Vo 2~
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:14

Page 64 of 153

Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Report Date:  3/7/2019
Report No.: 584587 - PLM
Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728607 Analyst Observation: Grey Caulk Location: West Side; 6016 Montgomery Rd,

Client No.: 59-189

Percent Asbestos:
None Detected

Client Description: Grey Exterior Window Caulking

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Front Store Window
Facility:
Percent Non-Fibrous Material:

95

Lab No.: 6728608
Client No.: 60-190

Percent Asbestos:
None Detected
Lab No.: 6728608(L2)
Client No.: 60-190

Percent Asbestos:
None Detected

Lab No.: 6728608(L3)
Client No.: 60-190

Percent Asbestos:
None Detected

Analyst Observation: Black Vinyl Sheet Flooring
Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Fibrous Backing
Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:

15 Cellulose

Analyst Observation: Yellow Mastic
Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Middle Of Area, Lobby; 6016
Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of Area, Lobby; 6016
Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

85

Location: Middle Of Area, Lobby; 6016
Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728609
Client No.: 60-191

Percent Asbestos:
None Detected

Analyst Observation: Black Vinyl Sheet Flooring
Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: East Side, Lobby; 6016
Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
7 S 227
Signature: i ol 7~ ~a—
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:14
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L

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Client: TER940

Report Date:  3/7/2019

Report No.: 584587 - PLM

Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728609(L2)
Client No.: 60-191

Percent Asbestos:
None Detected

Lab No.: 6728609(L3)
Client No.: 60-191

Percent Asbestos:
None Detected

Analyst Observation: Off-White Fibrous Backing
Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:
15 Cellulose

Analyst Observation: Yellow Mastic
Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:
1 Cellulose

Location: East Side, Lobby; 6016
Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

85

Location: East Side, Lobby; 6016
Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728610
Client No.: 60-192

Percent Asbestos:
None Detected

Lab No.: 6728610(L2)
Client No.: 60-192

Percent Asbestos:
None Detected

Lab No.: 6728610(L3)
Client No.: 60-192

Percent Asbestos:
None Detected

Analyst Observation: Black Vinyl Sheet Flooring
Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off~White Fibrous Backing

Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:

15 Cellulose

Analyst Observation: Yellow Mastic
Client Description: 12"x12" Black Vinyl Sheet Floor Tile
W/White Squall And Yellow Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: West Side, Lobby; 6016
Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

100

Location: West Side, Lobby; 6016
Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

85

Location: West Side, Lobby; 6016
Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
T 227
Signature: 2 e — ——
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:14
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226
Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728610(L4)
Client No.: 60-192

Analyst Observation: Grey Leveling Compound
Client Description: 12"x12" Black Vinyl Sheet Floor Tile

W/White Squall And Yellow Mastic

Percent Asbestos:

Percent Non-Asbestos Fibrous Material:

None Detected 1 Cellulose

Location: West Side, Lobby; 6016
Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728611
Client No.: 61-193

Percent Asbestos:

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x2' Small Fissure Ceiling Tile

Percent Non-Asbestos Fibrous Material:

30 Cellulose
10 Fibrous Glass

None Detected

Location: Southeast Corner, Lobby; 6016
Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728612
Client No.: 61-194

Percent Asbestos:

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x2' Small Fissure Ceiling Tile

Percent Non-Asbestos Fibrous Material:

30 Cellulose
10 Fibrous Glass

None Detected

Location: South Middle Of Lobby; 6016
Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728613
Client No.: 61-195

Percent Asbestos:

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x2' Small Fissure Ceiling Tile

Percent Non-Asbestos Fibrous Material:

30 Cellulose
10 Fibrous Glass

None Detected

Location: Along North Wall In The Middle,
Lobby; 6016 Montgomery Rd, 1st Fl-
Former Lester Forest

Facility:

Percent Non-Fibrous Material:

60

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019

7 A Z 27
Signature: i i 7 — e
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:14
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\,> 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728614 Analyst Observation: White Drywall Location: Middle Of Room, Above
Client No.: 62-196 Client Description: Unfinished Gypsum Board Ceilings; 6016 Montgomery Rd, 1st Fl-
Former Lester Forest
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 98
1 Fibrous Glass
Lab No.: 6728615 Analyst Observation: White Drywall Location: North End Of Room, Above
Client No.: 62-197 Client Description: Unfinished Gypsum Board Ceilings; 6016 Montgomery Rd, 1st Fl-
Former Lester Forest
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 98
1 Fibrous Glass
Lab No.: 6728616 Analyst Observation: White Drywall Location: South End Of Room, Above
Client No.: 62-198 Client Description: Unfinished Gypsum Board Ceilings; 6016 Montgomery Rd, 1st Fl-
Former Lester Forest
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 98
1 Fibrous Glass
Lab No.: 6728617 Analyst Observation: White Drywall Location: Lobby Area On West Wall; 6016
Client No.: 63-199 Client Description: Drywall System: Drywall And Joint Montgomery Rd, 1st Fl-Former Lester
Compound Forest
Facility:
Percent Asbestos: Percent Non=Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 98

1 Fibrous Glass

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019
e 7 Frank E. Ehrenfeld, III

Laboratory Director

Signature: PP et

Analyst: Tyier Matthews

Dated : 3/8/2019 3:58:14 Page 68 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728617(L2)
Client No.: 63-199

Percent Asbestos:
None Detected

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Lobby Area On West Wall; 6016
Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728618
Client No.: 63-200

Percent Asbestos:
None Detected

Lab No.: 6728618(L2)
Client No.: 63-200

Percent Asbestos:
None Detected

Analyst Observation: White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

1 Cellulose
1 Fibrous Glass

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Lobby Area On South Bulk Head;
6016 Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

98

Location: Lobby Area On South Bulk Head;
6016 Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728619
Client No.: 63-201

Percent Asbestos:
None Detected

Lab No.: 6728619(L2)
Client No.: 63-201

Percent Asbestos:
None Detected

Analyst Observation: White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non=-Asbestos Fibrous Material:

1 Cellulose
1 Fibrous Glass

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Lobby Area In Middle Of East
Wall; 6016 Montgomery Rd, 1st Fl-Former
Lester Forest

Facility:

Percent Non-Fibrous Material:

98

Location: Lobby Area In Middle Of East
Wall; 6016 Montgomery Rd, 1st Fl-Former
Lester Forest

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019

7 A Z 27
Signature: i i 7 — e
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:14
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728620
Client No.: 64-202

Percent Asbestos:
None Detected

Lab No.: 6728620(L2)
Client No.: 64-202

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:
1 Cellulose

Location: West Wall Above Ceiling Tile On
South End; 6016 Montgomery Rd, 1st Fl-
Former Lester Forest

Facility:

Percent Non-Fibrous Material:

100

Location: West Wall Above Ceiling Tile On
South End; 6016 Montgomery Rd, 1st Fl-
Former Lester Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728621
Client No.: 64-203

Percent Asbestos:
None Detected

Lab No.: 6728621(L2)
Client No.: 64-203

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Middle Of West Wall; 6016
Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of West Wall; 6016
Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728622
Client No.: 64-204

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: North Wall Above Windows;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
7 S 227
Signature: i ol 7~ ~a—
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:14
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728622(L2)
Client No.: 64-204

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: North Wall Above Windows;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728623
Client No.: 64-205

Percent Asbestos:
None Detected

Lab No.: 6728623(L2)
Client No.: 64-205

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: West Wall Near Basement
Stairwell; 6016 Montgomery Rd, 1st Fl-
Former Lester Forest

Facility:

Percent Non-Fibrous Material:

100

Location: West Wall Near Basement
Stairwell; 6016 Montgomery Rd, 1st Fl-
Former Lester Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728624
Client No.: 64-206

Percent Asbestos:
None Detected

Lab No.: 6728624(L2)
Client No.: 64-206

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster: Finished Coat And Base Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: West Wall Towards The North
End; 6016 Montgomery Rd, 1st Fl-Former
Lester Forest

Facility:

Percent Non-Fibrous Material:

100

Location: West Wall Towards The North
End; 6016 Montgomery Rd, 1st FI-Former
Lester Forest

Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
T 227
Signature: 2 e — ——
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:15
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728625
Client No.: 65-207

Percent Asbestos:
None Detected

Analyst Observation: Yellow Mastic
Client Description: Yellow Carpet Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Northeast Corner; 6016
Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728626
Client No.: 65-208

Percent Asbestos:
None Detected

Analyst Observation: Yellow Mastic
Client Description: Yellow Carpet Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Northwest Near Basement Steps;
6016 Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728627
Client No.: 65-209

Percent Asbestos:
None Detected

Analyst Observation: Yellow Mastic
Client Description: Yellow Carpet Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Southeast Corner Near Exit Door;
6016 Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728628
Client No.: 66-210

Percent Asbestos:
None Detected

Lab No.: 6728628(L2)

Client No.: 66-210

Percent Asbestos:
None Detected

Analyst Observation: Off-White Vinyl Sheet Flooring
Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Analyst Observation: Yellow Mastic
Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: At Entry To North Restroom;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

90

Location: At Entry To North Restroom;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received:
Date Analyzed:

Signature:
Analyst:

Dated : 3/8/2019 3:58:15

2/28/2019

03/07/2019

‘ 7L e —
Tyier Matthews
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728628(L3)
Client No.: 66-210

Percent Asbestos:
None Detected

Analyst Observation: Grey Leveling Compound
Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: At Entry To North Restroom;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728629
Client No.: 66-211

Percent Asbestos:
None Detected

Lab No.: 6728629(L2)
Client No.: 66-211

Percent Asbestos:
None Detected

Lab No.: 6728629(L3)
Client No.: 66-211

Percent Asbestos:
None Detected

Analyst Observation: Off-White Vinyl Sheet Flooring
Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Analyst Observation: Yellow Mastic
Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Grey Leveling Compound
Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Location: At Entry To North Restroom;
6016 Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

90

Location: At Entry To North Restroom;
6016 Montgomery Rd, 1st FI-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Location: At Entry To North Restroom;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

98

Lab No.: 6728630
Client No.: 66-212

Percent Asbestos:
None Detected

Analyst Observation: Off-White Vinyl Sheet Flooring
Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Location: At Entry To South Restroom;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

90

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019

7 A Z 27
Signature: i i 7 — e
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:15
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728630(L2)
Client No.: 66-212

Percent Asbestos:
None Detected

Lab No.: 6728630(L3)
Client No.: 66-212

Percent Asbestos:
None Detected

Analyst Observation: Beige Floor Tile
Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Mastic

Client Description: Rock Pattern Vinyl Sheet Flooring
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: At Entry To South Restroom;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

100

Location: At Entry To South Restroom;
6016 Montgomery Rd, 1st Fl-Former Lester
Forest

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728631
Client No.: 67-213

Percent Asbestos:
60 Chrysotile

Analyst Observation: Grey Insulation
Client Description: Aerocell Pipe Insulation

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Location: NW Room In 6016 Montgomery
Rd Basement

Facility:

Percent Non-Fibrous Material:

30

Lab No.: 6728632
Client No.: 67-214

Percent Asbestos:

60 Chrysotile

Analyst Observation: Grey Insulation
Client Description: Aerocell Pipe Insulation

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Location: South End Of South Room In
6016 Montgomery Rd Basement
Facility:

Percent Non-Fibrous Material:

30

Lab No.: 6728633
Client No.: 67-215

Percent Asbestos:

60 Chrysotile

Analyst Observation: Grey Insulation
Client Description: Aerocell Pipe Insulation

Percent Non=-Asbestos Fibrous Material:

10 Cellulose

Location: South End And Near Restroom
Of 6018 Montgomery Rd Basement
Facility:

Percent Non-Fibrous Material:

30

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019

7 S 227
Signature: i ol 7~ ~a—
Analyst: Tyler Matthews
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728634
Client No.: 68-216

Analyst Observation: Grey Insulation
Client Description: White Hard Pipe Fittings

Location: NW Room In 6016 Montgomery
Rd Basement

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
60 Chrysotile 10 Cellulose 30

Lab No.: 6728635
Client No.: 68-217

Percent Asbestos:

60 Chrysotile

Analyst Observation: Grey Insulation
Client Description: White Hard Pipe Fittings

Percent Non-Asbestos Fibrous Material:

10 Cellulose

Location: South End Of South Room In
6016 Montgomery Rd Basement
Facility:

Percent Non-Fibrous Material:

30

Lab No.: 6728636
Client No.: 68-218

Analyst Observation: Grey Insulation
Client Description: White Hard Pipe Fittings

Location: South End And Near Restroom
Of 6018 Montgomery Rd Basement

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
60 Chrysotile 10 Cellulose 30

Lab No.: 6728637
Client No.: 69-219

Analyst Observation: Black/Tan Tar Paper
Client Description: Black Tar Paper

Location: Middle Of NE Room Of
Basement Of 6016 Montgomery Rd

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 80 Cellulose 20

Lab No.: 6728638
Client No.: 69-220

Analyst Observation: Black/Tan Tar Paper
Client Description: Black Tar Paper

Location: South Room On North Side Of
Basement Of 6016 Montgomery Rd

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 80 Cellulose 20

Lab No.: 6728639
Client No.: 69-221

Analyst Observation: Black Tar Paper
Client Description: Black Tar Paper

Location: Middle Of NW Room Of
Basement Of 6018 Montgomery Rd

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 70 Cellulose 30

Please refer to the Appendix of this report for further information regarding your analysis.

Date Reciivec(li: (2)/32/:;/72/2(1)?9 Approved By: g , = .
Date An :

e e — Frank E. Ehrenfeld, I
Signature: o7 R Laboratory Director
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:15
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728640
Client No.: 70-222

Analyst Observation: White Insulation
Client Description: White Waterproofing

Location: Northwest Stairwell; 6018-6018
Montgomery Rd Basement

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728641
Client No.: 70-223

Percent Asbestos:
None Detected

Analyst Observation: White Insulation
Client Description: White Waterproofing

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Northwest Stairwell; 6018-6018
Montgomery Rd Basement
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728642
Client No.: 70-224

Analyst Observation: White Insulation
Client Description: White Waterproofing

Location: Northwest Stairwell; 6018-6018
Montgomery Rd Basement

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Reciivec(li: (2);2/3{12/2(1)?9 Approved By: g , = .
Date An :

ale Alalyze e r— Frank E. Ehrenfeld, IT1
Signature: o7 e Laboratory Director
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:15
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728643
Client No.: 71-225

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Finish Coat On Gypsum Board

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Doorway Btwn 6018
Montgomery Rd And 6018 Montgomery Rd
Bsmt Ceiling

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728644
Client No.: 71-226

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Finish Coat On Gypsum Board

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: SE Corner Of North Room; 6018
Montgomery Rd Bsmt Ceiling
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728645
Client No.: 71-227

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Finish Coat On Gypsum Board

Percent Non-Asbestos Fibrous Material:
1 Cellulose

Location: Doorway Btwn North And South
Rooms; 6018 Montgomery Rd Bsmt Ceiling
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728646
Client No.: 71-228

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Finish Coat On Gypsum Board

Percent Non-Asbestos Fibrous Material:
1 Cellulose

Location: Center Of South Room; 6018
Montgomery Rd Bsmt Ceiling
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728647
Client No.: 71-229

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Finish Coat On Gypsum Board

Percent Non-Asbestos Fibrous Material:
1 Cellulose

Location: Exit To Rear Of Bldg; 6018
Montgomery Rd Bsmt Ceiling
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728648
Client No.: 72-230

Percent Asbestos:

45 Chrysotile

Analyst Observation: Grey Insulation
Client Description: Corrugated Insulation Board

Percent Non-Asbestos Fibrous Material:
20 Cellulose

Location: Above Boiler; 6018 Montgomery
Rd
Facility:

Percent Non-Fibrous Material:

35

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
s — Frank E. Ehrenfeld, 111
Signature: e O & ( Laboratory Director
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:15 Page 77 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728649
Client No.: 72-231

Percent Asbestos:

45 Chrysotile

Analyst Observation: Grey Insulation
Client Description: Corrugated Insulation Board

Percent Non-Asbestos Fibrous Material:
15 Cellulose

Location: Above Boiler; 6018 Montgomery
Rd

Facility:

Percent Non-Fibrous Material:

40

Lab No.: 6728650
Client No.: 72-232

Percent Asbestos:

45 Chrysotile

Analyst Observation: Grey Insulation
Client Description: Corrugated Insulation Board

Percent Non-Asbestos Fibrous Material:
20 Cellulose

Location: Above Boiler; 6018 Montgomery
Rd
Facility:

Percent Non-Fibrous Material:

35

Lab No.: 6728651
Client No.: 72-233

Percent Asbestos:
None Detected

Lab No.: 6728651(L2)
Client No.: 72-233

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

20 Cellulose

2 Fibrous Glass

Analyst Observation: White Joint Compound

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above Boiler; 6018 Montgomery
Rd Bsmt

Facility:

Percent Non-Fibrous Material:

78

Location: Above Boiler; 6018 Montgomery
Rd Bsmt

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728652
Client No.: 73-234

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

20 Cellulose
1 Fibrous Glass

Location: Above Boiler; 6018 Montgomery
Rd Bsmt
Facility:

Percent Non-Fibrous Material:

79

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: LA D e il
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:15
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Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728652(L2)
Client No.: 73-234

Percent Asbestos:
None Detected

Lab No.: 6728652(L3)
Client No.: 73-234

Percent Asbestos:
None Detected

Analyst Observation: White Joint Compound

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

20 Cellulose
1 Fibrous Glass

Location: Above Boiler; 6018 Montgomery
Rd Bsmt

Facility:

Percent Non-Fibrous Material:

100

Location: Above Boiler; 6018 Montgomery
Rd Bsmt
Facility:

Percent Non-Fibrous Material:

79

Lab No.: 6728653
Client No.: 73-235

Percent Asbestos:

None Detected

Lab No.: 6728653(L2)
Client No.: 73-235

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

15 Cellulose

1 Fibrous Glass

Analyst Observation: White Joint Compound

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Near Exit Door; 6018
Montgomery Rd Bsmt Near Boiler
Facility:

Percent Non-Fibrous Material:

84

Location: Near Exit Door; 6018
Montgomery Rd Bsmt Near Boiler
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728654
Client No.: 74-236

Percent Asbestos:
None Detected

Analyst Observation: White/Grey Floor Tile

Client Description: 12'x12" Black/White Checkered Floor

Tile W/Yellow
Percent Non-Asbestos Fibrous Material:
None Detected

Location: Near Rear Exit; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: LA D e il
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:15
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Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728655
Client No.: 74-237

Analyst Observation: White/Grey Floor Tile Location: Near Front Entrance; 6018
Client Description: 12'x12" Black/White Checkered Floor Montgomery Rd 1st Fl Former Salon
Tile W/Yellow Facility:

Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected 100

Percent Asbestos:
None Detected

Lab No.: 6728656
Client No.: 74-238

Analyst Observation: White/Grey Floor Tile Location: Doorway To Large Middle
Client Description: 12'x12" Black/White Checkered Floor Room; 6018 Montgomery Rd 1st Fl Former

Percent Asbestos:
None Detected

Tile W/Yellow

Percent Non-Asbestos Fibrous Material:

None Detected

Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728657
Client No.: 75-239

Percent Asbestos:
None Detected

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x4' Small Fissure Ceiling Tile

Percent Non-Asbestos Fibrous Material:
35 Cellulose
15 Fibrous Glass

Location: Above Rear Exit Door South
Room; 6018 Montgomery Rd 1st Fl Former
Salon

Facility:

Percent Non-Fibrous Material:

50

Lab No.: 6728658
Client No.: 75-240

Percent Asbestos:
None Detected

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x4' Small Fissure Ceiling Tile

Percent Non=Asbestos Fibrous Material:
35 Cellulose
15 Fibrous Glass

Location: Middle Of Hallway South Room;
6018 Montgomery Rd 1st Fl1 Former Salon
Facility:

Percent Non-Fibrous Material:

50

Lab No.: 6728659
Client No.: 75-241

Percent Asbestos:
None Detected

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x4' Small Fissure Ceiling Tile

Percent Non-Asbestos Fibrous Material:
30 Cellulose
15 Fibrous Glass

Location: North End Of Hallway South
Room; 6018 Montgomery Rd 1st Fl Former
Salon

Facility:

Percent Non-Fibrous Material:

55

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
sty — Frank E. Ehrenfeld, 111
Signature: e O & ( Laboratory Director
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:15 Page 80 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728660
Client No.: 76-242

Percent Asbestos:
None Detected

Lab No.: 6728660(L2)
Client No.: 76-242

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: White Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: South Doorway In Salon Area;
6018 Montgomery Rd 1st FI Former Salon
Facility:

Percent Non-Fibrous Material:

99

Location: South Doorway In Salon Area;
6018 Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728661
Client No.: 76-243

Percent Asbestos:
None Detected

Lab No.: 6728661(L2)
Client No.: 76-243

Percent Asbestos:
None Detected

Analyst Observation: Off-White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Ceiling Texture

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: West Wall Of Salon Area; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: West Wall Of Salon Area; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728662
Client No.: 76-244

Percent Asbestos:
None Detected

Lab No.: 6728662(L2)
Client No.: 76-244

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of Lobby; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of Lobby; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:15

Page 81 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728663
Client No.: 76-245

Percent Asbestos:
None Detected

Lab No.: 6728663(L2)
Client No.: 76-245

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of Lobby; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner Of Lobby; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728664
Client No.: 76-246

Percent Asbestos:
None Detected

Lab No.: 6728664(L2)
Client No.: 76-246

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Wall Of West Room; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: West Wall Of West Room; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728665
Client No.: 76-247

Percent Asbestos:
None Detected

Lab No.: 6728665(L2)
Client No.: 76-247

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of West Room; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner Of West Room; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:15
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e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728666
Client No.: 76-248

Percent Asbestos:
None Detected

Lab No.: 6728666(L2)
Client No.: 76-248

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Ceilings: Base Coat And Finished

Coat
Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished

Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of Salon Area; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner Of Salon Area; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728667
Client No.: 77-249

Percent Asbestos:
None Detected

Lab No.: 6728667(L2)
Client No.: 77-249

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of Restroom; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of Restroom; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728668
Client No.: 77-250

Percent Asbestos:
None Detected

Lab No.: 6728668(L2)
Client No.: 77-250

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of West Room; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner Of West Room; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:15
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728669
Client No.: 77-251

Percent Asbestos:
None Detected

Lab No.: 6728669(L2)
Client No.: 77-251

Percent Asbestos:
None Detected

Lab No.: 6728669(L3)
Client No.: 77-251

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster
Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Texture

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Hallway Outside Restroom; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: Hallway Outside Restroom; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: Hallway Outside Restroom; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728670
Client No.: 77-252

Percent Asbestos:
None Detected

Lab No.: 6728670(L2)
Client No.: 77-252

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Closet Next To Restroom; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: Closet Next To Restroom; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728671
Client No.: 77-253

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Drywall

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

10 Cellulose
1 Fibrous Glass

Location: South Rear Wall; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

89

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:15
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Frank E. Ehrenfeld, III
Laboratory Director




1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728672
Client No.: 77-254

Percent Asbestos:
None Detected

Lab No.: 6728672(L2)
Client No.: 77-254

Percent Asbestos:
None Detected

Lab No.: 6728672(L3)
Client No.: 77-254

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster
Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Texture

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: East Lobby Wall; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: East Lobby Wall; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: East Lobby Wall; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728673
Client No.: 77-255

Percent Asbestos:
None Detected

Lab No.: 6728673(L2)
Client No.: 77-255

Percent Asbestos:
None Detected

Lab No.: 6728673(L3)
Client No.: 77-255

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Texture

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: East Restroom Wall; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: East Restroom Wall; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: East Restroom Wall; 6018
Montgomery Rd 1st F1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:15
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Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728674
Client No.: 78-256

Analyst Observation: White Wall Texture
Client Description: Textured Wall Coating

Location: NE Corner Of Salon Room; 6018
Montgomery Rd 1st Fl Former Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728675
Client No.: 78-257

Analyst Observation: White Wall Texture
Client Description: Textured Wall Coating

Location: Middle Of East Wall Of Salon
Room; 6018 Montgomery Rd 1st Fl Former
Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728676
Client No.: 78-258

Analyst Observation: White Wall Texture
Client Description: Textured Wall Coating

Location: SE Corner Of Salon Room; 6018
Montgomery Rd 1st Fl Former Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728677
Client No.: 78-259

Percent Asbestos:
None Detected

Analyst Observation: White Wall Texture
Client Description: Textured Wall Coating

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Of Rear Exit; 6018
Montgomery Rd 1st Fl Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728678
Client No.: 78-260

Analyst Observation: White Wall Texture
Client Description: Textured Wall Coating

Location: East Of Rear Exit; 6018
Montgomery Rd 1st Fl Former Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728679
Client No.: 78-261

Percent Asbestos:
None Detected

Analyst Observation: White Wall Texture
Client Description: Textured Wall Coating

Percent Non-Asbestos Fibrous Material:

None Detected

Location: East Of Rear Exit; 6018
Montgomery Rd 1st Fl1 Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
sty —— Frank E. Ehrenfeld, 111
Signature: e O & ( Laboratory Director
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:15 Page 86 of 153



\,> 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728680 Analyst Observation: White Wall Texture Location: Middle Of Salon Above East
Client No.: 79-262 Client Description: Textured Wall Coating Wall; 6018 Montgomery Rd 1st Fl Former
Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

L - < . Frank E. Ehrenfeld, III
Signature: e O & ( Laboratory Director
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:15 Page 87 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728681
Client No.: 79-263

Percent Asbestos:
None Detected

Lab No.: 6728681(L2)
Client No.: 79-263

Percent Asbestos:
None Detected

Analyst Observation: White Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: N Wall In Kitchen; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

98

Location: N Wall In Kitchen; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728682
Client No.: 79-264

Percent Asbestos:
None Detected

Lab No.: 6728682(L2)
Client No.: 79-264

Percent Asbestos:
None Detected

Analyst Observation: White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Salon Rm Under Texture In SW
Corner; 6018 Montgomery Rd 1st Fl-Former
Salon

Facility:

Percent Non-Fibrous Material:

98

Location: Salon Rm Under Texture In SW
Corner; 6018 Montgomery Rd st Fl-Former
Salon

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728683
Client No.: 79-265

Percent Asbestos:

None Detected

Analyst Observation: White Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Location: Laundry Rm In SE Corner; 6018
Montgomery Rd 1st FI-Former Salon
Facility:

Percent Non-Fibrous Material:

98

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15
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Approved By:
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728683(L2)
Client No.: 79-265

Percent Asbestos:
None Detected

Analyst Observation: White Joint Compound

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Laundry Rm In SE Corner; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728684
Client No.: 79-266

Percent Asbestos:
None Detected
Lab No.: 6728684(L2)
Client No.: 79-266

Percent Asbestos:
None Detected

Analyst Observation: White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Hall Outside Kitchen In SW
Corner; 6018 Montgomery Rd 1st FI-Former
Salon

Facility:

Percent Non-Fibrous Material:

98

Location: Hall Outside Kitchen In SW
Corner; 6018 Montgomery Rd 1st FI-Former
Salon

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728685
Client No.: 79-267

Percent Asbestos:
None Detected

Lab No.: 6728685(L2)
Client No.: 79-267

Percent Asbestos:

None Detected

Analyst Observation: White Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Analyst Observation: White Joint Compound

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Front Rm On S Middle Wall;
6018 Montgomery Rd 1st FI-Former Salon
Facility:

Percent Non-Fibrous Material:

98

Location: Front Rm On S Middle Wall;
6018 Montgomery Rd 1st FI-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15
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Approved By:
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728686
Client No.: 79-268

Percent Asbestos:
None Detected

Lab No.: 6728686(L2)
Client No.: 79-268

Percent Asbestos:
None Detected

Analyst Observation: White Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Front Rm On S Wall; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

98

Location: Front Rm On S Wall; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728687
Client No.: 79-269

Percent Asbestos:
None Detected

Lab No.: 6728687(L2)
Client No.: 79-269

Percent Asbestos:
None Detected

Analyst Observation: White Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

2 Cellulose

Analyst Observation: White Joint Compound

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner Of S Area; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

98

Location: NE Corner Of S Area; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728688
Client No.: 80-270

Percent Asbestos:
None Detected

Lab No.: 6728688(L2)
Client No.: 80-270

Percent Asbestos:
None Detected

Analyst Observation: White Texture
Client Description: Textured Ceiling

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Textured Ceiling

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Center Of N Wall; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of N Wall; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15
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Approved By:
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Frank E. Ehrenfeld, III
Laboratory Director



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728688(L3)
Client No.: 80-270

Analyst Observation: White Plaster
Client Description: Textured Ceiling

Location: Center Of N Wall; 6018
Montgomery Rd 1st Fl-Former Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728689
Client No.: 80-271

Percent Asbestos:
None Detected

Lab No.: 6728689(L2)
Client No.: 80-271

Analyst Observation: White Texture
Client Description: Textured Ceiling

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Textured Ceiling

Location: Center Of N Side; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of N Side; 6018
Montgomery Rd 1st Fl-Former Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728689(L3)
Client No.: 80-271

Analyst Observation: White Plaster
Client Description: Textured Ceiling

Location: Center Of N Side; 6018
Montgomery Rd 1st Fl-Former Salon

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728690
Client No.: 80-272

Analyst Observation: White Texture
Client Description: Textured Ceiling

Location: Center Of Rm; 6018
Montgomery Rd 1st Fl-Former Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non=-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728691
Client No.: 80-273

Analyst Observation: White Texture
Client Description: Textured Ceiling

Location: Center Of S Side; 6018
Montgomery Rd 1st Fl-Former Salon

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
I — Frank E. Ehrenfeld, I1I
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728691(L2)
Client No.: 80-273

Percent Asbestos:
None Detected

Lab No.: 6728691(L3)
Client No.: 80-273

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster
Client Description: Textured Ceiling

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster
Client Description: Textured Ceiling

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of S Side; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of S Side; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728692
Client No.: 80-274

Percent Asbestos:
None Detected

Analyst Observation: White Texture
Client Description: Textured Ceiling

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of S Wall; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728693
Client No.: 81-275

Percent Asbestos:
None Detected

Lab No.: 6728693(L2)
Client No.: 81-275

Percent Asbestos:
None Detected

Analyst Observation: Brown/Blue Fiberboard
Client Description: Blue Wood Board w/Yellow Mastic

Percent Non=-Asbestos Fibrous Material:
60 Cellulose

Analyst Observation: Yellow Mastic
Client Description: Blue Wood Board w/Yellow Mastic

Percent Non=-Asbestos Fibrous Material:
None Detected

Location: N End; 6018 Montgomery Rd 1st

Fl-Former Salon
Facility:
Percent Non-Fibrous Material:

40

Location: N End; 6018 Montgomery Rd 1st

Fl-Former Salon
Facility:
Percent Non-Fibrous Material:

100

Lab No.: 6728694
Client No.: 81-276

Percent Asbestos:
None Detected

Analyst Observation: Brown/Blue Fiberboard
Client Description: Blue Wood Board w/Yellow Mastic

Percent Non=-Asbestos Fibrous Material:
60 Cellulose

Location: Middle; 6018 Montgomery Rd

1st FI-Former Salon
Facility:
Percent Non-Fibrous Material:

40

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15
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Approved By:
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Frank E. Ehrenfeld, III
Laboratory Director



\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728694(L2) Analyst Observation: Yellow Mastic Location: Middle; 6018 Montgomery Rd
Client No.: 81-276 Client Description: Blue Wood Board w/Yellow Mastic 1st Fl-Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728695 Analyst Observation: Brown/Blue Fiberboard Location: S End; 6018 Montgomery Rd 1st
Client No.: 81-277 Client Description: Blue Wood Board w/Yellow Mastic Fl-Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 60 Cellulose 40
Lab No.: 6728695(L2) Analyst Observation: Yellow Mastic Location: S End; 6018 Montgomery Rd 1st
Client No.: 81-277 Client Description: Blue Wood Board w/Yellow Mastic Fl-Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728696 Analyst Observation: Brown Carpet Location: West Room On South Side, West
Client No.: 82-278 Client Description: Carpet Mastic Side Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon
Facility:
Percent Asbestos: Percent Non=Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 80 Synthetic 20
Lab No.: 6728696(1L2) Analyst Observation: White Mastic Location: West Room On South Side, West
Client No.: 82-278 Client Description: Carpet Mastic Side Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

L i Frank E. Ehrenfeld, III
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15 Page 93 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728697
Client No.: 82-279

Analyst Observation: Brown Carpet
Client Description: Carpet Mastic

Location: Middle Of West Room, West Side
Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 70 Synthetic 30

Lab No.: 6728697(L2)
Client No.: 82-279

Analyst Observation: White Mastic
Client Description: Carpet Mastic

Location: Middle Of West Room, West Side
Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728698
Client No.: 82-280

Analyst Observation: Brown Carpet
Client Description: Carpet Mastic

Location: North End Of West Room, West
Side Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon

Facility:
Percent Asbestos: Percent Non=Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 70 Synthetic 30

Lab No.: 6728698(L2)
Client No.: 82-280

Analyst Observation: White Mastic
Client Description: Carpet Mastic

Location: North End Of West Room, West
Side Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728699
Client No.: 83-281

Percent Asbestos:
None Detected

Analyst Observation: Green Ceramic

Client Description: 12"x12" Green Ceramic Floor Tile,

Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: North End Of West Room, West
Side Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
I — Frank E. Ehrenfeld, I1I
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15

Page 94 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728699(L2)
Client No.: 83-281

Percent Asbestos:
None Detected

Lab No.: 6728699(L3)
Client No.: 83-281

Percent Asbestos:
None Detected

Analyst Observation: Lt Grey Grout
Client Description: 12"x12" Green Ceramic Floor Tile,
Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected
Analyst Observation: Dk Grey Mortar
Client Description: 12"x12" Green Ceramic Floor Tile,

Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: North End Of West Room, West
Side Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon

Facility:

Percent Non-Fibrous Material:

100

Location: North End Of West Room, West
Side Of Space; 6018 Montgomery Rd 1st Fl-
Former Salon

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728700
Client No.: 83-282

Percent Asbestos:
None Detected

Lab No.: 6728700(L2)
Client No.: 83-282

Percent Asbestos:
None Detected

Lab No.: 6728700(L3)
Client No.: 83-282

Percent Asbestos:

None Detected

Analyst Observation: Green Ceramic

Client Description: 12"x12" Green Ceramic Floor Tile,
Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Lt Grey Grout

Client Description: 12"x12" Green Ceramic Floor Tile,
Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Dk Grey Mortar

Client Description: 12"x12" Green Ceramic Floor Tile,
Mortar And Grout

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: At Entry Restroom Floor; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: At Entry Restroom Floor; 6018
Montgomery Rd 1st FI-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: At Entry Restroom Floor; 6018
Montgomery Rd 1st FI-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: Tl A\ e
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728701
Client No.: 83-283

Percent Asbestos:
None Detected

Lab No.: 6728701(L2)
Client No.: 83-283

Percent Asbestos:
None Detected

Lab No.: 6728701(L3)
Client No.: 83-283

Percent Asbestos:
None Detected

Analyst Observation: Green Ceramic

Client Description: 12"x12" Green Ceramic Floor Tile,
Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Lt Grey Grout
Client Description: 12"x12" Green Ceramic Floor Tile,
Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Dk Grey Mortar

Client Description: 12"x12" Green Ceramic Floor Tile,
Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: At Entry Restroom Floor; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: At Entry Restroom Floor; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Location: At Entry Restroom Floor; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
I — Frank E. Ehrenfeld, I1I
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch

Dated : 3/8/2019 3:58:15 Page 96 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728702
Client No.: 84-284

Percent Asbestos:
None Detected

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x4' Texture Pattern Ceiling Tile

Percent Non-Asbestos Fibrous Material:

30 Cellulose
10 Fibrous Glass

Location: Hallway Outside Restroom; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728703
Client No.: 84-285

Percent Asbestos:
None Detected

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x4' Texture Pattern Ceiling Tile

Percent Non-Asbestos Fibrous Material:

30 Cellulose
10 Fibrous Glass

Location: Hallway Outside Restroom; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728704
Client No.: 84-286

Percent Asbestos:
None Detected

Analyst Observation: Tan Ceiling Tile
Client Description: 2'x4' Texture Pattern Ceiling Tile

Percent Non-Asbestos Fibrous Material:

30 Cellulose
10 Fibrous Glass

Location: Hallway Outside Restroom; 6018
Montgomery Rd 1st Fl-Former Salon
Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728705
Client No.: 85-287

Percent Asbestos:
None Detected

Lab No.: 6728705(L2)

Client No.: 85-287

Percent Asbestos:
None Detected

Analyst Observation: Green Ceramic

Client Description: Multi-Sized Green Ceramic Floor Tile W/

Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Grout

Client Description: Multi-Sized Green Ceramic Floor Tile W/

Mortar And Grout

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Northeast Corner, Lobby To
Apartments; 6018 Montgomery Rd 1st Fl-
Former Salon

Facility:

Percent Non-Fibrous Material:

100

Location: Northeast Corner, Lobby To
Apartments; 6018 Montgomery Rd 1st FI-
Former Salon

Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received:
Date Analyzed:

Signature:
Analyst:

Dated : 3/8/2019 3:58:16

2/28/2019

03/07/2019

‘ 7L e —
Tyier Matthews
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Approved By:
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Frank E. Ehrenfeld, III
Laboratory Director



\,> 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728705(L3) Analyst Observation: Grey Mortar Location: Northeast Corner, Lobby To
Client No.: 85-287 Client Description: Multi-Sized Green Ceramic Floor Tile W/ Apartments; 6018 Montgomery Rd 1st Fl-
Mortar And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728706 Analyst Observation: Green Ceramic Location: East Of Entry Door, Lobby To
Client No.: 85-288 Client Description: Multi-Sized Green Ceramic Floor Tile W/ Apartments; 6018 Montgomery Rd 1st Fl-
Mortar And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728706(L2) Analyst Observation: Grey Grout Location: East Of Entry Door, Lobby To
Client No.: 85-288 Client Description: Multi-Sized Green Ceramic Floor Tile W/ Apartments; 6018 Montgomery Rd 1st FI-
Mortar And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728706(L3) Analyst Observation: Grey Mortar Location: East Of Entry Door, Lobby To
Client No.: 85-288 Client Description: Multi-Sized Green Ceramic Floor Tile W/ Apartments; 6018 Montgomery Rd 1st Fl-
Mortar And Grout Former Salon
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728707 Analyst Observation: Green Ceramic Location: East Of Entry Door, Lobby To
Client No.: 85-289 Client Description: Multi-Sized Green Ceramic Floor Tile W/ Apartments; 6018 Montgomery Rd 1st FI-
Mortar And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019
e 7 Frank E. Ehrenfeld, III

Laboratory Director

Signature: PP et

Analyst: Tyier Matthews

Dated : 3/8/2019 3:58:16 Page 98 of 153



\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728707(L2) Analyst Observation: Grey Grout Location: East Of Entry Door, Lobby To
Client No.: 85-289 Client Description: Multi-Sized Green Ceramic Floor Tile W/ Apartments; 6018 Montgomery Rd 1st Fl-
Mortar And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728707(L3) Analyst Observation: Grey Mortar Location: East Of Entry Door, Lobby To
Client No.: 85-289 Client Description: Multi-Sized Green Ceramic Floor Tile W/ Apartments; 6018 Montgomery Rd 1st Fl-
Mortar And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728708 Analyst Observation: White Ceramic Location: Southwest Corner, Lobby To
Client No.: 86-290 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st FI-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728708(L2) Analyst Observation: Grey Grout Location: Southwest Corner, Lobby To
Client No.: 86-290 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st Fl-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728708(L3) Analyst Observation: Grey Mortar Location: Southwest Corner, Lobby To
Client No.: 86-290 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st FI-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019
e 7 Frank E. Ehrenfeld, III

Laboratory Director

Signature: PP T

Analyst: Tyier Matthews

Dated : 3/8/2019 3:58:16 Page 99 of 153



\,> 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728709 Analyst Observation: White Ceramic Location: Northwest Corner, Lobby To
Client No.: 86-291 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st Fl-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728709(L2) Analyst Observation: Grey Grout Location: Northwest Corner, Lobby To
Client No.: 86-291 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st Fl-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728709(L3) Analyst Observation: Grey Mortar Location: Northwest Corner, Lobby To
Client No.: 86-291 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st FI-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728709(L4) Analyst Observation: Tan Mastic Location: Northwest Corner, Lobby To
Client No.: 86-291 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st Fl-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 99
Lab No.: 6728709(L5) Analyst Observation: White Fibrous Location: Northwest Corner, Lobby To
Client No.: 86-291 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st FI-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 85 Fibrous Glass 15

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019
e 7 Frank E. Ehrenfeld, III

Laboratory Director

Signature: PP et

Analyst: Tyier Matthews

Dated : 3/8/2019 3:58:16 Page 100 of 153



\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728710 Analyst Observation: White Ceramic Location: Northeast Corner, Lobby To
Client No.: 86-292 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st Fl-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728710(L2) Analyst Observation: Grey Grout Location: Northeast Corner, Lobby To
Client No.: 86-292 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st Fl-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728710(L3) Analyst Observation: Grey Mortar Location: Northeast Corner, Lobby To
Client No.: 86-292 Client Description: 4"x4" Green Ceramic Wall Tile W/Brown Apartments; 6018 Montgomery Rd 1st FI-
Mastic And Grout Former Salon
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728711 Analyst Observation: Yellow Mastic Location: At First Flr Landing, Hallways
Client No.: 87-293 Client Description: Carpet Mastic And Steps; 6016-6018 Montgomery Rd 2nd
FI Apartments
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 99
Lab No.: 6728712 Analyst Observation: Yellow Mastic Location: At First FIr Landing Btwn Floors,
Client No.: 87-294 Client Description: Carpet Mastic Hallways And Steps; 6016-6018
Montgomery Rd 2nd F1 Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

7 T D sy Frank E. Ehrenfeld, III
Signature: o7 R Laboratory Director
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:16 Page 101 of 153



1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive

Cincinnati OH 45226

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728712(L2)
Client No.: 87-294

Percent Asbestos:
None Detected

Lab No.: 6728712(L3)
Client No.: 87-294

Percent Asbestos:
None Detected

Analyst Observation: Black Fibrous
Client Description: Carpet Mastic

Percent Non-Asbestos Fibrous Material:

75 Cellulose

Analyst Observation: Brown Mastic
Client Description: Carpet Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: At First Flr Landing Btwn Floors,
Hallways And Steps; 6016-6018
Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

25

Location: At First FIr Landing Btwn Floors,
Hallways And Steps; 6016-6018
Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728713
Client No.: 87-295

Percent Asbestos:
None Detected

Lab No.: 6728713(L2)
Client No.: 87-295

Percent Asbestos:
None Detected

Lab No.: 6728713(L3)
Client No.: 87-295

Percent Asbestos:

None Detected

Analyst Observation: Yellow Mastic
Client Description: Carpet Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Black Fibrous
Client Description: Carpet Mastic

Percent Non-Asbestos Fibrous Material:

75 Cellulose

Analyst Observation: Brown Mastic
Client Description: Carpet Mastic

Percent Non=-Asbestos Fibrous Material:

1 Cellulose

Location: At Top Of Steps On N Side; 6016
-6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

99

Location: At Top Of Steps On N Side; 6016
-6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

25

Location: At Top Of Steps On N Side; 6016
-6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019

7 S 227
Signature: i ol 7~ ~a—
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:16
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Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728714
Client No.: 88-296

Percent Asbestos:
None Detected

Lab No.: 6728714(L2)
Client No.: 88-296

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: NE Apartment-NE Corner Of
Living Rm; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: NE Apartment-NE Corner Of
Living Rm; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728715
Client No.: 88-297

Percent Asbestos:
None Detected

Analyst Observation: White Insulation
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Location: NE Apartment-NE Corner Of
Living Rm; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

95

Lab No.: 6728716
Client No.: 88-298

Percent Asbestos:
None Detected

Lab No.: 6728716(L2)
Client No.: 88-298

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: North Hallway-NE Corner; 6016-
6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

100

Location: North Hallway-NE Corner; 6016-
6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
7 S 227
Signature: i ol 7~ ~a—
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:16
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728717
Client No.: 88-299

Percent Asbestos:
None Detected

Lab No.: 6728717(L2)
Client No.: 88-299

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: NW Apartment-Above Entry;
6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: NW Apartment-Above Entry;
6016-6018 Montgomery Rd 2nd FI
Apartments

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728718
Client No.: 88-300

Percent Asbestos:
None Detected

Lab No.: 6728718(L2)
Client No.: 88-300

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: NW Apartment-At Entry To
Bedroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: NW Apartment-At Entry To
Bedroom; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728719
Client No.: 88-301

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: SE Apartment-NE Corner Of
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
7 S 227
Signature: i ol 7~ ~a—
Analyst: Tyler Matthews

Dated : 3/8/2019 3:58:16
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Laboratory Director




\,> 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728719(L2) Analyst Observation: Grey Plaster Location: SE Apartment-NE Corner Of
Client No.: 88-301 Client Description: Plaster Ceilings: Base Coat And Finished Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Coat Apartments

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 99
Lab No.: 6728720 Analyst Observation: White Plaster Location: SE Apartment-SW Corner Of
Client No.: 88-302 Client Description: Plaster Ceilings: Base Coat And Finished Living Rm; 6016-6018 Montgomery Rd 1st
Coat F1 Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728720(L2) Analyst Observation: Grey Plaster Location: SE Apartment-SW Corner Of
Client No.: 88-302 Client Description: Plaster Ceilings: Base Coat And Finished Living Rm; 6016-6018 Montgomery Rd 1st
Coat Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 99
Lab No.: 6728720(L3) Analyst Observation: Off-White Texture Location: SE Apartment-SW Corner Of
Client No.: 88-302 Client Description: Plaster Ceilings: Base Coat And Finished Living Rm; 6016-6018 Montgomery Rd 1st
Coat FI Apartments
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019
e 7 Frank E. Ehrenfeld, III

Laboratory Director

Signature: PP et

Analyst: Tyier Matthews

Dated : 3/8/2019 3:58:16 Page 105 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728721
Client No.: 89-303

Percent Asbestos:
None Detected

Lab No.: 6728721(L2)
Client No.: 89-303

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:
Trace Hair

Location: NE Apartment-SW Corner Of
Living Rm; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: NE Apartment-SW Corner Of
Living Rm; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728722
Client No.: 89-304

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NE Apartment-Above Kitchen
Doorway; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728723
Client No.: 89-305

Percent Asbestos:
None Detected

Lab No.: 6728723(L2)
Client No.: 89-305

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:
Trace Hair

Location: North Hallway-NE Corner; 6016-
6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

100

Location: North Hallway-NE Corner; 6016-
6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
fhe clany 6w e g
Signature: ! 3
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:16
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728724
Client No.: 89-306

Percent Asbestos:
None Detected

Lab No.: 6728724(L2)
Client No.: 89-306

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:

1 Hair

Location: NW Apartment At Entry; 6016-
6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

100

Location: NW Apartment At Entry; 6016-
6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728725
Client No.: 89-307

Percent Asbestos:
None Detected

Lab No.: 6728725(L2)
Client No.: 89-307

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:

1 Hair

Location: NW Apartment-NW Corner Of
Bedroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: NW Apartment=-NW Corner Of
Bedroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728726
Client No.: 89-308

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Plaster Walls: Base Coat And Finish Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SE Apartment-North Wall Of
Bedroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
rfj;i 2 oty [‘*: s — o 2
Signature: ' ! 3
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:16
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Frank E. Ehrenfeld, III
Laboratory Director




\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728726(L2) Analyst Observation: Grey Plaster Location: SE Apartment-North Wall Of
Client No.: 89-308 Client Description: Plaster Walls: Base Coat And Finish Coat Bedroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected Trace Cellulose 100
Trace Hair
Lab No.: 6728727 Analyst Observation: White Plaster Location: SE Apartment-SW Corner Of
Client No.: 89-309 Client Description: Plaster Walls: Base Coat And Finish Coat Living Rm; 6016-6018 Montgomery Rd 2nd
Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728727(L2) Analyst Observation: Grey Plaster Location: SE Apartment-SW Corner Of
Client No.: 89-309 Client Description: Plaster Walls: Base Coat And Finish Coat Living Rm; 6016-6018 Montgomery Rd 2nd
Fl Apartments
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected Trace Cellulose 100
Lab No.: 6728728 Analyst Observation: Tan Ceiling Texture Location: NW Corner Of Dining Rm In
Client No.: 90-310 Client Description: Textured Ceilings NW Apartment; 6016-6018 Montgomery Rd
2nd F1 Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728729 Analyst Observation: Off-White Ceiling Texture Location: NE Corner Of Bedroom In NW
Client No.: 90-311 Client Description: Textured Ceilings Apartment; 6016-6018 Montgomery Rd 2nd
Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

yz R = T Frank E. Ehrenfeld, III
Signature: s Sl 9 Laboratory Director
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:16 Page 108 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728730
Client No.: 90-312

Analyst Observation: White Ceiling Texture
Client Description: Textured Ceilings

Location: North End Of Living Rm In SW
Apartment; 6016-6018 Montgomery Rd 2nd

Fl Apartments

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728731
Client No.: 90-313

Analyst Observation: White Ceiling Texture
Client Description: Textured Ceilings

Location: Middle Of SE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728732
Client No.: 90-314

Analyst Observation: Tan Ceiling Texture
Client Description: Textured Ceilings

Location: SE Corner Of Dining Rm In NE
Apartment; 6016-6018 Montgomery Rd 2nd

Fl Apartments

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728733
Client No.: 90-315

Analyst Observation: Tan Ceiling Texture
Client Description: Textured Ceilings

Location: SW Corner Of Living Rm In NE
Apartment; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728734
Client No.: 90-316

Percent Asbestos:
None Detected

Analyst Observation: Tan Ceiling Texture
Client Description: Textured Ceilings

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Location: NE Corner Of Dining Rm In NE
Apartment; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

95

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = .
Date Analyzed: 03/07/2019
ate Analyze IR & S Frank E. Ehrenfeld, III
Signature: e | Sl ‘J Laboratory Director
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:16
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\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728735 Analyst Observation: Brown Wall Cover Location: North Of Entry To NE

Client No.: 91-317 Client Description: Wainscoting Apartment; 6016-6018 Montgomery Rd 2nd
Fl Apartments
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected 65 Cellulose 35

Lab No.: 6728736 Analyst Observation: Brown Wall Cover Location: South End Of Hallway On East

Client No.: 91-318 Client Description: Wainscoting Wall; 6016-6018 Montgomery Rd 2nd Fl
Apartments
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected 65 Cellulose 35

Lab No.: 6728737 Analyst Observation: Brown Wall Cover Location: At Landing On West Wall; 6016~

Client No.: 91-319 Client Description: Wainscoting 6018 Montgomery Rd 2nd Fl Apartments
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected 65 Cellulose 35

Lab No.: 6728738 Analyst Observation: Green Floor Tile Location: At Entry To Kitchen, NE

Client No.: 92-320 Client Description: 12"x12" Peel And Stick Green Floor Tile Apartment; 6016-6018 Montgomery Rd 2nd

W/Yellow Mastic Fl Apartments

Facility:

Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728738(L2) Analyst Observation: Clear Mastic Location: At Entry To Kitchen, NE

Client No.: 92-320 Client Description: 12"x12" Peel And Stick Green Floor Tile Apartment; 6016-6018 Montgomery Rd 2nd

W/Yellow Mastic Fl Apartments

Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

yz R = T Frank E. Ehrenfeld, III
Signature: s Sl 9 Laboratory Director
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:16 Page 110 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728738(L3)
Client No.: 92-320

Percent Asbestos:
None Detected

Analyst Observation: Brown/Black Mastic/Tar Paper
Client Description: 12"x12" Peel And Stick Green Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

40 Cellulose

Location: At Entry To Kitchen, NE
Apartment; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728739
Client No.: 92-321

Percent Asbestos:
None Detected

Lab No.: 6728739(L2)
Client No.: 92-321

Percent Asbestos:
None Detected

Lab No.: 6728739(L3)
Client No.: 92-321

Percent Asbestos:
None Detected

Analyst Observation: Green Floor Tile
Client Description: 12"x12" Peel And Stick Green Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Clear Mastic
Client Description: 12"x12" Peel And Stick Green Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown/Black Mastic/Tar Paper
Client Description: 12"x12" Peel And Stick Green Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

40 Cellulose

Location: At Entry To Pantry, NE
Apartment Kitchen; 6016-6018 Montgomery
Rd 2nd F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: At Entry To Pantry, NE
Apartment Kitchen; 6016-6018 Montgomery
Rd 2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: At Entry To Pantry, NE
Apartment Kitchen; 6016-6018 Montgomery
Rd 2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

60

Lab No.: 6728740
Client No.: 92-322

Percent Asbestos:
None Detected

Analyst Observation: Green Floor Tile
Client Description: 12"x12" Peel And Stick Green Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: At Entry To Pantry, NE
Apartment Kitchen; 6016-6018 Montgomery
Rd 2nd F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
fhe clany 6w e g
Signature: ! 3
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:16

Page 111 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive

Cincinnati

Client: TER940

OH 45226

Report Date:  3/7/2019

Report No.: 584587 - PLM

Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728740(L2)
Client No.: 92-322

Percent Asbestos:
None Detected

Lab No.: 6728740(L3)
Client No.: 92-322

Percent Asbestos:
None Detected

Analyst Observation: Clear Mastic

Location: At Entry To Pantry, NE

Client Description: 12"x12" Peel And Stick Green Floor Tile Apartment Kitchen; 6016-6018 Montgomery

W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown/Black Mastic/Tar Paper

Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:
100

Location: At Entry To Pantry, NE

Client Description: 12"x12" Peel And Stick Green Floor Tile Apartment Kitchen; 6016-6018 Montgomery

W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

40 Cellulose

Rd 2nd F1 Apartments
Facility:

Percent Non-Fibrous Material:
60

Lab No.: 6728741
Client No.: 93-323

Percent Asbestos:
None Detected

Lab No.: 6728741(L2)
Client No.: 93-323

Percent Asbestos:
None Detected

Lab No.: 6728741(L3)
Client No.: 93-323

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic

Location: NE Apartment-East Of Entry;

Client Description: 2"x4" White Ceramic Wall Tile W/Brown 6016-6018 Montgomery Rd 2nd FI

Mastic And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off~White Grout

Apartments

Facility:

Percent Non-Fibrous Material:
100

Location: NE Apartment-East Of Entry;

Client Description: 2"x4" White Ceramic Wall Tile W/Brown 6016-6018 Montgomery Rd 2nd FI

Mastic And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Mastic

Apartments

Facility:

Percent Non-Fibrous Material:
100

Location: NE Apartment-East Of Entry;

Client Description: 2"x4" White Ceramic Wall Tile W/Brown 6016-6018 Montgomery Rd 2nd FI

Mastic And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Apartments

Facility:

Percent Non-Fibrous Material:
100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019
fhe clany 6w e g
Signature: ! 3
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:16

Page 112 of 153

Approved By: g r IaR

Frank E. Ehrenfeld, III
Laboratory Director




\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728742 Analyst Observation: White Ceramic Location: NE Apartment-NW Corner; 6016

Client No.: 93-324 Client Description: 2"x4" White Ceramic Wall Tile W/Brown -6018 Montgomery Rd 2nd Fl Apartments
Mastic And Grout Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728742(L2) Analyst Observation: Off-White Grout Location: NE Apartment-NW Corner; 6016

Client No.: 93-324 Client Description: 2"x4" White Ceramic Wall Tile W/Brown =-6018 Montgomery Rd 2nd Fl Apartments
Mastic And Grout Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728742(L3) Analyst Observation: Brown Mastic Location: NE Apartment-NW Corner; 6016

Client No.: 93-324 Client Description: 2"x4" White Ceramic Wall Tile W/Brown -6018 Montgomery Rd 2nd Fl Apartments
Mastic And Grout Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

PC 6.9 Chrysotile None Detected 93.1

Lab No.: 6728743 Analyst Observation: White Ceramic Location: NW Apartment-SW Corner; 6016

Client No.: 93-325 Client Description: 2"x4" White Ceramic Wall Tile W/Brown -6018 Montgomery Rd 2nd Fl Apartments
Mastic And Grout Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Lab No.: 6728743(L2) Analyst Observation: Brown Mastic Location: NW Apartment-SW Corner; 6016

Client No.: 93-325 Client Description: 2"x4" White Ceramic Wall Tile W/Brown -6018 Montgomery Rd 2nd Fl Apartments
Mastic And Grout Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

PC 7.7 Chrysotile None Detected 92.3

Lab No.: 6728743(L3) Analyst Observation: White/Grey Plaster Location: NW Apartment-SW Corner; 6016

Client No.: 93-325 Client Description: 2"x4" White Ceramic Wall Tile W/Brown -6018 Montgomery Rd 2nd Fl Apartments
Mastic And Grout Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected Trace Cellulose 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

yz R = T Frank E. Ehrenfeld, III
Signature: s Sl 9 Laboratory Director
Analyst: Rebecca Hargrove

Dated : 3/8/2019 3:58:16 Page 113 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728744
Client No.: 94-326

Percent Asbestos:
None Detected

Lab No.: 6728744(L2)
Client No.: 94-326

Percent Asbestos:
None Detected

Lab No.: 6728744(L3)
Client No.: 94-326

Percent Asbestos:
None Detected

Analyst Observation: Brown Fibrous
Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:
99 Cellulose

Analyst Observation: Tan Mastic
Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: White Plaster
Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

1

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd F1
Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728745
Client No.: 94-327

Percent Asbestos:
None Detected

Lab No.: 6728745(L2)
Client No.: 94-327

Percent Asbestos:
None Detected

Analyst Observation: Brown Fibrous
Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

99 Cellulose

Analyst Observation: Tan Mastic
Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Y ellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

1

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019

Z o \ - A ox
Signature: ¢ %
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:16
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Approved By:

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728745(L3)
Client No.: 94-327

Percent Asbestos:
None Detected

Analyst Observation: White Plaster
Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728746
Client No.: 94-328

Percent Asbestos:
None Detected

Lab No.: 6728746(L2)
Client No.: 94-328

Percent Asbestos:
None Detected

Lab No.: 6728746(L3)
Client No.: 94-328

Percent Asbestos:
None Detected

Analyst Observation: Brown Fibrous
Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

98 Cellulose

Analyst Observation: Tan Mastic
Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Faux Ceramic Wall Tile Fiberglass
Reinforced Plastic W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

2

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd F1
Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: NE Apartment-East Of Entry To
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728747
Client No.: 95-329

Analyst Observation: Tan Vinyl Sheet Flooring

Client Description: Yellow Vinyl Sheet Flooring W/Black Tar

Location: At Entry To Pantry, NE
Apartment; 6016-6018 Montgomery Rd 2nd

Paper F1 Apartments
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 15 Cellulose 85
Please refer to the Appendix of this report for further information regarding your analysis.
Date Recilvec(li: (2);2/3{12/2(1)?9 Approved By: g S
Date Analyzed:

B - - Frank E. Ehrenfeld, IT1
Signature: £ - e Laboratory Director
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:16
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\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728747(L2) Analyst Observation: Black Tar Paper Location: At Entry To Pantry, NE
Client No.: 95-329 Client Description: Yellow Vinyl Sheet Flooring W/Black Tar Apartment; 6016-6018 Montgomery Rd 2nd
Paper Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 50 Cellulose 50
Lab No.: 6728748 Analyst Observation: Tan Vinyl Sheet Flooring Location: At Entry To Pantry, NE
Client No.: 95-330 Client Description: Yellow Vinyl Sheet Flooring W/Black Tar Apartment; 6016-6018 Montgomery Rd 2nd
Paper FI Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 15 Cellulose 85
Lab No.: 6728748(L2) Analyst Observation: Black Tar Paper Location: At Entry To Pantry, NE
Client No.: 95-330 Client Description: Yellow Vinyl Sheet Flooring W/Black Tar Apartment; 6016-6018 Montgomery Rd 2nd
Paper Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 50 Cellulose 50
Lab No.: 6728749 Analyst Observation: Tan Vinyl Sheet Flooring Location: At Entry To Pantry, NE
Client No.: 95-331 Client Description: Yellow Vinyl Sheet Flooring W/Black Tar Apartment; 6016-6018 Montgomery Rd 2nd
Paper FI Apartments
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 15 Cellulose 85
Lab No.: 6728749(L2) Analyst Observation: Black Tar Paper Location: At Entry To Pantry, NE
Client No.: 95-331 Client Description: Yellow Vinyl Sheet Flooring W/Black Tar Apartment; 6016-6018 Montgomery Rd 2nd
Paper F1 Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 50 Cellulose 50

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

sty - - Frank E. Ehrenfeld, 111
Signature: ¢ h - - e Laboratory Director
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:16 Page 116 of 153



\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728750 Analyst Observation: Grey Floor Tile Location: Middle Of NE Apartment
Client No.: 96-332 Client Description: 12"x12" Grey Floor Tile WYellow Mastic Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728750(L2) Analyst Observation: Clear Mastic Location: Middle Of NE Apartment
Client No.: 96-332 Client Description: 12"x12" Grey Floor Tile WYellow Mastic Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728751 Analyst Observation: Grey Floor Tile Location: Middle Of SE Apartment
Client No.: 96-333 Client Description: 12"x12" Grey Floor Tile WYellow Mastic Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728751(L2) Analyst Observation: Clear Mastic Location: Middle Of SE Apartment
Client No.: 96-333 Client Description: 12"x12" Grey Floor Tile WYellow Mastic Restroom; 6016-6018 Montgomery Rd 2nd
FI Apartments
Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728752 Analyst Observation: Grey Floor Tile Location: Middle Of SE Apartment
Client No.: 96-334 Client Description: 12"x12" Grey Floor Tile WYellow Mastic Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

sty - - Frank E. Ehrenfeld, 111
Signature: ¢ h . e, Laboratory Director
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:16 Page 117 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728752(L2)
Client No.: 96-334

Percent Asbestos:
None Detected

Analyst Observation: Clear Mastic

Location: Middle Of SE Apartment

Client Description: 12"x12" Grey Floor Tile WYellow Mastic Restroom; 6016-6018 Montgomery Rd 2nd

Percent Non-Asbestos Fibrous Material:
None Detected

Fl Apartments
Facility:
Percent Non-Fibrous Material:

100

Lab No.: 6728753
Client No.: 97-335

Percent Asbestos:
None Detected

Lab No.: 6728753(L2)
Client No.: 97-335

Percent Asbestos:
None Detected

Lab No.: 6728753(L3)
Client No.: 97-335

Percent Asbestos:
None Detected

Lab No.: 6728753(L4)
Client No.: 97-335

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Grout
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Mortar

Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Clear Mastic
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Middle Of SE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility: 1s

Percent Non-Fibrous Material:

100

Location: Middle Of SE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility: 1s

Percent Non-Fibrous Material:

100

Location: Middle Of SE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility: 1s

Percent Non-Fibrous Material:

100

Location: Middle Of SE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility: 1s

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
L’_' . A e
Signature: ‘ =
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:16
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Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
5 Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728754
Client No.: 97-336

Percent Asbestos:
None Detected

Lab No.: 6728754(L2)
Client No.: 97-336

Percent Asbestos:
None Detected

Lab No.: 6728754(L3)
Client No.: 97-336

Percent Asbestos:
None Detected

Lab No.: 6728754(L4)
Client No.: 97-336

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Grey Grout
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Grey Mortar
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Clear Mastic
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Middle Of NE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of NE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of NE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of NE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728755
Client No.: 97-337

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Middle Of NE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
Z o \ - A ox
Signature: ‘ <
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:16
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
5 Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728755(L2)
Client No.: 97-337

Percent Asbestos:
None Detected

Lab No.: 6728755(L3)
Client No.: 97-337

Percent Asbestos:
None Detected

Lab No.: 6728755(L4)
Client No.: 97-337

Percent Asbestos:
None Detected

Analyst Observation: Grey Grout
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Grey Mortar
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Clear Mastic
Client Description: 1"x1": Hexagon Shaped Ceramic Floor
Tile, Mortar And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Middle Of NE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of NE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of NE Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728756
Client No.: 98-338

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic

Location: SE Apartment In SW Corner;

Client Description: 3"x6" White Ceramic Wall Tile W/Yellow 6016-6018 Montgomery Rd 2nd FI

Mastic And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Apartments
Facility:
Percent Non-Fibrous Material:

100

Lab No.: 6728757
Client No.: 98-339

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic

Location: NE Apartment East Of Sink;

Client Description: 3"x6" White Ceramic Wall Tile W/Yellow 6016-6018 Montgomery Rd 2nd FI

Mastic And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Apartments
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019
Z o \ - A ox
Signature: ‘ <
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:16
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728757(L2)
Client No.: 98-339

Analyst Observation: Grey Grout Location: NE Apartment East Of Sink;
Client Description: 3"x6" White Ceramic Wall Tile W/Yellow 6016-6018 Montgomery Rd 2nd Fl

Mastic And Grout Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728758
Client No.: 98-340

Analyst Observation: White Ceramic Location: NE Apartment East Of Sink;
Client Description: 3"x6" White Ceramic Wall Tile W/Yellow 6016-6018 Montgomery Rd 2nd Fl
Mastic And Grout Apartments

Facility:
Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 100

Percent Asbestos:
None Detected

Lab No.: 6728758(L2)
Client No.: 98-340

Analyst Observation: Grey Grout Location: NE Apartment East Of Sink;
Client Description: 3"x6" White Ceramic Wall Tile W/Yellow 6016-6018 Montgomery Rd 2nd FI

Mastic And Grout Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728759
Client No.: 99-341

Percent Asbestos:
None Detected

Analyst Observation: Brown Mastic
Client Description: Yellow Mastic Behind Wood Panels

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NE Apartment-South Room In
Middle Of South Wall; 6016-6018
Montgomery Rd 2nd F1 Apartments
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728760
Client No.: 99-342

Percent Asbestos:
None Detected

Analyst Observation: Tan Mastic
Client Description: Yellow Mastic Behind Wood Panels

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NW Apartment-NW Room In
Middle Of West Wall; 6016-6018
Montgomery Rd 2nd F1 Apartments
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019
Date Analyzed: 03/07/2019

Z o \ - A ox
Signature: ¢ %
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:17
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Frank E. Ehrenfeld, III
Laboratory Director



\,> 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728761 Analyst Observation: Brown Mastic Location: SE Apartment In Bedroom -

Client No.: 99-343 Client Description: Yellow Mastic Behind Wood Panels Middle Of North Wall; 6016-6018
Montgomery Rd 2nd Fl Apartments
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:

None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

ale Alalyze - - Frank E. Ehrenfeld, IT1
Signature: ¢ h . e Laboratory Director
Analyst: Zach Schwartz

Dated : 3/8/2019 3:58:17 Page 122 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728762
Client No.: 100-344

Percent Asbestos:
None Detected

Lab No.: 6728762(L2)
Client No.: 100-344

Percent Asbestos:
None Detected

Analyst Observation: Grey Vinyl Sheet Flooring
Client Description: Grey Rectangular Shaped Peel And Stick
Floor Tile W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Yellow Mastic
Client Description: Grey Rectangular Shaped Peel And Stick
Floor Tile W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: NE Corner, NW Apartment
Kitchen Floor; 6016-6018 Montgomery Rd
2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: NE Corner, NW Apartment
Kitchen Floor; 6016-6018 Montgomery Rd
2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728763
Client No.: 100-345

Percent Asbestos:
None Detected

Lab No.: 6728763(L2)
Client No.: 100-345

Percent Asbestos:
None Detected

Analyst Observation: Grey Vinyl Sheet Flooring
Client Description: Grey Rectangular Shaped Peel And Stick
Floor Tile W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Yellow Mastic
Client Description: Grey Rectangular Shaped Peel And Stick
Floor Tile W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner, NW Apartment
Kitchen Floor; 6016-6018 Montgomery Rd
2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner, NW Apartment
Kitchen Floor; 6016-6018 Montgomery Rd
2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728764
Client No.: 100-346

Percent Asbestos:
None Detected

Analyst Observation: Grey Vinyl Sheet Flooring
Client Description: Grey Rectangular Shaped Peel And Stick
Floor Tile W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SE Corner, NW Apartment
Kitchen Floor; 6016-6018 Montgomery Rd
2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: Tl A\ e

Analyst: Robert Betsch

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728764(L2)

Client No.: 100-346

Percent Asbestos:
None Detected

Analyst Observation: Yellow Mastic
Client Description: Grey Rectangular Shaped Peel And Stick
Floor Tile W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Location: SE Corner, NW Apartment
Kitchen Floor; 6016-6018 Montgomery Rd
2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728765
Client No.: 101-347

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: White Caulking

Percent Non-Asbestos Fibrous Material:
None Detected

Location: West Side Of Sink, Around Sink
In NW Apartment; 6016-6018 Montgomery
Rd 2nd F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728766
Client No.: 101-348

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: White Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side Of Sink, Around Sink
In NW Apartment; 6016-6018 Montgomery
Rd 2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728767
Client No.: 101-349

Percent Asbestos:
None Detected

Analyst Observation: White Caulk
Client Description: White Caulking

Percent Non-Asbestos Fibrous Material:

None Detected

Location: West Side Of Sink, Around Sink
In NW Apartment; 6016-6018 Montgomery
Rd 2nd Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728768
Client No.: 102-350

Percent Asbestos:
None Detected

Analyst Observation: White/Brown Ceramic Tile
Client Description: White Multi-Sized Floor Tile W/ Mortar
And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: At Doorway, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
I — Frank E. Ehrenfeld, I1I
Signature: Tl AN [P Laboratory Director
Analyst: Robert Betsch
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728768(L2)
Client No.: 102-350

Percent Asbestos:
None Detected

Lab No.: 6728768(L3)
Client No.: 102-350

Percent Asbestos:
None Detected

Analyst Observation: Grey Grout
Client Description: White Multi-Sized Floor Tile W/ Mortar
And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Mortar
Client Description: White Multi-Sized Floor Tile W/ Mortar
And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: At Doorway, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: At Doorway, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728769
Client No.: 102-351

Percent Asbestos:
None Detected

Lab No.: 6728769(L2)
Client No.: 102-351

Percent Asbestos:
None Detected

Analyst Observation: White/Brown Ceramic Tile
Client Description: White Multi-Sized Floor Tile W/ Mortar
And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Grout
Client Description: White Multi-Sized Floor Tile W/ Mortar
And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: At Doorway, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: At Doorway, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728770
Client No.: 102-352

Percent Asbestos:
None Detected

Analyst Observation: White/Brown Ceramic Tile
Client Description: White Multi-Sized Floor Tile W/ Mortar
And Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Middle Of North Wall, NW
Apartment Restroom; 6016-6018
Montgomery Rd 2nd F1 Apartments
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: Tl A\ e

Analyst: Robert Betsch

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728770(L2)
Client No.: 102-352

Percent Asbestos:
None Detected

Lab No.: 6728770(L3)
Client No.: 102-352

Percent Asbestos:
None Detected

Analyst Observation: Grey Grout
Client Description: White Multi-Sized Floor Tile W/ Mortar
And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Grey Mortar
Client Description: White Multi-Sized Floor Tile W/ Mortar
And Grout

Percent Non-Asbestos Fibrous Material:
None Detected

Location: Middle Of North Wall, NW
Apartment Restroom; 6016-6018
Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

100

Location: Middle Of North Wall, NW
Apartment Restroom; 6016-6018
Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728771
Client No.: 103-353

Percent Asbestos:
None Detected

Lab No.: 6728771(L2)
Client No.: 103-353

Percent Asbestos:
None Detected

Lab No.: 6728771(L3)
Client No.: 103-353

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic Tile
Client Description: 4"x4" Ceramic Wall Tile W/Mortar And
Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Mastic
Client Description: 4"x4" Ceramic Wall Tile W/Mortar And
Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Grout
Client Description: 4"x4" Ceramic Wall Tile W/Mortar And
Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above Sink, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Above Sink, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Above Sink, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: Tt AN\ o

Analyst: Robert Betsch

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728772
Client No.: 103-354

Percent Asbestos:
None Detected

Lab No.: 6728772(L2)
Client No.: 103-354

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic Tile
Client Description: 4"x4" Ceramic Wall Tile W/Mortar And
Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Mastic
Client Description: 4"x4" Ceramic Wall Tile W/Mortar And
Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above Sink, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Above Sink, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728773
Client No.: 103-355

Percent Asbestos:
None Detected

Lab No.: 6728773(L2)
Client No.: 103-355

Percent Asbestos:
None Detected

Analyst Observation: White Ceramic Tile
Client Description: 4"x4" Ceramic Wall Tile W/Mortar And
Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Tan Mastic

Client Description: 4"x4" Ceramic Wall Tile W/Mortar And
Grout

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Above Sink, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Above Sink, NW Apartment
Restroom; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: Tt AN\ o

Analyst: Robert Betsch

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

: Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728774
Client No.: 104-356

Percent Asbestos:
None Detected

Lab No.: 6728774(L2)
Client No.: 104-356

Percent Asbestos:
None Detected

Analyst Observation: Off-White Floor Tile
Client Description: 12"x12" Beige Peel And Stick Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Mastic
Client Description: 12"x12" Beige Peel And Stick Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Near Exit Door Of Kitchen, SE
Apartment; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Near Exit Door Of Kitchen, SE
Apartment; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728775
Client No.: 104-357

Percent Asbestos:
None Detected

Lab No.: 6728775(L2)
Client No.: 104-357

Percent Asbestos:
None Detected

Analyst Observation: Off-White Floor Tile
Client Description: 12"x12" Beige Peel And Stick Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Mastic

Client Description: 12"x12" Beige Peel And Stick Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Near Entry To Bedroom, SE
Apartment; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: Near Entry To Bedroom, SE
Apartment; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728776
Client No.: 104-358

Percent Asbestos:
None Detected

Analyst Observation: Off-White Floor Tile
Client Description: 12"x12" Beige Peel And Stick Floor Tile
W/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Near Entry To Dining Rm From
Living Rm, SE Apartment; 6016-6018
Montgomery Rd 2nd F1 Apartments
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: F go he e

Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728776(L2) Analyst Observation: Yellow Mastic Location: Near Entry To Dining Rm From

Client No.: 104-358

Client Description: 12"x12" Beige Peel And Stick Floor Tile

Living Rm, SE Apartment; 6016-6018

W/Yellow Mastic Montgomery Rd 2nd Fl Apartments
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728777
Client No.: 105-359

Analyst Observation: White Ceiling Tile
Client Description: 2'x4' Textured Ceiling Tile

Location: SW Corner, Living Rm Of SE
Apartment; 6016-6018 Montgomery Rd 2nd
F1 Apartments

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 60 Cellulose 20
20 Fibrous Glass

Lab No.: 6728778
Client No.: 105-360

Analyst Observation: White Ceiling Tile
Client Description: 2'x4' Textured Ceiling Tile

Location: Middle Of North Side, Living
Rm Of SE Apartment; 6016-6018
Montgomery Rd 2nd F1 Apartments

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 60 Cellulose 20
20 Fibrous Glass

Lab No.: 6728779
Client No.: 105-361

Analyst Observation: White Ceiling Tile
Client Description: 2'x4' Textured Ceiling Tile

Location: SE Corner, Living Rm Of SE
Apartment; 6016-6018 Montgomery Rd 2nd

Fl Apartments

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 60 Cellulose 20

20 Fibrous Glass

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g

Date Analyzed: 03/07/2019 — é:ﬁ’-é“!
ale Analyze — Frank E. Ehrenfeld, III

Signature: £ Laboratory Director

Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

s Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728780
Client No.: 106-362

Percent Asbestos:
None Detected

Analyst Observation: White Ceiling Tile
Client Description: 2'x4' Small Fissure Ceiling Tile

Percent Non-Asbestos Fibrous Material:

60 Cellulose
20 Fibrous Glass

Location: NE Corner, Kitchen Of SE
Apartment; 6016-6018 Montgomery Rd 2nd
Fl Apartments

Facility:

Percent Non-Fibrous Material:

20

Lab No.: 6728781
Client No.: 106-363

Percent Asbestos:
None Detected

Analyst Observation: White Ceiling Tile
Client Description: 2'x4' Small Fissure Ceiling Tile

Percent Non=Asbestos Fibrous Material:

60 Cellulose
20 Fibrous Glass

Location: SE Corner, Kitchen Of SE
Apartment; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:

Percent Non-Fibrous Material:

20

Lab No.: 6728782
Client No.: 106-364

Percent Asbestos:
None Detected

Analyst Observation: White Ceiling Tile
Client Description: 2'x4' Small Fissure Ceiling Tile

Percent Non-Asbestos Fibrous Material:
60 Cellulose
20 Fibrous Glass

Location: SW Corner, Kitchen Of SE
Apartment; 6016-6018 Montgomery Rd 2nd
FI Apartments

Facility:

Percent Non-Fibrous Material:

20

Lab No.: 6728783
Client No.: 107-365

Percent Asbestos:
None Detected

Analyst Observation: White Vinyl Sheet Flooring
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

50 Cellulose

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd FI
Apartments

Facility:

Percent Non-Fibrous Material:

50

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: F go he e
Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

L

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728783(L2)
Client No.: 107-365

Percent Asbestos:
None Detected

Lab No.: 6728783(L3)
Client No.: 107-365

Percent Asbestos:
None Detected

Analyst Observation: White Mastic
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:
None Detected

Analyst Observation: Grey Vinyl Sheet Flooring
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:
70 Cellulose

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

30

Lab No.: 6728784
Client No.: 107-366

Percent Asbestos:
None Detected

Lab No.: 6728784(L2)
Client No.: 107-366

Percent Asbestos:
None Detected

Lab No.: 6728784(L3)
Client No.: 107-366

Percent Asbestos:
None Detected

Analyst Observation: White Vinyl Sheet Flooring
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:
50 Cellulose

Analyst Observation: White Mastic
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Vinyl Sheet Flooring
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

70 Cellulose

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd FI
Apartments

Facility:

Percent Non-Fibrous Material:

50

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

30

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: F go he e
Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728785
Client No.: 107-367

Percent Asbestos:
None Detected

Lab No.: 6728785(L2)
Client No.: 107-367

Percent Asbestos:
None Detected

Lab No.: 6728785(L3)
Client No.: 107-367

Percent Asbestos:
None Detected

Analyst Observation: White Vinyl Sheet Flooring
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

50 Cellulose

Analyst Observation: White Mastic
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Grey Vinyl Sheet Flooring
Client Description: Tan Vinyl Sheet Flooring W/Yellow
Mastic

Percent Non-Asbestos Fibrous Material:

70 Cellulose

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

50

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

100

Location: In Attic Closet, SW Apartment
Kitchen; 6016-6018 Montgomery Rd 2nd Fl
Apartments

Facility:

Percent Non-Fibrous Material:

30

Lab No.: 6728786
Client No.: 108-368

Percent Asbestos:
None Detected

Analyst Observation: Black Insulation
Client Description: Brown Insulation

Percent Non-Asbestos Fibrous Material:

100 Mineral Wool

Location: At Attic Hatch; 6016-6018
Montgomery Rd 2nd F1 Apartments
Facility:

Percent Non-Fibrous Material:

None Detected

Lab No.: 6728787
Client No.: 108-369

Percent Asbestos:
None Detected

Analyst Observation: Black Insulation
Client Description: Brown Insulation

Percent Non-Asbestos Fibrous Material:

100 Mineral Wool

Location: At Attic Hatch; 6016-6018
Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

None Detected

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: F go he e

Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Report Date:  3/7/2019
Report No.: 584587 - PLM
Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728788
Client No.: 108-370

Analyst Observation: Black Insulation
Client Description: Brown Insulation

Location: At Attic Hatch; 6016-6018
Montgomery Rd 2nd Fl Apartments

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 100 Mineral Wool None Detected

Lab No.: 6728789
Client No.: 108-371

Percent Asbestos:
None Detected

Analyst Observation: Black Insulation
Client Description: Brown Insulation

Percent Non-Asbestos Fibrous Material:

100 Mineral Wool

Location: At Attic Hatch; 6016-6018
Montgomery Rd 2nd Fl Apartments
Facility:

Percent Non-Fibrous Material:

None Detected

Lab No.: 6728790
Client No.: 108-372

Analyst Observation: Black Insulation
Client Description: Brown Insulation

Location: At Attic Hatch; 6016-6018
Montgomery Rd 2nd Fl Apartments

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 100 Mineral Wool None Detected

Lab No.: 6728791
Client No.: 108-373

Analyst Observation: Black Insulation
Client Description: Brown Insulation

Location: At Attic Hatch; 6016-6018
Montgomery Rd 2nd F1 Apartments

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 100 Mineral Wool None Detected

Lab No.: 6728792
Client No.: 108-374

Analyst Observation: Black Insulation
Client Description: Brown Insulation

Location: At Attic Hatch; 6016-6018
Montgomery Rd 2nd Fl Apartments

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 100 Mineral Wool None Detected

Lab No.: 6728793
Client No.: 109-375

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished

Location: NW Side Of West Wall, 1st Floor;
6024 Montgomery Rd Interior

Coat Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g

Date Analyzed: 03/07/2019 — é:b’-é“!
ale Analyze — Frank E. Ehrenfeld, I1I

Signature: £ Laboratory Director

Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728793(L2)
Client No.: 109-375

Percent Asbestos:
None Detected

Analyst Observation: Yellow Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NW Side Of West Wall, 1st Floor;
6024 Montgomery Rd Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728794
Client No.: 109-376

Percent Asbestos:
None Detected

Lab No.: 6728794(L2)
Client No.: 109-376

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster
Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner, 1st Floor; 6024
Montgomery Rd Interior
Facility:

Percent Non-Fibrous Material:

100

Location: NE Corner, 1st Floor; 6024
Montgomery Rd Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728795
Client No.: 109-377

Percent Asbestos:
None Detected

Lab No.: 6728795(L2)
Client No.: 109-377

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Yellow Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Near Entry To South Stairwell,
1st Floor; 6024 Montgomery Rd Interior
Facility:

Percent Non-Fibrous Material:

100

Location: Near Entry To South Stairwell,
1st Floor; 6024 Montgomery Rd Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728796
Client No.: 110-378

Percent Asbestos:
None Detected

Analyst Observation: White Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Location: Near NE Entry Door, North End
Of 1st Floor; 6024 Montgomery Rd Interior
Facility:

Percent Non-Fibrous Material:

95

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: F go he e

Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728796(L2)
Client No.: 110-378

Percent Asbestos:
None Detected

Analyst Observation: White Joint Compound

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Near NE Entry Door, North End
Of 1st Floor; 6024 Montgomery Rd Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728797
Client No.: 110-379

Percent Asbestos:
None Detected
Lab No.: 6728797(L2)

Client No.: 110-379

Percent Asbestos:
None Detected

Analyst Observation: White Drywall
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Analyst Observation: White Joint Compound
Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Side Of Store Window, North
End Of 1st Floor; 6024 Montgomery Rd
Interior

Facility:

Percent Non-Fibrous Material:

95

Location: NE Side Of Store Window, North
End Of 1st Floor; 6024 Montgomery Rd
Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728798
Client No.: 110-380

Percent Asbestos:
None Detected

Lab No.: 6728798(L2)
Client No.: 110-380

Percent Asbestos:

None Detected

Analyst Observation: White Drywall

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Analyst Observation: White Joint Compound

Client Description: Drywall System: Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Side Of Space, North End Of
1st Floor; 6024 Montgomery Rd Interior
Facility:

Percent Non-Fibrous Material:

95

Location: NE Side Of Space, North End Of
1st Floor; 6024 Montgomery Rd Interior
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: F go he e
Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728799
Client No.: 111-381

Percent Asbestos:
None Detected

Lab No.: 6728799(L2)
Client No.: 111-381

Percent Asbestos:
None Detected

Analyst Observation: Brown Cove Base
Client Description: 4" Brown Cove Base W/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Mastic
Client Description: 4" Brown Cove Base W/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NW Corner, 1st Floor; 6024
Montgomery Rd Interior

Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner, 1st Floor; 6024
Montgomery Rd Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728800
Client No.: 111-382

Percent Asbestos:
None Detected

Lab No.: 6728800(L2)
Client No.: 111-382

Percent Asbestos:
None Detected

Analyst Observation: Brown Cove Base
Client Description: 4" Brown Cove Base W/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Mastic
Client Description: 4" Brown Cove Base W/Brown Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Near NE Entry, 1st Floor; 6024
Montgomery Rd Interior

Facility:

Percent Non-Fibrous Material:

100

Location: Near NE Entry, 1st Floor; 6024
Montgomery Rd Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728801
Client No.: 111-383

Percent Asbestos:
None Detected

Lab No.: 6728801(L2)
Client No.: 111-383

Percent Asbestos:
None Detected

Analyst Observation: Brown Cove Base
Client Description: 4" Brown Cove Base W/Brown Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Mastic
Client Description: 4" Brown Cove Base W/Brown Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: Near Restroom Entry, 1st Floor;
6024 Montgomery Rd Interior

Facility:

Percent Non-Fibrous Material:

100

Location: Near Restroom Entry, 1st Floor;
6024 Montgomery Rd Interior

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: F go he e

Analyst: Randy Caran

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon
611 Lunken Park Drive
Cincinnati OH 45226

Report Date:  3/7/2019
Report No.: 584587 - PLM
Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728802
Client No.: 112-384

Percent Asbestos:
None Detected

Lab No.: 6728802(L2)
Client No.: 112-384

Percent Asbestos:
None Detected

Analyst Observation: Brown Cove Base
Client Description: 4" Brown Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Mastic
Client Description: 4" Brown Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: North Side Of West Wall; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: North Side Of West Wall; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728803
Client No.: 112-385

Percent Asbestos:
None Detected

Lab No.: 6728803(L2)
Client No.: 112-385

Percent Asbestos:
None Detected

Analyst Observation: Brown Cove Base
Client Description: 4" Brown Cove Base w/Brown Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Mastic
Client Description: 4" Brown Cove Base w/Brown Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: NW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728804
Client No.: 112-386

Percent Asbestos:
None Detected

Lab No.: 6728804(L2)
Client No.: 112-386

Percent Asbestos:
None Detected

Analyst Observation: Brown Cove Base
Client Description: 4" Brown Cove Base w/Brown Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Brown Mastic
Client Description: 4" Brown Cove Base w/Brown Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: NE Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: NE Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:17
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1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:
611 Lunken Park Drive Report No.:
Cincinnati OH 45226 Project:

Project No.:

Client: TER940

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728805
Client No.: 113-387

Percent Asbestos:
None Detected

Analyst Observation: White Mastic
Client Description: White Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: South Exit Door; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728806
Client No.: 113-388

Percent Asbestos:
None Detected

Analyst Observation: White Mastic
Client Description: White Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: South Exit Door; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728807
Client No.: 113-389

Percent Asbestos:
None Detected

Analyst Observation: White Mastic
Client Description: White Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: South Exit Door; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728808
Client No.: 114-390

Percent Asbestos:
None Detected

Lab No.: 6728808(L2)

Client No.: 114-390

Percent Asbestos:
None Detected

Analyst Observation: Brown Paper
Client Description: Paper Beneath Concrete Slab

Percent Non=-Asbestos Fibrous Material:

95 Cellulose

Analyst Observation: Grey Concrete
Client Description: Paper Beneath Concrete Slab

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: North Center Of Room; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

5

Location: North Center Of Room; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728809
Client No.: 114-391

Percent Asbestos:
None Detected

Analyst Observation: Brown Paper
Client Description: Paper Beneath Concrete Slab

Percent Non=-Asbestos Fibrous Material:

95 Cellulose

Location: Center Of Room; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

5

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: e e

Ana]yst: Ellen Smith
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728810
Client No.: 114-392

Percent Asbestos:
None Detected

Lab No.: 6728810(L2)
Client No.: 114-392

Percent Asbestos:
None Detected

Analyst Observation: Brown Paper
Client Description: Paper Beneath Concrete Slab

Percent Non-Asbestos Fibrous Material:

95 Cellulose

Analyst Observation: Grey Concrete
Client Description: Paper Beneath Concrete Slab

Percent Non-Asbestos Fibrous Material:

None Detected

Location: South Center Of Room; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

5

Location: South Center Of Room; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728811
Client No.: 115-393

Percent Asbestos:
None Detected

Lab No.: 6728811(L2)
Client No.: 115-393

Percent Asbestos:
None Detected

Analyst Observation: Black Mastic

Client Description: Black Floor Mastic And White Floor
Leveler

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Off~-White Leveling Compound
Client Description: Black Floor Mastic And White Floor
Leveler

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: Top Of N Steps; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

99

Location: Top Of N Steps; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728812
Client No.: 115-394

Percent Asbestos:
None Detected

Lab No.: 6728812(L2)
Client No.: 115-394

Percent Asbestos:
None Detected

Analyst Observation: Black Mastic

Client Description: Black Floor Mastic And White Floor
Leveler

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Off-White Leveling Compound
Client Description: Black Floor Mastic And White Floor
Leveler

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner Of Office Area; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

99

Location: NE Corner Of Office Area; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: LA D e il
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728813
Client No.: 115-395

Percent Asbestos:
None Detected

Lab No.: 6728813(L2)
Client No.: 115-395

Percent Asbestos:
None Detected

Analyst Observation: Black Mastic

Client Description: Black Floor Mastic And White Floor
Leveler

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Off-White Leveling Compound
Client Description: Black Floor Mastic And White Floor
Leveler

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: NW Corner Of Office Area; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

99

Location: NW Corner Of Office Area; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728814
Client No.: 116-396

Percent Asbestos:
None Detected

Lab No.: 6728814(L2)
Client No.: 116-396

Percent Asbestos:
None Detected

Analyst Observation: Brown Mastic
Client Description: Brown Mastic Behind Black Panels

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Black Panel
Client Description: Brown Mastic Behind Black Panels

Percent Non=-Asbestos Fibrous Material:

10 Cellulose

Location: Middle Of West Wall; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

99

Location: Middle Of West Wall; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

90

Lab No.: 6728815
Client No.: 116-397

Percent Asbestos:
None Detected

Lab No.: 6728815(L2)
Client No.: 116-397

Percent Asbestos:
None Detected

Analyst Observation: Brown Mastic
Client Description: Brown Mastic Behind Black Panels

Percent Non=-Asbestos Fibrous Material:

1 Cellulose

Analyst Observation: Black Panel
Client Description: Brown Mastic Behind Black Panels

Percent Non=-Asbestos Fibrous Material:

7 Cellulose

Location: Middle Of West Wall; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

99

Location: Middle Of West Wall; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

93

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: LA D e il
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:17
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\L) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054

Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728816 Analyst Observation: Brown Mastic Location: Middle Of West Wall; 6024
Client No.: 116-398 Client Description: Brown Mastic Behind Black Panels Montgomery Road-Interior
Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 1 Cellulose 99
Lab No.: 6728816(L2) Analyst Observation: Black Panel Location: Middle Of West Wall; 6024
Client No.: 116-398 Client Description: Brown Mastic Behind Black Panels Montgomery Road-Interior
Facility:

Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 7 Cellulose 93
Lab No.: 6728817 Analyst Observation: Grey Plaster Location: SE Corner; 6024 Montgomery
Client No.: 117-399 Client Description: Plaster Ceilings: Base Coat And Finished Road-Interior

Coat Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728817(L2) Analyst Observation: Off-White Plaster Location: SE Corner; 6024 Montgomery
Client No.: 117-399 Client Description: Plaster Ceilings: Base Coat And Finished Road-Interior

Coat Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728817(L3) Analyst Observation: White Texture Location: SE Corner; 6024 Montgomery
Client No.: 117-399 Client Description: Plaster Ceilings: Base Coat And Finished Road-Interior

Coat Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100
Lab No.: 6728818 Analyst Observation: Grey Plaster Location: NE Corner; 6024 Montgomery
Client No.: 117-400 Client Description: Plaster Ceilings: Base Coat And Finished Road-Interior

Coat Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g , = o~

Date Analyzed: 03/07/2019

L - < . Frank E. Ehrenfeld, III
Signature: e O & ( Laboratory Director
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:17 Page 141 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive
OH 45226

Cincinnati

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728818(L2)
Client No.: 117-400

Percent Asbestos:
None Detected

Lab No.: 6728818(L3)
Client No.: 117-400

Percent Asbestos:
None Detected

Analyst Observation: Off-White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Texture
Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: NE Corner; 6024 Montgomery
Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728819
Client No.: 117-401

Percent Asbestos:
None Detected

Lab No.: 6728819(L2)
Client No.: 117-401

Percent Asbestos:
None Detected

Lab No.: 6728819(L3)
Client No.: 117-401

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728820
Client No.: 117-402

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Ceilings: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728820(L2)
Client No.: 117-402

Percent Asbestos:
None Detected

Lab No.: 6728820(L3)
Client No.: 117-402

Percent Asbestos:
None Detected

Analyst Observation: Off-White Plaster

Client Description: Plaster Ceilings: Base Coat And Finished

Coat
Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Texture

Client Description: Plaster Ceilings: Base Coat And Finished

Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner; 6024 Montgomery
Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728821
Client No.: 117-403

Percent Asbestos:
None Detected

Lab No.: 6728821(L2)
Client No.: 117-403

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Center Of Room; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Location: Center Of Room; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728822
Client No.: 118-404

Percent Asbestos:
None Detected

Lab No.: 6728822(L2)
Client No.: 118-404

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off~-White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner Of Office; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: SW Corner Of Office; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728823
Client No.: 118-405

Percent Asbestos:
None Detected

Lab No.: 6728823(L2)
Client No.: 118-405

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Plaster
Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SE Corner Of Office; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: SE Corner Of Office; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728824
Client No.: 118-406

Percent Asbestos:
None Detected

Lab No.: 6728824(L2)
Client No.: 118-406

Percent Asbestos:
None Detected

Lab No.: 6728824(L3)
Client No.: 118-406

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Texture

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Hallway Outside Restroom On E
Wall; 6024 Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Location: Hallway Outside Restroom On E
Wall; 6024 Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Location: Hallway Outside Restroom On E
Wall; 6024 Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728825
Client No.: 118-407

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Near S Stairwell; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019

611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
Project No.: N1197037

Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728825(L2)
Client No.: 118-407

Percent Asbestos:
None Detected

Lab No.: 6728825(L3)
Client No.: 118-407

Percent Asbestos:
None Detected

Analyst Observation: Off-White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Texture
Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: Near S Stairwell; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Location: Near S Stairwell; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728826
Client No.: 118-408

Percent Asbestos:
None Detected

Lab No.: 6728826(L2)
Client No.: 118-408

Percent Asbestos:
None Detected

Analyst Observation: Grey Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Plaster

Client Description: Plaster Walls: Base Coat And Finished
Coat

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NW Corner Of S Room; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Location: NW Corner Of S Room; 6024
Montgomery Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728827
Client No.: 119-409

Percent Asbestos:
None Detected

Analyst Observation: Black Cove Base
Client Description: 4" Black Cove Base w/Yellow Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: NE Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728828
Client No.: 119-410

Percent Asbestos:
None Detected

Analyst Observation: Black Cove Base
Client Description: 4" Black Cove Base w/Yellow Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: NW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By:
Date Analyzed: 03/07/2019

Signature: LA D e il

Ana]yst: Ellen Smith

Dated : 3/8/2019 3:58:17

Page 145 of 153

e T o gt

Frank E. Ehrenfeld, III
Laboratory Director




9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728829
Client No.: 4119-11

Percent Asbestos:
None Detected

Analyst Observation: Black Cove Base

Client Description: 4" Black Cove Base w/Yellow Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SW Corner; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728830
Client No.: 120-412

Percent Asbestos:
None Detected

Lab No.: 6728830(L2)
Client No.: 120-412

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Drywall
Client Description: Drywall System:Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

15 Cellulose

Analyst Observation: White Joint Compound

Client Description: Drywall System:Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: W Side; 6024 Montgomery Road-
Interior
Facility:

Percent Non-Fibrous Material:

85

Location: W Side; 6024 Montgomery Road-
Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728831
Client No.: 120-413

Percent Asbestos:
None Detected

Lab No.: 6728831(L2)
Client No.: 120-413

Percent Asbestos:
None Detected

Lab No.: 6728831(L3)
Client No.: 120-413

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Drywall

Client Description: Drywall System:Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

5 Cellulose

Analyst Observation: White Joint Compound

Client Description: Drywall System:Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: White Texture

Client Description: Drywall System:Drywall And Joint
Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: W Side; 6024 Montgomery Road-
Interior

Facility:

Percent Non-Fibrous Material:

95

Location: W Side; 6024 Montgomery Road-
Interior

Facility:

Percent Non-Fibrous Material:

100

Location: W Side; 6024 Montgomery Road-
Interior

Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: LA D e il
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge
5 Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728832
Client No.: 120-414

Analyst Observation: Lt Tan Drywall

Client Description: Drywall System:Drywall And Joint

Location: E Side; 6024 Montgomery Road-
Interior

Compound Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected 10 Cellulose 90

Lab No.: 6728832(L2)
Client No.: 120-414

Percent Asbestos:
None Detected

Analyst Observation: White Joint Compound

Client Description: Drywall System:Drywall And Joint

Compound

Percent Non-Asbestos Fibrous Material:

None Detected

Location: E Side; 6024 Montgomery Road-
Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728833
Client No.: 121-415

Analyst Observation: White Wall Texture
Client Description: White Textured Wall

Location: N Wall In Center; 6024
Montgomery Road-Interior

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728833(L2)
Client No.: 121-415

Analyst Observation: Off-White Plaster
Client Description: White Textured Wall

Location: N Wall In Center; 6024
Montgomery Road-Interior

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728834
Client No.: 121-416

Analyst Observation: White Wall Texture
Client Description: White Textured Wall

Location: SW Corner; 6024 Montgomery
Road-Interior

Facility:
Percent Asbestos: Percent Non-Asbestos Fibrous Material: Percent Non=-Fibrous Material:
None Detected None Detected 100

Lab No.: 6728834(L2)
Client No.: 121-416

Analyst Observation: White Joint Compound
Client Description: White Textured Wall

Location: SW Corner; 6024 Montgomery
Road-Interior

Facility:
Percent Asbestos: Percent Non=-Asbestos Fibrous Material: Percent Non-Fibrous Material:
None Detected None Detected 100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
sty —— Frank E. Ehrenfeld, 111
Signature: e O & ( Laboratory Director
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:17

Page 147 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728835
Client No.: 121-417

Percent Asbestos:
None Detected

Lab No.: 6728835(L2)
Client No.: 121-417

Percent Asbestos:
None Detected

Analyst Observation: White Wall Texture
Client Description: White Textured Wall

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Off-White Plaster
Client Description: White Textured Wall

Percent Non-Asbestos Fibrous Material:

None Detected

Location: E Wall Of Office; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Location: E Wall Of Office; 6024
Montgomery Road-Interior
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728836
Client No.: 122-418

Percent Asbestos:

PC 2.8 Chrysotile

Lab No.: 6728836(L2)
Client No.: 122-418

Percent Asbestos:
None Detected

Analyst Observation: Black Floor Tile
Client Description: Black Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Mastic
Client Description: Black Floor Tile w/Black Mastic

Percent Non=-Asbestos Fibrous Material:

1 Cellulose

Location: At Entry; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

97.2

Location: At Entry; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728837
Client No.: 122-419

Percent Asbestos:

PC 2.5 Chrysotile

Lab No.: 6728837(L2)
Client No.: 122-419

Percent Asbestos:
None Detected

Analyst Observation: Black Floor Tile
Client Description: Black Floor Tile w/Black Mastic

Percent Non=-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Mastic
Client Description: Black Floor Tile w/Black Mastic

Percent Non=-Asbestos Fibrous Material:

1 Cellulose

Location: At Entry; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

97.5

Location: At Entry; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

99

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019

Date Analyzed: 03/07/2019

Signature: e
Analyst: Ellen Smith

Dated : 3/8/2019 3:58:17
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728838
Client No.: 122-420

Percent Asbestos:

PC 2.5 Chrysotile

Lab No.: 6728838(L2)

Client No.: 122-420

Percent Asbestos:
None Detected

Analyst Observation: Black Floor Tile
Client Description: Black Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:

None Detected

Analyst Observation: Black Mastic
Client Description: Black Floor Tile w/Black Mastic

Percent Non-Asbestos Fibrous Material:

1 Cellulose

Location: At Entry; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

97.5

Location: At Entry; 6024 Montgomery
Road-Interior
Facility:

Percent Non-Fibrous Material:

99

Lab No.: 6728839
Client No.: 123-421

Percent Asbestos:
None Detected

Analyst Observation: Lt Grey Glazing
Client Description: Grey Interior Window Glazing

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SE Corner ; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728840
Client No.: 123-422

Percent Asbestos:
None Detected

Analyst Observation: Lt Grey Glazing
Client Description: Grey Interior Window Glazing

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: SE Corner ; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728841
Client No.: 123-423

Percent Asbestos:
None Detected

Analyst Observation: Lt Grey Glazing
Client Description: Grey Interior Window Glazing

Percent Non=-Asbestos Fibrous Material:

None Detected

Location: SE Corner ; 6024 Montgomery
Road-Interior

Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728842
Client No.: 124-424

Percent Asbestos:
None Detected

Analyst Observation: Grey Fibrous
Client Description: Fire Doors

Percent Non=-Asbestos Fibrous Material:

98 Cellulose

Location: S Door; 6024 Montgomery Road-
Interior

Facility:

Percent Non-Fibrous Material:

2

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
sty — Frank E. Ehrenfeld, 111
Signature: e O & ( Laboratory Director
Analyst: Ellen Smith
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9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

1ATL

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon

611 Lunken Park Drive

Cincinnati OH 45226

Client: TER940

Report Date:
Report No.:
Project:
Project No.:

3/7/2019

584587 - PLM

Montgomery Rd - Pleasant Ridge
N1197037

PLM BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 6728843
Client No.: 124-425

Percent Asbestos:
None Detected

Analyst Observation: Grey Fibrous
Client Description: Fire Doors

Percent Non-Asbestos Fibrous Material:

98 Cellulose

Location: N Door; 6024 Montgomery Road
=Interior

Facility:

Percent Non-Fibrous Material:

2

Lab No.: 6728844
Client No.: 124-426

Percent Asbestos:
None Detected

Analyst Observation: Grey Fibrous
Client Description: Fire Doors

Percent Non-Asbestos Fibrous Material:

98 Cellulose

Location: N Door; 6024 Montgomery Road
=Interior
Facility:

Percent Non-Fibrous Material:

2

Lab No.: 6728845
Client No.: 125-427

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Mastic

Client Description: Brown Mastic Underneath Metal Ceiling
Panels

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NE Corner; 6016-6018
Montgomery Road-2nd FL Apartments
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728846
Client No.: 125-428

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Mastic

Client Description: Brown Mastic Underneath Metal Ceiling
Panels

Percent Non-Asbestos Fibrous Material:

None Detected

Location: SE Corner; 6016-6018
Montgomery Road-2nd FL. Apartments
Facility:

Percent Non-Fibrous Material:

100

Lab No.: 6728847
Client No.: 125-429

Percent Asbestos:
None Detected

Analyst Observation: Lt Tan Mastic

Client Description: Brown Mastic Underneath Metal Ceiling
Panels

Percent Non-Asbestos Fibrous Material:

None Detected

Location: NW Corner; 6016-6018
Montgomery Road-2nd FL. Apartments
Facility:

Percent Non-Fibrous Material:

100

Please refer to the Appendix of this report for further information regarding your analysis.

Date Received: 2/28/2019 Approved By: g = .
Date Analyzed: 03/07/2019 —
sty — - Frank E. Ehrenfeld, 111
Signature: e O & ( Laboratory Director
Analyst: Ellen Smith
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C) 9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449
Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

: Project No.: N1197037
Client: TER940

Appendix to Analytical Report

Customer Contact:
Method: US EPA 600, R93-116

This appendix secks to promote greater understanding of any observations, exceptions, special instructions, or circumstances that the laboratory needs to communicate to
the client concerning the above samples. The information below is used to help promote your ability to make the most informed decisions for you and your customers.
Please note the following points of contact for any questions you may have.

iATL Customer Service: customerservice@iatl.com
iATL Office Manager: cdavis@iatl.com

iATL Account Representative: Cassie Doherty
Sample Login Notes: See Batch Sheet Attached
Sample Matrix: Bulk Building Materials
Exceptions Noted: See Following Pages

General Terms, Warrants, Limits, Qualifiers:

General information about iATL capabilities and client/laboratory relationships and responsibilities are spelled out in iATL policies that are listed at www.iATL.com and ir
our Quality Assurance Manual per ISO 17025 standard requirements. The information therein is a representation of iATL definitions and policies for turnaround times,
sample submittal, collection media, blank definitions, quantification issues and limit of detection, analytical methods and procedures, sub-contracting policies, results
reporting options, fees, terms, and discounts, confidentiality, sample archival and disposal, and data interpretation.

iATL warrants the test results to be of a precision normal for the type and methodology employed for each sample submitted. iATL disclaims any other warrants,
expressed or implied, including warranty of fitness for a particular purpose and warranty of merchantability. iATL accepts no legal responsibility for the purpose for which
the client uses test results. Any analytical work performed must be governed by our Standard Terms and Conditions. Prices, methods and detection limits may be changed
without notification. Please contact your Customer Service Representative for the most current information.

This confidential report relates only to those item(s) tested and does not represent an endorsement by NIST-NVLAP, AIHA LAP LLC, or any agency of local, state or
province governments nor of any agency of the U.S. government.

This report shall not be reproduced except in full, without written approval of the laboratory.

Information Pertinent to this Report:
Analysis by US EPA 600 93-116: Determination of Asbestos in Bulk Building Materials by Polarized Light Microscopy (PLM).

Certifications:

* NIST-NVLAP No. 101165-0
* NYSDOH-ELAP No. 11021
* ATHA-LAP, LLC No. 100188

Quantification at <0.25% by volume is possible with this method. (PC) Indicates Stratified Point Count Method performed. (PC-Trace) means that asbestos was detected
but is not quantifiable under the Point Counting regimen. PC Trace represents a <0.25% amount. Analysis includes all distinct separable layers in accordance with EPA
600 Method. If not reported or otherwise noted, layer is either not present or the client has specifically requested that it not be analyzed (ex. analyze until positive
instructions). Small asbestos fibers may be missed by PLM due to resolution limitations of the optical microscope. Therefore, PLM is not consistently reliable in detecting
asbestos in non-friable organically bound (NOB) materials. Quantitative transmission electron microscopy (TEM) is currently the only method that can pronounce
materials as non-asbestos containing.

Analytical Methodology Alternatives: Your initial request for analysis may not have accounted for recent advances in regulatory requirements or advances in technology
that are routinely used in similar situations for other qualified projects. You may have the option to explore additional analysis for further information. Below are a few
options, listed as the matrix followed by the appropriate methodology. Also included are links to more information on our website.

Bulk Building Materials that are Non=Friable Organically Bound (NOB) by Gravimetric Reduction techniques employing PLM and TEM: ELAP 198.6 (PLM=NOB),
ELAP 198.4 (TEM=NOB)

Loose Fill Vermiculite Insulation, Attic Insulation, Zonolite (copyright), etc.: US EPA 600 R=4/004 (multi-tiered analytical process)
Dated : 3/8/2019 3:58:17 Page 151 of 153



9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

. Project No.: N1197037
Client: TER940

Sprayed On Insulation/Fireproofing with Vermiculite (SOF-V): ELAP 198.8 (PLM-SOF-V)

Soil, sludge, sediment, aggregate, and like materials analyzed for asbestos or other elongated mineral particles (ex. erionite, etc.): ASTM D7521, CARB 435, and other
options available

Asbestos in Surface Dust according to one of ASTM's Methods (very dependent on sampling collection technique — by TEM): ASTM D 5755, D5756, or D6480

Various other asbestos matrices (air, water, etc.) and analytical methods are available.

Disclaimers / Qualifiers:

There may be some samples in this project that have a "NOTE:" associated with a sample result. We use added disclaimers or qualifiers to inform the client about
something that requires further explanation. Here is a list with highlighted disclaimers that may be pertinent to this project. For a full explanation of these and other
disclaimers, please inquire at customerservice@iatl.com.

1) Note: No mastic provided for analysis.

2) Note: Insufficient mastic provided for analysis.

3) Note: Insufficient material provided for analysis.

4) Note: Insufficient sample provided for QC reanalysis.

5) Note: Different material than indicated on Sample Log / Description.

6) Note: Sample not submitted.

7) Note: Attached to asbestos containing material.

8) Note: Received wet.

9) Note: Possible surface contamination.

10) Note: Not building material. 1% threshold may not apply.

11) Note: Recommend TEM=NOB analysis as per EPA recommendations.

12) Note: Asbestos detected but not quantifiable.

13) Note: Multiple identical samples submitted, only one analyzed.

14) Note: Analyzed by EPA 600/R=93/116. Point Counting detection limit at 0.080%.
15) Note: Analyzed by EPA 600/R=93/116. Point Counting detection limit at 0.125%.
16) Note: This sample contains >10% vermiculite mineral. See Appendix for Recommendations for Vermiculite Analysis.

Recommendations for Vermiculite Analysis:

Several analytical protocols exist for the analysis of asbestos in vermiculite. These analytical approaches vary depending upon the nature of the vermiculite mineral being
tested (c.g. un-processed gange, homogencous exfoliated books of mica, or mixed mineral composites).Please contact your client representative for pricing and turnaround
time options available.

iATL recommends initial testing using the EPA 600/R-93/116 method. This method is specifically designed for the analysis of asbestos in bulk building materials. It
provides an acceptable starting point for primary screening of vermiculite for possible asbestos.

Results from this testing may be inconclusive. EPA suggests proceeding to a multi=tiered analysis involving wet separation techniques in conjunction with PLM and TEM
gravimetric analysis (EPA 600/R=04/004).

For New York State customers, NYSDOH requires disclaimers and qualifiers for various vermiculite containing samples that direct analysis via ELAP198.6 and
ELAP198.8 for samples that contain >10% vermiculite mineral where ELAP198.6 may be used to evaluate the asbestos content of the material. However, any test result
using ELAP198.6 will be reported with the following disclaimer: “ELAP198.6 method does not remove vermiculite and may underestimate the level of asbestos present in
a sample containing >10% vermiculite.”

Further information on this method and other vermiculite and asbestos issues can be found at the following: Agency for Toxic Substances and Disease Registry (ATSDR)
www.atsdr.cdc.gov, United States Geological Survey (USGS) www.minerals.usgs.gov/minerals/, US EPA www.cpa.gov/asbestos. The USEPA also has an informative
brochure "Current Best Practices for Vermiculite Attic Insulation" EPA 747F03001 May 2003, that may assist the health and remediation professional.

The following is a summary of the analytical process outlines in the EPA 600/R-04/004 Method:

1)Analytical Step/Method: Initial Screening by PLM, EPA 600R-93/116
Requirements/Comments: Minimum of 0.1 g of sample. ~0.25% LOQ for most samples.

2)Analytical Step/Method: Wet Separation by PLM Gravimetric Technique, EPA R=04/004
Requirements/Comments: Minimum 50g** of dry sample. Analysis of "Sinks" only.

Dated : 3/8/2019 3:58:17 Page 152 of 153



aawny,

9000 Commerce Parkway Suite B
Mt. Laurel, New Jersey 08054
Telephone: 856-231-9449

Email: customerservice@iatl.com

INTERNATIONAL
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CERTIFICATE OF ANALYSIS

Client: Terracon Report Date:  3/7/2019
611 Lunken Park Drive Report No.: 584587 - PLM
Cincinnati OH 45226 Project: Montgomery Rd - Pleasant Ridge

Project No.: N1197
Client: TER940 roject No 037

3)Analytical Step/Method: Wet Separation by PLM Gravimetric Technique, EPA R-04/004
Requirements/Comments: Minimum 50g** of dry sample. Analysis of "Floats" only.

4)Analytical Step/Method: Wet Separation by TEM Gravimetric Technique, EPA R-04/004
Requirements/Comments: Minimum 50g** of dry sample. Analysis of "Sinks" only.

5)Analytical Step/Method: Wet Separation by TEM Gravimetric Technique, EPA R=04/004
Requirements/Comments: Minimum 50g** of dry sample. Analysis of "Suspension" only.

LOQ, Limit of Quantitation estimates for mass and volume analyses.
*With advance notice and confirmation by the laboratory.
** Approximately 1 Liter of sample in double-bagged container (~9x6 inch bag of sample).
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9000 Commerce Parkway, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034

PLM Instructions:

(W] p1M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

[1 PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
[ PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

L1 PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
L1 PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
[J TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198 .4, 2009

(W1 p1 M: Point Counting CIpim: Analyze Until Positive (Positive Stop)
L1 PC: via ELAP 198.1 AUP: by Homogenous Area as Noted
PC: 400 Points [T aup: by Material Type as Noted
L1 pC: 800 Points * L1 PLM: NOB via 198.6
L1 PC: 1600 Points * - [ PLM: Friable via EPA 600 2.3
_ [11f <1% by PLM, to TEM via 198.4 *
(™[ p1 M: Instructions for Multi-Layered Samples Llif<1% by PLM, Hold for Instructions
(] Analyze and Report All Separable Layers per EPA 600
(] Report Composite for Drywall Systems per NESHAP LI prm: Non-Building Material * (Dust, Wipe, Tape)
L] Report All Layers and Composite Where Applicable 1 Soil or Vermiculite Analysis*
Only Analyze and Report Specifically Noted Layer ] CcARB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: CIverval M Email T Fax
Specific date / time

[110Day M 5pay [13pay [d2Day 11 Day* (112 Hour* [6 Hour** [l RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent, ***Please notify the lab before shipping***

Chain of Custody

Relinquished (Name/Organization): _Zeeed Leiegen _ Date: 2/2 /¢4 Time: =

Received (Name / iATL): " Date: ! Time: » i 2. .. ¥Y°X

Sample Login (Name / iATL): ] Date: , Time: =

Analysis(Name(s) / iATL): < | Datei, | [ - Time: _

QA/QC Review (Name / iATL)’ A L— Date: M/ [}LIZ/7i Time: FER 2 a
Time: ’

Archived / Released: Q%WLAB Use: Date:

R T S T T S SRS




9000 Commerce Parkway, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

NTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034

PLM Instructions:

(W] pp.M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

[J pLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
[J PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

[J pLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
[:} PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
L] TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198 .4, 2009

[} ppM: Point Counting O pLm: Analyze Until Positive (Positive Stop)
LI pC: via ELAP 198.1 I aup: by Homogenous Area as Noted
(8] pC: 400 Points I aup: by Material Type as Noted
C1pC: 800 Points * [] PLM: NOB via 198.6
1 PC: 1600 Points * LI PLM: Friable via EPA 600 2.3

L11£<1% by PLM, to TEM via 198.4 *

(™ p1M: Instructions for Multi-Layered Samples Oir<1% by PLM, Hold for Instructions
L] Analyze and Report All Separable Layers per EPA 600
(] Report Composite for Drywall Systems per NESHAP L1 PLM: Non- -Building Matenal"“ (Dust, Wipe, Tape)
A Report All Layers and Composite Where Applicable [ Soil or Vermiculite Analy51s
O Only Analyze and Report Specifically Noted Layer [J cARB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time
Preliminary Results Requested Date: Clverbal ™ Email [ Fax

Specific date / time
o Day ] 5 Day 3 Day Cla Day I Day* 112 Hour* [ 6 Hours [ RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody _ _

Relinquished (Name/Organization): f{«o(} el -,é/-"‘« Date: '%/Z '7'/ /5 Time:
Received (Name / iATL): Date: Time:
Sample Login (Name / iATL): Date: Time:
Analysis(Name(s) / iATL): Date: Time:
QA/QC Review (Name / iATL): Date: 5/ %14 Time:
Archived / Released: QWM&rLAB Use: Date: Time:

25 years... one s mpk i time
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9000 Commerce Parkway, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 » Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034

PLM Instructions:

[im] PLM: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

L1 PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982

L] PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

[ pLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

[ pLM: Point Counting LI prm: Analyze Until Positive (Positive Stop)
LI pC: via ELAP 198.1 : [ aup: by Homogenous Area as Noted
8] pC: 400 Points [ AUP: by Material Type as Noted
PC: 800 Points * L1 PLM: NOB via 198.6
L1 pC: 1600 Points * L1 PLM: Friable via EPA 600 2.3
) L1 1£ <1% by PLM, to TEM via 1984 *
(] PLM: Instructions for Multi-Layered Samples Oir<1% by PLM, Hold for Instructions’
[w] Analyze and Report All Separable Layers per EPA 600
Report Composite for Drywall Systems per NESHAP LI prm: Non-Building Material (Dust Wipe, Tape)
d Report All Layers and Composite Where Applicable L1 Soil or Vermiculite Analysm
[ Only Analyze and Report Specifically Noted Layer 1 cARB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: ' ~ Overbar ™ gmail [ pax
Specific date / time

(] 10 Day (] 5 Day 3 Day 12 Day ] 1 Day* 3 12 Hour** [16 Hour** [ RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody

Relinquished (Name/Organization): M 4;//’\ Date: 2-/ 27 / & Time: 7y . -

Received (Name / iATL); Date: Time: . ] XK. <. Al
Sample Login (Name / iATL): Date: Time: 1! -
Analysis(Name(s) / iATL): i 0201 Date: Time: -4 .
QA/QC Review (Name / iATL): Date: _{ /A /14 Time: FER 2 9 angd
Archived / Released: Q,ﬂd InGEABUse: ____ Date: - Time: N

(thhnlmu 25 years...one sample at a time ' v
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9000 Commerce Parkway, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: _Terracon Consultants, inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034
PLM Instructions:

[®] p1.M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

[1 PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
L1 PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

[J PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
[1 PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
[J TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198 .4, 2009

(8] p1M: Point Counting O pLm: Analyze Until Positive (Positive Stop)
[1PC: via ELAP 198.1 ] AUP: by Homogenous Area as Noted
%] pC: 400 Points 1 AUP: by Material Type as Noted
[ pc: 800 Points * : [ pLM: NOB via 198.6
L1 pC: 1600 Points * [ PLM: Friable via EPA 600 2.3

) [ 1£ <1% by PLM, to TEM via 1984 *

(%] p1 M: Instructions for Multi-Layered Samples [11f <1% by PLM, Hold for Instructions
[im] Analyze and Report All Separable Layers per EPA 600
) Report Composite for Drywall Systems per NESHAP LlpLm: Non-Building Material {Dust Wipe, Tape)
= Report All Layers and Composite Where Applicable 1 Soil or Vermiculite Analyms
L1 Only Analyze and Report Specifically Noted Layer I carB 435

Special Instructions:

* Additional charge and turnaround may be required ** dlternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: ' Clverbal M Email CFax
Specific date / time

[J10pay M5pay [13Day [d2Day (11 Day* [112 Hour** [ 6 Hourt* [ RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody
Relinquished (Name/Organization): ;M LeAeqen  Date: 2/2 T / ’9 Time: 7y . .
Received (Name / iATL): i Date: ' Time: .. i i G "\,{ o
Sample Login (Name / iATL): Date: Time: =3 o
Analysis(Name(s) / iATL): ,i-:" Date:  5/0/ [4 Time: ;
QA/QC Review (Name / iATL): “ Date: 4/Z A4 Time: FER 2 2 ane?
Archived / Released: Q @"T terLAB Use: Date: Time: Rl <

77

Celebrating 23 vears...one sample at a time ’ \
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9000 Commerce Pari(way, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034
PLM Instructions:

[8] p1 M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

[ PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
[J PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

LI PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
1 PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
] TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

] pLM: Point Counting O pim: Amnalyze Until Positive (Positive Stop)
L1 pC: via ELAP 198.1 [ aup: by Homogenous Area as Noted
(%] pC: 400 Points _ L1 aup: by Material Type as Noted
L1 pc: 800 Points * : [1 PLM: NOB via 198.6
L1 pC: 1600 Points * [1 PLM: Friable via EPA 600 2.3

. Llif<1% by PLM, to TEM via 1984 *

[®] p1 M: Instructions for Multi-Layered Samples Cif<1% by PLM, Hold for Instructions’
(] Analyze and Report All Separable Layers per EPA 600
] Report Composite for Drywall Systems per NESHAP Ceim: Non-Building Material 2 (Dust Wipe, Tape)
O Report All Layers and Composite Where Applicable [ Soil or Vermiculite Analy51s
[ Only Analyze and Report Specifically Noted Layer L1 cARB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: Clverbal M Email [T pax
Specific date / time

1 10 Day [} 5 Day 3 Day D 2 Day [:] 1 Day* D 12 Hour** D 6 Hour** [:I RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

[ Chain of Custody
Relinquished (Name/Organization): _Zeeel Ceiyen _ Date: 2/27 /(7 __Time:

Received (Name / iATL): Date: Time: T e YOV
Sample Login (Name / iATL): Date: Time: ===t '
Analysis(Name(s) / iATL): tVi AR Date:3- 4o (] Time: __7 :
QA/QC Review (NamehATL) Date: _$/R /AA Time: __ FER 2 o angd
Archived / Released: | fLAB Use: Date: Time: S

(LILhr ting "3 VEurs.. om Hdl'll[)iL ata um‘.



9000 Commerce Parkway, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 » Fax: 856-231-9818

INTERNATIONAL

AsBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: _joshua.vogel@terracon.com Cell Phone: 513-332-5034
PLM Instructions:

[®] p1 M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

] PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
L] PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

L] PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
Ll pm: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
L1 TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

[®] p1 M: Point Counting Clpim: Analyze Until Positive (Positive Stop)
C1pc: via ELAP 198.1 L1 aup: by Homogenous Area as Noted
8] pC: 400 Points . 1 AUP: by Material Type as Noted
[1pc: 800 Points * [ pLM: NOB via 198.6
CIpc: 1600 Points * L1 PLM: Friable via EPA 600 2.3

) Llif<1% by PLM, to TEM via 1984 *

(] pLM: Instructions for Multi- -Layered Samples <% by PLM, Hold for Instructions’
[8] Analyze and Report All Separable Layers per EPA 600
] Report Composite for Drywall Systems per NESHAP LIprMm: Non-Building Matenal " (Dust Wipe, Tape)
] Report All Layers and Composite Where Applicable [ Soil or Vermiculite Analysrs
- Only Analyze and Report Specifically Noted Layer [ cARrB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: ) Clverbal M gmail [ pax
Specific date/ time

OJ10pay M 5pay [ 93 pay [d2Day (11 Day* 112 Hour* [ 6 Hours* [ RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody

Relinquished (Name/Organization): M “Ceieqgen Date: 2-/ Z7 / & Time: ™=y . .

Received (Name / iATL): i Date: Time: .. # T 4. YT :
Sample Login (Name / iATL): Date: b Time: "= ) :
Analysis(Name(s) / iATL): Date: 1¢ Time: _ .
QA/QC Review (Name / iATL): Date: 5?% ff‘ﬁ” Time: FER 2 o ongd
Archived / Released: QA Date: Time: A

Celebrating 23 _\'cm Lone \(Impk at a time
R ] -



9000 Commerce Parlkway, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034
PLM Instructions:

[8] pL.M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

] PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
[ PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

L1 PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
O PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
[J TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

(% p1 M: Point Counting LIpLm: Analyze Until Positive (Positive Stop)
L1 pc: via ELAP 198.1 ] aup: by Homogenous Area as Noted
[®] pc: 400 Points _ 1 Aup: by Material Type as Noted
[ pc: 800 Points * ' ] PLM: NOB via 198.6
L1 pc: 1600 Points * ] PLM: Friable via EPA 600 2.3

) Clir<1% by PLM, to TEM via 1984 *

[®] p1M: Instructions for Multi-Layered Samples Clif<1% by PLM, Hold for Instructions’
[ Analyze and Report All Separable Layers per EPA 600
[®] Report Composite for Drywall Systems per NESHAP [ PLM: Non-Building Material * ~ (Dust, Wipe, Tape)
O Report All Layers and Composite Where Applicable 1 Soil or Vermiculite Analysis*

[ Only Analyze and Report Specifically Noted Layer [ carB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: ) [verbal M Email [ pax
Specific date / time

[J10Day M spay [ 13 pay [d2pay (11 Day* 112 Hours* [ 6 Hours* [ RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody

Relinquished (Name/Organization): ;M /&4%—&'\ Date: 2/2 “.ﬂ/ /9 Time: =y .

Received (Name / iATL): Date: ) Time: . { &0 .. YOF

Sample Login (Name / iATL): ' Date: Time: "= )

Analysis(Name(s) / iATL): VolA— Date: 4~ ]~ (] Time: _ 1 .

QA/QC Review (Name / iATL): & Date: ¥R AA_ Time: _ FER 2 0 an

Archived / Released: Q Tatesl=AB Use: Date: Time: R
T 7
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9000 Commerce Parkway, Suite B * Mount Laurel, NJ 08054
- Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034

PLM Instructions:

(8] pL.M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

L1 PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
L] PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

[J PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
L1 pm: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
[J TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

[®] p1 M: Point Counting I pLm: Analyze Until Positive (Positive Stop)
L1 pC: via ELAP 198.1 I Aup: by Homogenous Area as Noted
(%] pC: 400 Points : 1 aup: by Material Type as Noted
L] pc: 800 Points * : [ PLM: NOB via 198.6
1 pc: 1600 Points * [1 PLM: Friable via EPA 600 2.3
) [ 1£<1% by PLM, to TEM via 198.4 *
(%] pLM: Instructions for Multi-Layered Samples Cli<1% by PLM, Hold for Instructions’
(] Analyze and Report All Separable Layers per EPA 600
[ Report Composite for Drywall Systems per NESHAP Clprm: Non-Building Material * (Dust, Wipe, Tape)
Ll Report All Layers and Composite Where Applicable L] Soil or Vermiculite Analysis‘
Ll Only Analyze and Report Specifically Noted Layer L1 CARB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: . DVerba] [®] Email [ pax
Specific date / time

[J10Day M spay [d3pay 2 Day 11 pay* [12 Hour* [ 6 Hours* 1 RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody
Relinquished (Name/Organization): ,M 4{4:?4"’\ Date: 2—/-"-’- 7 / &i Time:

Received (Name / iATL): Date: Time: . - X ;

Sample Login (Name / iATL): _— A 7 Date: Time: = - %

Analysis(Name(s) / iATL): Lz~ Date: 3/7[ 19 Time: ¢ ,

QA/QC Review (Name / iATL): ’ Date: 5/ /14 Time: FER 2 2 oni?

Archived / Released: Q Use: Date: Time: A
e

— . e

Celebrating 23 vears...one sample at a time
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9000 Commerce Paricway, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034
PLM Instructions:

[®] pL.M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

[J PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
] pLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

[J PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
O pm: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
[J TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

[®] p1 M: Point Counting Clpim: Analyze Until Positive (Positive Stop)
[ pC: via ELAP 198.1 L1 aup: by Homogenous Area as Noted
[ pC: 400 Points _ 1 aup: by Material Type as Noted
1 pc: 800 Points * I pLM: NOB via 198.6
1 pC: 1600 Points * 1 PLM: Friable via EPA 60023

. Cie<1% by PLM, to TEM via 198.4 *

(8] pLM: Instructions for Multi-Layered Samples Or<1% by PLM, Hold for Instructions’
m] Analyze and Report All Separable Layers per EPA 600
=] Report Composite for Drywall Systems per NESHAP WEJSYe Non-Building Material * (Dust Wipe, Tape)
O Report All Layers and Composite Where Applicable L] Soil or Vermiculite Analysns
O Only Analyze and Report Specifically Noted Layer LI CcARB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: CIverbal M Email [ Fax
Specific date / time

[(J10pay M 5pay [13Day [d2Day (11 Day* [112 Hour** [ 6 Hourt* [IRUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody

Relinquished (Name/Organization): _’M’&Jf/f’\ Date: Z/ 277 / 1z _

Received (Name / iATL): Date: . Lot WY
Sample Login (Name / iATL): Date: Time: =it

Analysis(Name(s) / iATL): ;ﬁ ; ; Z 5; Dat Wﬂme; : . )
QA/QC Review (Name / iATL): Date: __ 5% A Time: FER 2 9 ane
Archived / Released: QA/ Iei‘[fXB Use: Date: Time: R

C Lluhraunv_ 25 years.. onL mmpk ata time > iR



9000 Commerce Paricway, Suite B * Mount Laurel, NJ 08054
Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034
PLM Instructions:

(8] pL.M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

[J PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
L] PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

[J PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
L1 PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
[J TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

= p1 M: Point Counting
CIpc: via ELAP 198.1
%] pC: 400 Points

Llpim: Analyze Until Positive (Positive Stop)
AUP: by Homogenous Area as Noted
1 Aup: by Material Type as Noted

[1pc: 800 Points * : [} pLM: NOB via 198.6
1 pC: 1600 Points * LI PLM: Friable via EPA 600 2.3
) [ 1f <1% by PLM, to TEM via 1984 *
(8] pLM: Instructions for Multi-Layered Samples L1 1f <1% by PLM, Hold for Instructions
(] Analyze and Report All Separable Layers per EPA 600 -
[®] Report Composite for Drywall Systems per NESHAP [ PLM: Non-Building Material * ~ (Dust, Wipe, Tape)
] Report All Layers and Composite Where Applicable 1 Soil or Vermiculite Analysis*
Only Analyze and Report Specifically Noted Layer L1 cARB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: - Cverbal M Email [ Fax
Specific date / time

[J10Day M spay [d3pay 2 pay [I1pay* (112 Hour* [ 6 Hours* [ RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody _

Relinquished (Name/Organization): M Leeqpen Date: 2/2 7 / /9 Time: -7

Received (Name / iATL): s ) Date: i Time: .. # & .. YO
Sample Login (Name / iATL): — (— _Ar——Date; Y Time: = '
Analysis(Name(s) / iATL): et::__"fv\\f\/ﬁﬁv_ﬂét% g_ H4:19 Time: 4 )
QA/QC Review (Name / iATL): e Date: 3 AL V5 ] Time: SER 2 q onad
Archived / Released: Q JTaterEAB Use: Date; ~ ' ' Time: TS

Celebrating 23 vears...one sample at a time
H 1



’ 5 - | | 9000 Commerce Parkway, Suite B * Mount Laurel, NJ 08054
= Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034

PLM Instructions:

[®] p1.M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

LI PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
[ PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

[ PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
Clprm: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
[] TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

(8] py M: Point Counting Cdpm: Analyze Until Positive (Positive Stop)
C1pcC: via ELAP 198.1 L1 Aup: by Homogenous Area as Noted
[ pC: 400 Points ] AUP: by Material Type as Noted
L1 Pc: 800 Points * - [ PLM: NOB via 198.6
[ pc: 1600 Points * [ PLM: Friable via EPA 600 2.3

) L1 1f <1% by PLM, to TEM via 1984 *

(8] pLM: Instructions for Multi-Layered Samples Clif<1% by PLM, Hold for Instructions
=] Analyze and Report All Separable Layers per EPA 600
=] Report Composite for Drywall Systems per NESHAP LI P Non-Building Material * (Dust, Wipe, Tape)
] Report All Layers and Composite Where Applicable [ Soil or Vermiculite Analysis*

I Only Analyze and Report Specifically Noted Layer [ carB 435

Special Instructions:

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: ) [Cdverbal M Email [ Fax
Specific date / time

O 10 Day [® 5 Day E Day 2 Day 14 Day* O 12 Hour** [] 6 Hour** []RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody

Relinquished (Name/Organization): vﬂ{/@ﬂ Date: 2/2- T / & Time: o7y 0

Received (Name / iATL): ! Date: ' Time: » i 4. Y%
Sample Login (Name /iATL): A 7 Date: Time: =it )
Analysis(Name(s) / iATL): e X7 <~ Date: A/ 7 /(Y Time: ,
QA/QC Review (Name /iATL): 22~ = ~ Date: &7 A Time: __ FF} 2 o aned
Archived / Released: Q erLAB Use: Date: Time: W

Celebrating 23 vears...one sample ata time ’ W

v iatl e o el R



; ) 5 9000 Commerce Paricway, Suite B * Mount Laurel, NJ 08054
2 7 & : & Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery | ;
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Voge A / e
Fax Number: 513-321-0294 ’ Office Phone: 513-612-908 i %’
Email Address:  joshua.vogel@terracon.com Cell Phone: 513-332-50:¢ _f
PLM Instructions:

(8] P M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

L1 PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
1 PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

[ PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
L1 prm: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
[ TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

(8] p1 M: Point Counting Clerm: Analyze Until Positive (Positive Stop)
[C1pcC: via ELAP 198.1 L1 Avup: by Homogenous Area as Noted
| pC: 400 Points . [1 AUP: by Material Type as Noted
1 pc: 800 Points * * L1 pLM: NOB via 198.6
1 pc: 1600 Points * L1 PLM: Friable via EPA 600 2.3
i L1 1f<1% by PLM, to TEM via 1984 *
[®] p1 M: Instructions for Multi-Layered Samples Llir<1% by PLM, Hold for Instructions’
] Analyze and Report All Separable Layers per EPA 600 ol
(] Report Composite for Drywall Systems per NESHAP LIprm: Non-Building Material ° (Dust, Wipe, Tape)
] Report All Layers and Composite Where Applicable [] Soil or Vermiculite Analysis*

[1 Only Analyze and Report Specifically Noted Layer (1 cARB 435
Special Instructions: ;

* Additional charge and turnaround may be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: ) Cdverbal M Email [rax
Specific date / time

[J10pay ™ 5spay [13pay [12Dpay [11Day* [112 Hourt [ 6 Hour* [ RUSH**

* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody

Relinquished (Name/Organization): _ ' Zeeel Cotiign _ Date: 2/27F /17
Received (Name / iATL): ! Date: ’
Sample Login (Name / iATL): Date:
Analysis(Name(s) / iATL): - Date: %

QA/QC Review (Name / iATL:.5 Date: 4/% /&
Archived / Released: “2HAIQC InterLAB Use: Date: ~_

R T ==




9000 Commerce Pari(way, Suite B * Mount Laurel, NJ 08054
‘;_, Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

b .- RN
INTERNATIONAL

ASBESTOS TESTING LABORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number: 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034
PLM Instructions:

(8] p1M: Bulk Asbestos Building Materials EPA 600 R-93/116, 1993

L1 PLM: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
L] PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985

L] PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
1 PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6, 2010
L1 TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

[®] p1 M: Point Counting Clpim: Analyze Until Positive (Positive Stop)
L1 PC: via ELAP 198.1 AUP: by Homogenous Area as Noted
PC: 400 Points L1 avp: by Material Type as Noted

[1pc: 800 Points * ' [1 PLM: NOB via 198.6
[ pc: 1600 Points * 1 PLM: Friable via EPA 600 2.3
. Clie<1% by PLM, to TEM via 1984 *
(8] p1M: Instructions for Multi-Layered Samples Ci<1% by PLM, Hold for Instructions’
(=] Analyze and Report All Separable Layers per EPA 600 s
(] Report Composite for Drywall Systems per NESHAP O prm: Non-Building Material ' (Dust, Wipe, Tape)
] Report All Layers and Composite Where Applicable [ Soil or Vermiculite Analysis*
i Only Analyze and Report Specifically Noted Layer [JcArB 435

Special Instructions:

* Additional charge and turnaround may be required ** dlternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: . [Iverbal  [®] Email O Fax
Specific date / time

[J10Day M spay [d3pay [12pay (11 pay* [ 12 Hour* [ 6 Hour** [] RUSH**
* End of next business day unless otherwise specified. ** Matrix Dependent. ***Please notify the lab before shipping***

Chain of Custody

Relinquished (Name/Organization): M{/@’\ Date: Z—/Z’- 7 / & Time: 7y P

Received (Name / iATL): ] i Date: ) Time: . # &) - YO
Sample Login (Name / iATL): Date: Time: ‘== '
Analysis(Name(s) / iATL): Date: 3~ | ~( Y/  Time: 1 ;
QA/QC Review (Name / iATL): 7 Date: “3/& /4 Time: FER 2 9 ongg?
Archived / Released: QA/QeuferAB Use: Date: Time: R

T —,—————— -
Celebrating 23 vears...one sample at a time ) b

v iat] e



0 & 9000 Commerce Parkway, Suite B * Mount Laurel, NJ 08054
Y Phone: 877-428-4285/856-231-9449 * Fax: 856-231-9818

ERNATIONAL,

AsBESTOS TESTING LA BORATORIES

Chain of Custody

—Bulk Asbestos —
Contact Information
Client Company: Terracon Consultants, Inc. Project Number: N1197037
Office Address: 611 Lunken Park Drive Project Name: Montgomery Rd- Pleasant Ridg
City, State, Zip: _Cincinnati, OH 45226 Primary Contact: Joshua Vogel
Fax Number; 513-321-0294 Office Phone: 513-612-9085
Email Address: joshua.vogel@terracon.com Cell Phone: 513-332-5034
PLM Instructions:

(%] p1 e Bulk Asbestos Building Materials EPA 600 R-93/116, 1993
Clprm: Bulk Asbestos Building Materials EPA 600 M-4/82-020, 1982
PLM: Bulk Asbestos Building Materials NIOSH 9002, 1985
PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.1, 2002
PLM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.6,2010
TEM: Bulk Asbestos Building Materials NYSDOH-ELAP 198.4, 2009

(% pLM: Point Counting Cpim: Analyze Until Positive (Positive Stop)
PC: via ELAP 198.1 L1 Aup: by Homogenous Area as Noted
PC: 400 Points , 1 aup: by Material Type as Noted
PC: 800 Points * i LT PLM: NOB via 198.6
L1 PC: 1600 Points * LIPLM: Friable via EPA 600 2.3
. If <1% by PLM, to TEM via 198.4 *
] PLM: Instructions for Multi-Layered Samples If <1% by PLM, Hold for Instructions’
] Analyze and Report All Separable Layers per EPA 600
Report Composite for Drywall Systems per NESHAP Ol prm: Non-Building Material * (Dust, Wipe, Tape)
L Report All Layers and Composite Where Applicable ] Soil or Vermiculite Analysis*
Only Analyze and Report Specifically Noted Layer Ccars 435

Special Instructions:

* Additional charge and turnaround ma 1y be required ** Alternative Method (ex: EPA 600/R-04/004) may be recommended by Laboratory

Turnaround Time

Preliminary Results Requested Date: B [:]Verbal ] Ernail [ Fax
Specific date / time

E] 10 Day EI 5 Day D 3 Day D 2 Day El 1 Day* r_—l 12 Hour** D 6 Hour+* D RUSH**
* End of next business da